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FINALREPORT

REMOVAL ANI) DISPOSAL OF TJNI)ERGROUNI) STORAGE TANKS

Authority:

JEG Subcontract No. 1O-K702-S-96-0002
AFCEE/AFBCA PROGRAM NAS FT. WORTH JRB,

Carswell Field, Fort Worth, Texas

Report Number: 3896-002

June 21, 1996

Prepared for:

Ms. Lynn Schuetter, Project Manager
Mr. Robert C. Miller, Subcontract Manager
JACOBS ENGDJEERLNG GROUP INC.

600 Seventeenth Street, Suite 1100N
Denver, Colorado 80202

(303) 595-8855, Facsimile (303) 595-8857

Prepared by:

UNIFIED SERVICES OF TEXAS, INC.
2110 Greenbriar Drive

Southiake, Texas 76092
Metro (817) 481-9510

Facsimile (817) 488-1729

RESTRICTIONS ON THE USE AND DISCLOSURE OF INFORMATION AND/OR DATA

The information and/or data contained herein shall not be disclosed outside Jacobs Engineering Group Inc. and shall not be duplicated, used, or
disclosed in whole or in part for any purpose without authorization from Jacobs Engineering Group Inc. This restriction does not limit the right to use
information contained herein if it is obtained from another source without restriction. This restriction applies to all information and/or data contained
herein.
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I. NOTIFICATION TO OWNER

Unified Services of Texas, Inc. (UST) is licensed within the State of Texas, under the Texas

Natural Resource Conservation Commission (TNRCC) Contractor Registration Program (CRP) as

licensee number 000970, and under TNRCC Registered Corrective Action Specialist (RCAS) program

as licensee number 000278. Mr. Warren K. Kemp is licensed within the State of Texas, under the

TNRCC Individual License Program (ILP) as licensee number 001940, licensed to repair and install,

as well as remove, underground storage tank systems, "A' and "B" licenses respectively. All aspects

of this project were performed under direct supervision of licensed personnel utilizing the guidance

provided by American Petroleum Institute Recommended Practice Number 1604 (API RP-1604) and

other acceptable industry practices.

As specified in Subcontract No. 10-K702-S-96-0002, Exhibit A, Statement of Work and changes

thereto dated March 26, 1996, UST excavated and removed eleven (11) underground storage tanks and

associated piping systems at the Naval Air Station (NAS) Fort Worth Joint Reserve Base (JRB),

Carswell Field, Fort Worth, Texas (see Appendices A and B). The Thirty-Day Construction
Notification required by the Texas Natural Resource Conservation Commission (TNRCC) was

originally submitted on February 23, 1996, revised, and re-submitted on March 14, 1996 (see Appendix

C). A waiver of the thirty day notification was requested from and granted by Mr. Lonnie Gilley,

TNRCC, Region 4, Duncanville, Texas on February 23, 1996 with a scheduled date for proposed

construction of February 23, 1996.

Permit No. M11-0100-96 was issued on March 22, 1996 by the City of Fort Worth, Bureau of

Fire Prevention for the removal of underground storage tanks at six (6) separate locations (Building

Nos. 1411, 1518, 1750, 3001, 4102, and 4210). Digging permits were obtained from the Public Works

Engineering Branch, NAS Fort Worth JRB, for each of the six (6) locations where underground storage

tanks were removed. Copies of all permits are included in Appendix D. A representative from the

TNRCC's Region 4 Field Office was not present to observe the removals. Capt. W. L. Pierce, Inspector,

Fort Worth Fire Prevention Bureau and Mr. John McManus, Site Manager, JEG were the principal

observers of the removals. Various senior members of JEG and their subsidiaries, as well as members

of the Air Force Center for Environmental Excellence (AFCEE) and the Air Force Base Conversion

Agency (AFBCA) were present from time to time, during this removal and closure project. Facility and

Fuel System Information for each tank, including serial numbers and material of construction, is listed

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 1 TO THE RESTRICTION ON THE TITLE PAGE



• 326 6in Section IV of this report. All eleven (11) tanks were properly manifested, transported and destroyed

by Texas Tank Destroyal, Venus, Texas.

Soil samples were collected by Jacobs Engineering Group (JEG) personnel and analyzed in

accordance with the TNRCC sampling protocol and standards (see Appendix E). Each wall of the tank

excavations was over-excavated approximately two feet (2') to remove potentially impacted soils. All

soils excavated at each site were placed on and covered with poiy plastic sheeting. Following the

receipt of analysis results, UST received instruction from JEG as necessary to either: 1) return the

original backfill materials into the excavation and compact in one foot (1) lifts, or 2) perform

additional over-excavation of the walls. As permitted by TNRCC rules and regulations, each tank

excavation was backflllecl with the excavated soils removed from it previously. UST provided and

compacted additional clean backfill material per the contract specifications. Excavated areas were

restored to the approximate condition existing prior to tank removal.

The removal was completed utilizing the guidelines contained in the American Petroleum

Institute's Recommended Practice 1604 (APJJRP-1604). All work was performed in accordance with

Title 30, Part I, Chapter 334 of the Texas Administrative Code (30 TAC 334 Part I (Environmental

Quality) and Title 40, Parts 280 and 281 of the Code of Federal Regulations (40 CFR 280, 281). The

tanks were picked up from each site at NAS Fort Worth JRB on various dates as noted in the Facility

and Fuel System Information (Section IV of this report) by Texas Tank Destroyal and transported to

their place of business in Venus, Texas to be steam cleaned, cut into sections, and properly disposed.

Photographs of the tanks properly labeled are contained in Appendix F. The Certificate of Destroyal

for the tanks and piping, as well as receipts for the disposable liquids, are included in Appendix G.

Product lines removed were transported for disposal along with the tanks. Where piping removal was

not possible, piping was backflushed, plugged, and capped in place.

Contained within this report are copies of data collected during field operations, observations

upon excavation and tank removal, laboratory analyses of samples collected and corresponding receipts

for the tank disposal. Correspondence relating to applicable regulatory notifications, is also included.

Photographic evidence providing an audit trail depicting the sequence of important events is included

as Appendix F, required receipts are contained in Appendix G, a chronology of events is included as

Appendix H, and the revised TNRCC Registration Forms are included as Appendix I (the originals

have been submitted to the TNRCC).

THE USE OR DISCLOSURE OF THE INFORMATION
ANOOR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 2 TO ThE RESTRICTION ON THE TifLE PAGE
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Copies of this report are provided to Mr. Robert C. Miller, Subcontract Manager and to Ms.

Lynn Schuetter, Project Manager, Jacobs Engineering Group, Inc. per Exhibit B of Subcontract No.

1O-K702-S-96-0002. A copy is also retained on file in USTs office.

II. EXECUTIVE SUMMARY

A total of eleven (11) previously existing tank and piping systems were purged and removed

from six (6) sites from March 21 through May 1, 1996, in accordance with American Petroleum

Institute Recommended Practice 1604 (API/RP 1604). In order to provide access to the piping

connections at the tank, the excavations were completed over the tanks to a point approximately one

foot (1') below the top. All soil removed from the excavations was stockpiled on and covered with 6

mu plastic sheeting and bermed with soil, to prevent dermal exposure to humans. Appropriate safety

fencing, barricades and caution tape were placed around the excavations to preclude any accidental

ingress to the project site. All piping was drained back to the applicable tank. All tank contents were

removed, each tank was triple rinsed, and all liquids were disposed under appropriate manifest.

Organic vapor, oxygen and lower explosive limits (LEL) measurements were monitored and logged at

prescribed intervals.

Following site directive procedures provided by JEG, soil samples were taken by JEG, from
the walls and floor of the tank excavations, stockpiles, and then submitted for analyses. Each sample

was collected by a skilled sampler in accordance with acceptable sampling procedures. All soil samples

were analyzed by Certes Environmental Laboratories, L.C., a Dallas, Texas laboratory certified by the

TNRCC to conduct soil and groundwater analyses, for Total Petroleum Hydrocarbons (TPH) and

Benzene, Toluene, Ethylbenzene, and Xylenes (BTEX).

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 3 TO THE RESTRICTION ON THE TITLE PAGE
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III. INTRODUCTION AND PURPOSE

The purpose of this Subcontract was to obtain services for the excavation, removal, transport

and disposal of twelve (12) underground storage tanks located at NAS Fort Worth JRB in support of

the Air Force Remedial Action Program, Jacobs Engineering Groups Prime Contract Number

USAFJF41G24-94-D-8116, issued by the Air Force Center for Environmental Excellence (AFCEE).

Unified Services of Texas, Incorporated (UST) provides this report of the underground storage

tank and piping system removals at NAS Fort Worth JRB, Carswell Field, Fort Worth, Texas for the

purpose of documenting the field activities conducted at the site and the observations made during the

excavation, sampling, and removal procedures. This report provides the data and information,
including the subsurface conditions observed, necessary to assess the actions taken as well as any

actions which may remain incomplete. The following representatives of the companies, laboratories,

and agencies listed participated in this project.

Responsibility Identification

Fuel/Tank System Owner United States Air Force
Owner ID# 04532 NAS Fort Worth JRB
Facility ID# 0009696 Carswell Field

Fort Worth, Texas 76127

Contractor's Team Members

Prime Contractor Jacobs Engineering Group, Inc.
Contract #USAFIF41624-94-D-8116 Ms. Lynn Schuetter, Project Manager

Mr. Robert C. Miller, Subcontract Manager
600 17th Street, Suite 1100N
Denver, Colorado 80202
(303) 595-8855

JE Remediation Technologies, Inc.
Mr. John C. McManus, Site Manager
P. 0. Box 52667
Houston, Texas 77052
(713) 669-8400

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 4 TO THE RESTRICTION ON THE TITLE PAGE
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Laboratory Certes Environmental Laboratories, L.C.

2209 Wisconsin Street, Suite 200
Dallas, Texas 75229
(214) 620-7966

Subcontractor Team

Subcontract #10-K702-S-96-0002 Unified Services of Texas, Inc.
Mr. Clarence D. Hill, President
2110 Greenbriar Drive
Southiake, Texas 76092
(817) 481-9510

Tank & Piping Disposal Texas Tank Destroyal
Ms. Kathy Alexander
P0 Box 367
CR 213 & FM 1807
Venus, Texas 76084
(800) 782-6350

Tank Cleaning, Liquid Disposal Mobley Company, Inc.
2107 Quincy
Dallas, Texas 75212
(214) 637-6264

Concrete Resurfacing Tompkins Concrete, Inc.
P. 0. Box 161096
Fort Worth, Texas 76161
(817) 748-0819

THE USE OR ESSCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 5 io THE RESTRICTION ON THE TITLE PAGE
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The underground storage tanks and dispensing systems discussed herein are owned and

operated by the Air Force Base Conversion Agency (AFBCA), NAS Fort Worth JRB. Table Nos. 1

through 6 depict Facility and Fuel System Information for each site. Appendix A of this report

provides an overall site vicinity map and Appendix B provides each individual site plan.

Table 1 - Facility and Fuel System Information Building No. 1411

FACILITY NAME: Building #1411
ADDRESS: NAS Fort Worth JRB

Fort Worth, Texas 76127

FACILITY P.O.C.: Mr. Alan W. Flolo
FACILITY TELEPHONE NO.: (817) 731-8973 ext 18

TNRCC FACILITY ID: 0009696
TNRCC OWNER ID: 04532

TNRCC P.O.C.: Mr. Lonnie Gilley

INITIAL SURVEY

TANK FACILITY OPFRATOR NAS Fort Worth JRB

LOCATION OF TANKS: Building #1411

TANK DESIGNATION
(1,2,3, efc):

1411-1 1411-2 1411-3

TANK ID/NUMBER: D-314939 D-314936 0-314938

TANK CAPACITY: 2,000 2.000 2,000

CURRENT CONTENTS: JP-4 Diesel Unlead

LEVEL IN TANK

(W=Waler;F=FueI):

1.5 F 7.75 F 40 F

TANK MATERIAL: Sleel Sleel Sleel

DIAMETER OF TANK: 64 64 64

LENGTh OF TANK: 12 12' 12'

COVER MATERIAL OVER
TANK:

Concrete Concrete Concrele

DEPTH TO TOP OF TANK: 36 36 36

HISTORY OF TANKS

ESTIMAILD DATE OF
INSTALLATION:

1963 1963 1963

PRODUCT STORED: J01 Fuel Diesel Unlead

Unitied Services of Texas 6

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE
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DATE OF LAST
TIGHTNESS TEST:

03/11/96 03/11/96 03/11/96

RESULT OF TIGHTNESS
TEST:

Pass Pass Pass

DATE TAKEN OUT OF
SERVICE:

12/95 12/95 12/95

TANK REMOVAL INFORMA11ON

DATE RtMOVE.L) 0326 96 03 2696 C3 2696

HIGHEST LEL READING: 11% 7% 153%

LOWEST LEL READING: 0% 0% 0%

DEPTH OF EXCAVATION: 10.5 10.5 10.5

LENGTH OF EXCAVATION: 14' 14' 14

WIDTH OF EXCAVATION: 7.5' 7.5' 7.5'

LENGTH OF PIPING RUN 4.0 4.0' 4.0'

PIPING REMOVED: YES YES YES

DEPTHTO
GROUNDWATER:

11+ 11+ 11+

GROUNDWATER
ENCOUNTERED:

NO NO NO

OIL SHEEN ON
GROUNDWATER:

NO NO NO

SOIL. VISUALLY
CONTAMINATED:

YES YES YES

ODORS DETECTED: YES YES YES

HOLES VISIBLE IN UST: NO NO NO

TYPE OF SOIL IN
EXCAVATION:

CLAY/SAND CLAY/SAND CLAY/SAND

O1Y OF PRODUCT
REMOVED:

12 GAL 137 GAL 52 GAL

DISPOSITION OF
PRODUCT:

DISPOSAL DISPOSAL DISPOSAL

OUAN1]TY OF RINSATE
USED:

150 GAL 150 GAL 150 GAL

DISPOSITION OF RINSATE: DISPOSAL DISPOSAL DISPOSAL

DISPOSITION OF TANK: DISPOSAL DISPOSAL DISPOSAL

Notes: 1. Soil sampling conducted by Jacobs Engineering Group, Inc.

ThE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Undied Services ot Texas 7 TO THE RESTRICTiON ON THE TITLE PAGE
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Table 2 - Facility and Fuel System Information Building No. 1518

FACILITY NAME: Building #1518 TNRCC FACILITY ID: 0009696
ADDRESS: NAS Fort Worth JRB TNRCC OWNER ID: 04532

Fort Worth, Texas 76127

FACILITY P.O.C.: Mr. Alan W. Ebb TNRCC P.O.C.: Mr. Lonnie Gibley
FACILITY TELEPHONE NO.: (817) 731-8973 ext 18

INITIAL SURVEY

TANK FACII liv OPERAtOR NAS Foil Wynn JPiI

LOCATION OF TANKS: Building #1518

TANK DESIGNATION
(12,3, etc):

1518-5

TANK ID/NUMBER: None

TANK CAPACITY 600

CURRENT CONTENTS: Waste Oil

LEVEL IN TANK
(W=Water;F=Fuel):

6.0 0

TANK MATERIAL: Fiberglass

DIAMETER OF TANK: 72

LENGTh OF TANK: 6

COVER MATERIAL OVER
TANK:

Concrete

DEPTH TO TOP OF TANK 3.5'

• HISTORY OFTANKS

ESTIMATED DATE Of
INSTALLATION

1970

PRODUCT STORED. Waste Oil

DATE OF LAST
TIGHTNESS TEST

03/111%

RESULT OF iIGHTN1S
TEST

Pass

DATE TAKEN OUT OF
SERVICE

12.95

TANK REMOVAL INFORMATION

DATE REMOVED. 0320-96

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

UnifIed Senvices of Texas 8 TO THE RESTRICTION ON ThE TITLE PAGE
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HIGHEST LEL READING: 3.5%

LOWEST LEL READING: 0%

DEPTH OF EXCAVATION: 10.0

LENGTH OF EXCAVATION: 10.0

WIDTH OF EXCAVATION: 12.0

LENGTH OF PIPING RUN: 3.0

PIPING REMOVED: NO

DEPTI-ITO
GROUND WATER:

8.0

GROUNDWATER
ENCOUNTERED:

YES

OIL SHEEN ON
GROUNDWATER:

NO

SOIL VISUALLY
CONTAMINATED:

NO

ODORS DETECTED: NO

HOLES VISIBLE IN UST: NO

TYPE OF SOIL IN
EXCAVATION:

PEA GRAVEL

QTY OF PRODUCT
REMOVED:

40 GAL

DISPOSITION OF
PRODUCT:

DISPOSAL

QUAN11TY OF RINSATE
USED:

40 GAL

DISPOSITION OF RINSATE: DISPOSAL

DISPOSITION OF TANK: DISPOSAL

Notes: 1. Soil sampling conducted by Jacobs Engineering Group, Inc.

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 9 TO THE RESTRICTION ON ThE TITLE PAGE
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Table 3 - Facility and Fuel System Information Building No. 1750

FACILITY NAME: Building #1750 TNRCC FACILITY ID: 0009696
ADDRESS: NAS Fort Worth JRB TNRCC OWNER ID: 04532

Fort Worth, Texas 76127

FACILITY P.O.C.: Mr. Alan W. Flolo TNRCC P.O.C.: Mr. Lonnie Gilley
FACILITY TELEPHONE NO.: (817) 731-8973 ext 18

INITIAL SURVEY

TAtK FACflITY OPIRATOR NAi Fort W>.r' jF

LOCATION OF TANKS: Building #1750

TANK DESIGNATION

(1,2,3. etc):
1750-2

TANK ID/NUMBER: OC 205638

TANK CAPACITY: 8,000

CURRENT CONTENTS: Dieseil

LEVEL IN TANK

(W=Water;F=FueI):

35 F

TANK MATERIAL Fiberglass

DIAMETER OF TANK: 92.5

LENGTH OF TANK: 255"

COVER MATERIAL OVER
TANK:

Soil

DEPTH TO TOP OF TANK: 33

HISTORY OF TANKS

ESTIMATED DATE Of
INSTALLATION.

t986

PRODUCT STORED Diesel

DATE OF LAST
lIGHTNESS lEST

C2."gEi

RESULT or TIGHTNI-ss
TEST

Pa

DATE TAKEN OUT OF
SERVICE

02.T

TANK REMOVAL INFORMATION

DATE REMOVED. 03-: t-iXi

ThE USE OR DISCLOSURE OF THE INFORMATION
ANDIOR DATA CONTAINED HEREIN IS SUBJECT

Unified Services ol Texas 10 10 THE RESTRICTION ON ThE TITLE PAGE
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HIGHEST LEL READING: 4.0%

LOWEST LEL READING: 0%

DEPTH OF EXCAVATION: 13.(T

LENGTH OF EXCAVATION: 38.

WIDTH OF EXCAVATION: 15.

LENGTH OF PIPING RUN: 75

PIPING REMOVED: Yes

DEPTHTO
GROUNDWATER:

11'

GROUNDWATER
ENCOUNTERED:

YES

OIL SHEEN ON
GROUNDWATER:

NO

SOIL VISUALLY
CONTAMINATED:

NO

ODORS DETECTED: NO

HOLES VISIBLE IN UST: NO

TYPE OF SOIL IN
EXCAVATION:

PEA GRAVEL

OTi OF PRODUCT
REMOVED:

108 GAL

DISPOSITION OF
PRODUCT:

DISPOSAL

QUANTITY OF RINSATE
USED:

50 GAL

DISPOSITION OF RINSATE: DISPOSAL

DISPOSI1]ON OF TANK: DISPOSAL

Notes: 1. Soil sampling conducted by Jacobs Engineering Group, Inc.

Unified Sensoes of Texas 11

THE USE DIR DISCLOSURE OF TIlE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
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FACILITY NAME: Building #3001, FMC
ADDRESS: NAS Fort Worth JRB

Fort Worth, Texas 76127

FACILITY P.O.C.: Mr. Atan W. Flolo
FACILITY TELEPHONE NO.: (817) 731-8973 ext 18

TNRCC FACILITY ID: 0009696
TNRCC OWNER ID: 04532

TNRCC P.O.C.: Mr. Lonnie Gilley

INITIAL SURVEY

lANK AClt ri OPFRATOR NAS 1:01 Worth JUN

LOCA11ON OF TANKS: Building #3001. Federal Medical Center

TANK DESIGNATION

(1,2.3. etc):

3001-3

TANK ID/NUMBER: None

TANK CAPACITY: 20,000

CURRENT CONTENTS: RINSATE

LEVEL IN TANK

(W=Water,F=Fuel):

1.0W

TANK MATERIAL: Steel

DIAMETER OF TANK: 10'

LENGTh OF TANK: 34'

COVER MATERIAL OVER
TANK:

Soil

DEPTH TO TOP OF TANK: 38'

HISTORY OF TANKS

ESTIMATED DATE OF
INSTALLATION

Unknown

PRODUCT STORED: Diesel

DATE OF LAST
TIGHTNESS TEST:

02/96

RESULT OF TIGHTNESS
TEST:

Fail

DATE TAKEN OUT OF
SERVICE:

03/95

TANK REMOVAL INFORMATION

DATL REMOVED. 05C 195

Unified Services of Texas 1 2

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE
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HIGHEST LEL READING. 3.0%

LOWEST LEL READING: 0%

DEPTH OF EXCAVATION: 14.0

LENGTH OF EXCAVATION: 38.0'

WIDTH OF EXCAVATION: 32.0'

LENGTH OF PIPING RUN: 44'

PIPING REMOVED: YES

DEPTH TO
GROUND WATER:

12'

GROUNDWATER
ENCOUNTERED:

YES

OIL SHEEN ON
GROUNDWATER:

NO

SOIL VISUALLY
CONTAMINATED:

PIPING ONLY

ODORS DETECTED: YES

HOLES VISIBLE IN UST: NO

TYPE OF SOIL IN
EXCAVATION:

BUILDERS
SAND

OTY OF PRODUCT
REMOVED:

336 GAL

DISPOSITION OF
PRODUCT:

DISPOSAL

QUAN11TY OF RINSATE
USED:

600 GAL

DISPOSITION OF RINSATE: DISPOSAL

DISPOSITION OF TANK: DISPOSAL

Notes: 1. Soil sampling conducted by Jacobs Engineering Group, Inc.

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unilied Services ol Texas 13 TO THE RESTRICTION ON THE TITLE PAGE
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Table 5 - Facility and Fuel System Information Building No. 4102

TNRCC FACILITY ID: 0009696
TNRCC OWNER ID: 04532

FACILITY NAME: Building #4102
ADDRESS: NAS Fort Worth JRB

Fort Worth, Texas 76127

FACILITY P.O.C.: Mr. Alan W. Flolo
FACILITY TELEPHONE NO.: (817) 731-8973 ext 18

TNRCC P.O.C.: Mr. Lonnie GiHey

INITIAL SURVEY

lANK rAcluly OI'L-IlAIOIt .".AS 1::i W:rI' Jhl,

LOCA11ON OF TANKS: Builthng #4102

TANK DESIGNATION

(1,2,3, elc):

4102-1

TANK ID/NUMBER: J-017553

TANK CAPACITY: 315

CURRENT CONTENTS: Diesell

LEVEL IN TANK

(W=Water;F=FueI):

2.0 F

TANK MATERIAL: Steel

DIAMETER OF TANK: 36

LENGTH OF TANK: 68

COVER MATERIAL OVER
TANK:

Grass

DEPTH TO TOP OF TANK 3.0'

HISTORY OF TANKS

ESTIMATED DATE or
INSTALLATION

1980

PITODUCI STORED. Diesel:

DAlE UI LAST
TIGHINL.SS TEST

0116

RESULT OF lIGHTNESSl(1 Pass

DAlI TAKLN OUl 01
SERVICE:

3195

TANK REMOVAL INFORMATION

L)AIL RI MOvLL) 03-211 96

THE USE OR DISCLOSURE OF THE INFORMATION

Unified Services of Texas 1 A
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE
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HIGHEST LEL READING: 7.0%

LOWEST LEL READING: 0%

DEPTH OF EXCAVATION: 7.0

LENGTH OF EXCAVATION: 92

WIDTH OF EXCAVATION: 5.0

LENGTH OF PIPING RUN: 6.0

PIPING REMOVED: YES

DEPTH TO
GROUNDWATER:

7+

GROUNDWATER
ENCOUNTERED:

NO

OIL SHEEN ON
GROUNDWATER:

NO

SOIL VISUALLY
CONTAMINATED:

YES

ODORS DETECTED: YES

HOLES VISIBLE IN UST: NO

TYPE OF SOIL IN
EXCAVATION:

NATIVE

OTY OF PRODUCT
REMOVED:

7GAL

DISPOSITION OF
PRODUCT:

DISPOSAL

QUANTITY OF RINSATE
USED:

30 GAL

DISPOSITION OF RINSATE: DISPOSAL

DISPOSITION OF TANK: DISPOSAL

Notes: 1. Soil sampling conducted by Jacobs Engineering Group, Inc.

ThE USE OR DISCLOSURE OF ThE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 15 10 THE RESTRICTION ON THE TiTLE PAGE



TNRCC P.O.C.: Mr. Lonnie Gluey

INITIAL SURVEY

I ANK FACILJTY OPERATOR NAS F-oct Worth JAR

326 20

LOCATION OF TANKS: Buildpng#4210

TANK DESIGNATION

(12.3, etc):
4210-1 4210-2 4210-3 4210-5

TANK ID/NUMBER: None None 783417-118 T82-1422-142

TANK CAPACflY: 8000 8,000 8,000 2,000

CURRENT CONTENTS: JP-10 JP-10 JP-10 JP-10/H2O

LEVEL IN TANK

(W=Water,F=FueI):

7.5 F 5.5 F 6 F 8.0 F/W

TANK MATERIAL: Fibergla6s Fiberglass Fiberglass Fiberglass

DIAMETER OF TANK: 96 96 96 96

LENGTH OF TANK: 25.5' 25.5' 25.5' 12'

COVER MATERIAL OVER
TANK:

Gravel Gravel Gravel Gravel

DEPTH TO TOP OF TANK: 98 98 98 98

- HISTORY OF TANKS

ESTIMATED DATE or
INSTALLATION:

1985 1985 1985 1985

PRODUCT STORED: JP-10 JP-10 JP-10 JP-10/H2O

DATE OF LAST
TIGHTNESS TEST:

03/96 03/96 03/96 03/96

RESULT OF liGHTNESS
TEST:

Pass Pass Pass Pass

DATE TAKEN OUT OF
SERVICE:

1994 1994 1994 1994

TANK REMOVAL INFORMATION

DATE REMOVED 04-0196 O-0-9Ei 04 01-96 04-01-96

Unified Services of Texas 1 6

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE

Table 6 - Facility and Fuel System Information Building No. 4210

FACILITY NAME: BUilding #4210 TNRCC FACILITY ID: 0009696
ADDRESS: NAS Fort Worth JRB TNRCC OWNER ID: 04532

Fort Worth, Texas 76127

FACILITY P.O.C.: Mr. Alan W, Flolo
FACILITY TELEPHONE NO.: (817) 731-8973 ext 18
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HIGHEST LEL READING: 3% 1% 2% 15%

LOWEST LEL READING: 0% 0% 0% 0%

DEPTH OF EXCAVATION: it 17 17' 17'

LENGTH OF EXCAVATION: 45' 45' 45' 45'

WIDTH OF EXCAVATION: 40' 40' 40' 40'

LENGTH OF PIPING RUN: 2SE 250 250' 250'

PIPING REMOVED: YES YES YES YES

DEPTH TO
GROUND WATER:

18' 18' 18' 18

GROUNDWATER
ENCOUNTERED:

YES YES YES YES

OIL SHEEN ON
GROUNDWATER:

NO NO NO NO

SOIL VISUALLY
CONTAMINATED:

NO NO NO NO

ODORS DETECTED: NO NO NO NO

HOLES VISIBLE IN UST: NO NO NO NO

TYPE OF SOIL IN
EXCAVATION:

PEA GRAVEL PEA GRAVEL PEA GRAVEL PEA GRAVEL

OTY OF PRODUCT
REMOVED:

334 GAL 212 GAL 240 GAL 145 GAL

DISPOSITION OF
PRODUCT:

DISPOSAL DISPOSAL DISPOSAL DISPOSAL

QUANTITY OF RINSATE
USED:

80 GAL 80 GAL 80 GAL 37 GAL

DISPOSITION OF RINSATE: DISPOSAL DISPOSAL DISPOSAL DISPOSAL

DISPOSITION OF TANK: DISPOSAL DISPOSAL DISPOSAL DISPOSAL

Notes: 1. Soil sampling conducted by Jacobs Engineering Group, Inc.

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unilied Services 01 Texas 17 TO THE RESTRICI1ON ON THE 11TLE PAGE
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V. UNI)ERGROUNI) STORAGE TANK SYSTEMS REMOVAL

The tanks were inerted and removed from the excavation zones on various dates as previously

noted in the Facility and Fuel System Information. The piping associated with the tank systems was

also removed and the tanks and piping were transported to Texas Tank Destroyal, Venus, Texas, on

March 21, March 26, April 1, and May 1, 1996 for disposal. Where piping removal was not possible,

the piping was backflushed, plugged, and capped in place. Specific procedures included:

• Safety equipment was placed in easily accessible locations
• Orange fencing, yellow caution tape and 8' lighted barricades were available if

required to protect the excavation zones and serve as anti-personnel barriers
• The concrete slab, abandoned gas pumps, and lighting fixtures were removed from on

top of tanks as specified
• The tank systems were excavated and the backfill stockpiled separately on plastic
• Free product andlor water was removed from fuel lines and tanks and disposed of

properly
• The tank was purged of all flammable vapors and monitored with an LEL/OXY/OVA

meter
• The piping was disconnected at each opening on the tanks
• All piping was removed from the excavations, unless abandonment-in-place was

necessary
• Soil samples were taken from the excavations and stockpiles by JEG personnel
• Thorough visual inspections were performed following tank removal from excavations
• The tanks and piping were properly disposed by Texas Tank Destroyal
• Selected concrete hold-down pads were removed and transported for disposal offsite
• When potentially contaminated soils were observed through visual, olfactory, or Hnu

readings, over-excavation of the tanks walls in two foot (2') increments in each

direction, was performed as directed by JEG

Construction activities began on March 19, 1996 and were considered complete on May 15,

1996, commensurate with the removal of safety equipment and barricades.

ThE USE OR DISCLOSURE OF THE INFORMATION
ANDfOR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas 1 8 TO THE RESTRICTION ON ThE 11TLE PAGE
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VI. SOIL ANII GROIJNIJWATER SAMPLING

JEG performed all soil and/or groundwater sampling utilizing a standard sampling protocol

based on the minimum requirements of the State of Texas and supporting guidelines issued by the

TNRCC. Soil samples were collected from each tank pit wall, bottom, and stockpile. Dispensers and

product lines were removed from over the tanks. Each sample was properly labeled, inventoried and

accounted for JEG personnel.

VII. USE OF FIELD INSTRUMENTS

UST utilized its GASTECH GasTechtor Model 1314SMPN Gas Combustion Indicator (GCI)

to provide indication of the Lowest Explosive Level (LEL), Oxygen (OXY) content, and Hydrocarbons

in parts per million (PPM). The meter is calibrated prior to each testing. Periodic laboratory

calibration is performed using hexane. When required, additional field screening was accomplished

by use of a photoionization detector.

VIII. CONCLUSIONS AND RECOMMENIJATIONS

Based upon the findings of this removal and investigation, it is concluded that:

The underground storage tank systems and associated piping were emptied, purged,
removed and disposed of in accordance with accepted industry practices;

The soil and groundwater sampling program was executed in accordance with the
minimum requirements of the TNRCC;

Any environmental anomaly discovered at a removal site has been adequately
documented by JEG; and that

None of the removal sites included herein pose a threat to human health and/or safety;

Unified Services of Texas, Inc. provides the information contained herein based on field

observations and activities conducted during the period of February 23, 1996 through May 15, 1996,

as well as from any information provided and deemed to be accurate by the other companies,

laboratories, and agencies involved, whether directly or indirectly received. It is UST's

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SU6ECT

Unified Services o Texas 19 TO THE RESTRICTION ON THE TITLE PAGE
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recommendation that closure for each of the six (6) removal sites addressed herein, be requested from

the TNRCC.

JEG retained the responsibility for the final disposition of the impacted soils that were

stockpiled previously by UST at site 1411. UST presumes that the final disposition of the soil will be

promulgated to all concerned parties upon completion of remedial actions. Additionally, it is

recommended that this report be included as a permanent part of the petroleum storage tank system

records maintained onsite at the AFBCA, Carswell Field, NAS Fort Worth JRB.

UST appreciates the opportunity to provide underground storage tank removal services to

Jacobs Engineering Group, Inc. in support of the Air Force Remedial Action Program and looks

forward to the opportunity to again provide assistance in any future requirements. If after reviewing

this report you have questions, or if I may be of further assistance, please contact me at (817) 481-

9510; facsimile (817) 488-1729.

Respectfully submitted,ITerriL. art
Environmental Technician

Reviewed by:

Clarence D. Hill
President

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Se,vices of Texas 20 TO THE RESTRICTION OR THE TITLE PAGE
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APPENDIX A

SITE VICINITY MAP

THE USE OR DISCLOSURE OF THE INFORMA11DN
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Sericea of Texas A-i TO THE RESTRICTION ON THE TITLE PAGE



NAS Carswell JRB, Ft.

Scaie 1:62,500 (at center)

Wed Jun 26 09:55 1996



326 27

APPENDIX B

SITE PLAN

ThE USE OR DISCLOSURE OF THE INFORMAI1ON

Unified services of Texas t) 1
AND/OR DATA CONTAINED HEREIN IS SUBJECT

- i TO THE RESTRICTiON ON THE TITLE PAGE
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APPENDIX C

TNRCC CONSTRUCTION NOTIFICATION
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Texas Natural Resource Conservation Commission

UNDERGROUND & ABOVEGROUND STORAGE TANK
CONSTRUCTION NOTIFICATION FORM

1. KI Underground Storage Tank (UST)

2. U Stage I U Stage II (Vapor Recovery)

3. TYPE OF CONSTRUCTION: (Indicate all that apply)

0 Installation 0 Replacement

Removal U Abandonment

4. FACILITY LOCATION INFORMATION:

Facility Name Carswell AFB

Address/Location: (No P.O. Box)_______________

Bldg. 1255 Carswell AFB

County: Tarrant City: Fort Worth

Facility No.: 0009696

Telephone: (817) 731—8973 Ext. 18

6. CONSULTANT INFORMATION:

Company:Unified Services of Texas, Inc.

Representative: Clarence D. Hill

Address: 2110 Greenbriar Drive

City/State/Zip: Southiake, Texas 76092

U Aboveground Storage Tank (AST)

CARB order # ________________________________

o Improvement

U Other (Specify)

5. OWNER INFoRMATIoN:

Owner: Carswell AFB (Owner ID: 04532)

Representative: Alan Flolo, Engineering

Address: 607 CES/CEV

City/State/Zip: Fort Worth Texas 7tS127

Telephone:
(817) 7318973 Ext. 18

7. CorRAc-roi INFORMATION:

Company: Unified Services of Texas, Inc

Representative: Clarence D. Hill

Address: 2110 Greenbriar Drive

City/State/Zip: Southiake, Texas 76092

CRP#: 000970 ILP#: 001549

9. SCHEDULE/DATES FOR PROPOSED CoNsTRUcTIoN:

Construction activities are scheduled

to begin February 23, 1996. Waiver

granted by Lonnie Gilley, Dist. 4
on February 23, 1996.

11. MAIL COMPLETED Foiui To:
Texas Natural Resource Conservation Commission

Petroleum Storage Tank Division
P.O. Box 13087

Austin, Texas 78711-3087

8. GENERAL DESCRIPTION OF PROPOSED UST/AST Acrivrry:

Furnish all equipment and materials required to Excavate, Remove,

Transport and Dispose of twelve (12) Underground Storage Tanks

10. SU4yrED B (SIqQTVR
L-Vai. di Z?3/9

Clarence D. Hill, President (date)
Title & Company:

Unified Services of Texas, Inc.
TNRCC STAFFUsEONLY

Date Rec'd:

Region: —

Remarks:

Tracking No.:



1. t Underground Storage Tank (UST)

2. LI Stage I U Stage II (Vapor Recovery)

3. TYPE OF C0NsrRucrloN: (Indicate all that apply)

U Installation U Replacement
Removal U Abandonment

4. FACILITY LOCATION INFoRMATIoN: 5.

Facility Name NAS Fort Worth JRB,

Address/Location: (No P.O. Box)NultiPle_locations

on Subject Facility

County:_Tarrant City:
Fort Worth

Facility No.:__0009696

Telephone: (817) 731—8973 Ext. 18

6. CONSULTANT INFORMATION:

Company:Unified Services of Texas, Inc.

Representative: Clarence D. Hill

Address: 2110 Greenbriar Drive

City/State/Zip: Southiake, Texas 76092

o Aboveground Storage Tank (AST)

CARB order # ___________________

IJ Improvement
U Other (Specify)

OWNER INFoRMATIoN:

Owner Carswell AFB/AFBCA

Representative:
Alan Flolo, Engineering

Address:
6550 White Settlement Road

Fort Worth, TX 76114—3520
City/State/Zip:

Telephone:
(817) 731—8973—Ext. 18

7. Com&croi INFORMATION:

Company: Unified Services of Texas, In

Representative: Clarence D. Hill

Address: 2110 Greenbriar Drive

CitylStateIlip: Southiake, Texas 76092

CRP#: 000970 ILP#: 001549

Furnish all equipment and materials required to Excavate, Remove,

Transport and Dispose of twelve (12) underground storage tanks.

9. SCHEDULFJDATES FOR PROPOSED CoNsTIwcrIoN:

11. MAIL COMPLETED FORM T0

Texas Natural Resource Conservation Commission
Petroleum Storage Tank Division

P.O. Box 13087
Austin, Texas 7871 1-3087

1O.SUEDBY(STU
Clarence D. Hill, President (date)
Title & Company:.

Unified Services of Texas, Inc.
TNRCC.STAFF USE ONLY

Date Rec'd:

Region:

Remarks:

Tracking No.:

**REVISION TO NOTIFICATION FILED 2/23/96**

Texas Natural Resou rce Conservation Commission

UNDERGROUND & ABOVEGROUND STORAGE TANK
CONSTRUCTION NOTIFICATION FORM

8. GENERAL DESCRIPTION OF PROPOSED UST/AST Acnvrry:
This is to revise facility location and owner information onjy_
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PERMITS & INSPECTIONS
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BUREAU QF FIRE PREVNT1ON

APPLICATION FOR PE1IT

F.D. S39
326 38

To: Chief of the Fire Department, Fort Worth, Texas: r—
Use
Install

Application is hereby made by the undersigned for a Permit to —.4 Operate
Conduct

in or on the premises known as Street or Avenue.

B US I NESS NAME: O.J�Q-
Describe briefly what type of business or operation will be
hazardous materials are to be used list each one.

Conditions, surroundings and arrangements to
Prevention Ordinance.

(M2if?gb /f&
Name of Applicant

Complete plans and construction details must he filed on all major projects and
requested by the Chief of the Fire Department.

(OVER)

AMOUNT

TYPE ___ PERMIT NO.

DOLLARS RECEIPT NO. DAT

conducted and if

14((-k
I 5 - q-A 0-i kK.

ô F s.

be in accordance with the Fire

Address of Applicant



PERI4IT/UCIDENT 40. _______wur io. _______________
DAlt* t1?-'-9/

TN(: RO43YAL, RD40TED T0

N,IIC T4w5 Y,ik Tj-lL

-" '"
ItLOHOE PC. _________________

REGIS1RAT ICZ4

REGIS1RATIO

UGTLL [3 FIM44A8LE LIçWD [3 t,,ii Ci t,uo (3

REPAIR TMI( [3 UE IJ

11* TEST [3 TAM( [3 ii [3

INk COGTRUCTICN: FI&RGJSS [3 (3 COCITE [3

S1RAPPED (3 NIcHED (3 SECONGMY CONTAIPCNT [3

TNI'S: PRO'ER DISTN FRO4 8u1101N3 t PROP1f LINE - YES

LOCATI*4 ON FRTT

REPAIR/SERYK GO(1RJT: S(cOI(TRACTcR

Kt (J4HY1 _______________

AOQESS 3g /4
S..1Q,,E . 'tOIL

TauHoPc p40. 'i ?:7O
N0.-STATE* !ô,vj97O ____________
I40.-CITT ___________ ___________

SLZ'ERYIS* J H'".- fE;rk Atii'
T.W.C. LIOGE JLc,'/?5

'/ CP1ITY: ________ U.LJ ________

2 CAP?ITV: U.L.I -'i' ?IP
.;CR#cIrn I.L.S .O-!/'r-?7.'

[3

— CPPCITYz —
U.LJ ____________

YI.ATIOIG NOTED/CITATION ISSIDIO4MJ:

7ir X'b1,A'IL' 1, L/.I JiI /1IpI:d/,
, 4,,iiiG eyiio4.(j. i-E.'ic( .

O7...O7,
3 ,4fA4;. - ' I- 2i' a" -27rJ_D1øW"LJ"- AW4')i V )3- - ?'

'"-" A'': ,i_x A,Q/fl V
l'AJ,4f '.'I1A4/
I,1k mALi,'1.cr / O3 -2 .- 9

C.1$ C f'4A/77 J f1FC/I o1 f,'J#')

!.U'7 'Ho,;rti#/ 7). ? loP! ).é- 7..? 7- 737
ci#ril 41; 4SLA$1 1.

74cc 4'14: o,-im( - 1t1,TOH iC7-(

FORT WORTH FIRE DEPARTML F°• $3
o'—o1—,1

FIRE PREVENTION BURFJU
FLAMMABLE LIQUIDS/STop,AGg TAN1 SYSTEM INSTAITION/REPAIRS/REM0V

INSPECTOR'S REPORT 326 39
/CMs.i'- 4'< .c4—,.iJ -

LOCATIOm £,4kc J'j-3O J
______________________LEASEE* iq-i

ESSz —

TaO'HONE $0. TIOC PC.

Bfr FILL.: TA8LE [3 MANIFO...D/SEPMATION Y?&YE — YES [3
CA1)IC PROTECTION - YES [3 itsrw s __________________

LEM( DETECTION - YES [3 PRODUCT LINES [3 iiiS [3

IflUcTATIC TEST IPfOMATIOH; __________________________

)041 TGI WELlS * YES [3 *)ER: S IZE El

FR DEPTh - 'itS [3

PIPING W FITTIN( FIB.ASS LINES WITh NETM. FtEX LINES [3

IEIM. IRM'PED AND COATED LINES WITh FLEX LI PES [3

TENT 111(3* FI&RQ.ASS [3 PETN_ [3

n.cc ma [3 SWING JOINTS [3

Pl.M'S: ISlAND [3 iDorE [J iu. swi mi — lu [3

YAPCR RECOYERY: CR TIFE [3 PWSE OlE [3 omi [3

WAS IEM(JSPIU. INYCLYED? YES [] NO [3

(1 INTERIM INSPECTIOPG: —

FINAL $)GPECTIC( DATE: 03- 2/c-

-. : - -



LOCAl iorn

-
ADmESS'

TELD'HE NO.

PIPJ4IT/INCIDO(T NO. -'--?
RE(IPT NO. O/q-/
DATE:

T?J: RO4DYAL1'l REJ4VED TO:

K*JE* 4J&!. 7'-d) IfiL
?L0ESS: fe.c_?67 c-ft 2-17 t/q

Vt,J:a; 7'. 7(-4-
1OHO,E NO. (-'Oo'-

REGISTRATION

REGISTRATION

DGTALI. 9 FL.M44A8(.E LIQUID.Q t,si, 9 a,c,'uo El

RIPAIR TAP1 9 LINE [3
LEAK TEST [3 TMK [3 t. tc [3

TAM COGTRUCTIC*l: FI&RGLASS [3 PETAL [3 eONIll [3

STRAPPED [3 ANOItPED [J SECONOMY CC*aAI POCNT [3

TAM a FRR DISTNCE FRON BUII.DI NO 8 PRC1'OTY I. DC - [3
LOCATIGI OH PR0'RTY _________________________________

B'ø( FlU.: ACCEPTA8LE [3 MJJflFOLD/SEPMATION VALVE - lU [3
CAThODIC PROTECTION - YES [3 TESTED BY: __________________

WX DETECTION - YES [3 PRODUCT LINES [3 TNIS [3
HYUTATIC TEST IlfOUI&TION _________________________

1041 TON IELLS a YES [3 MIR: [3 SIZE [3

PRaER ON - [3
PIPING NO FITTIN(: FIBERJSS LtNES WITh PETAL flC( LINES [3

PETAL WJPPED MD COATED LI IES WI UI nIX LIPES El

VENT LIIES: FIB(R_ASS [3 PETAL [3

fl.EX IDES [3 SWING JOINTS

P(WS ISI.AiO [3 RDOTE [3 KILL SWI 104 — 'ItS [3

VEPCR RECOVERY: D0 TL& [3 PHASE OlE [3 OT}ER []
WAS LE.AX/SPIU. INYa..VED2 YES [3 NO [1

REPAIR/SERVIcE CO(lR#TONi SUBCC*(1RACTON

tP(:
I/o :ci'AtA M.

�ôur/1L&( 7. /,y2__
TaUHalEM3. _______ __________

NO.-TATE: (tOo97° ___________
NO.CITh ô/P3ic _________

S(PERVISON: /,L-L ______________

T.W.C. LIE1GE NLWER frC2J3"9

CAPACITT: __________ U.Lj ,404g.

CAPACITY: _____________ V.1.,

CAPACITY: ____________ V.1.1

CAPACITY: ____________ V.1.1

CAPACITY: _____________ V.1.0 _____________

V I.AT 1016 NOTEDMTATI 014 ISSLEDAO4Mi:
TLd/( e*ii'(4 /4/ 4,(:(L jp AM9
T,V,Ik -,"6 Aft' 4,,'c4
y &Ey

L-. (kM?ItA7$ .Y/-
o' 44D;/s 2o'LZ

.'E.4' L14'1$ fjiffr4
ó'i'afJ' IW&
L44a:b'

74I,( tiAW1r$) - d 1 bt-'.< '-2

1i;z. cMur,wr. t. 71.'II
//i5'- 7. 7 7tJ'/
L-A3ust1J Ct/Tb4 1-J$,7
-rc.MM /.orn"/ ,I2Ey Ni
o:—e• 9(

lUER C INT1RII4 IPGPECTIOPG: ___________

FINAL INSPECTION DATE: "- C ?
—--1

. FORT WORTH FIRE DEPARTMB.. —' A to S32

FIRE PREVENTION BJREAU
326 'O

FLA}(MABLE LIQUIDS/STORAGE TANK SYSTEM INSTALLATION/REPAIRS/REMOVAL
INSPECTOR'S REPORT

cAJt-
(jViioJ /i

LEASEE: /.i1,,
ADONESS: _______________

TE1EPH0IE NO. ____



FORT WORTH FIRE DEPARTML -
FIRE PREVENTION BIJREAU

FLJO4ABLE LIQUIDs/sToJGE TANK SYSTEM INSTALLATION/REPAIf32OvM1
INSPECTORS REPORT

________________________ P(RJ4IT/IICIDOfT NO. oj,_
__________________________ ________________ _REGIPT NO. —

________________ __________ _DA1Ts OJ-2i.?d

4,4
LOCATIOm 3tfWHc7m&irIJ.

___________________ LEASEEt ': 4'/
—

fflD'HoE NO. 1tW1HOC NO.

t.D. $12
o'—oI—,1

TNI( REWJYAL RO4YED TOz REPAIR/SERVIcE 41R#T* Stm1RACTa%
ij€* ?4i 7ifo5--I. gi
AbaES /x?i7C( 2'i ?OcESS ,2/iô

p'/,i'. ,-. JurZ' . ___________
TaEP*OE NO. ?o- 71'2 - TaDilOeE NO.f?- /- d/O

REGIS1RATION NO.-STAIt: ____________
REGIS1RATIO4 NO.-CITh - o/?J5.r? ___________

DGTALL. Q FUII4A8LE LIQUID [J LPG/M [J LPG/IJG Q StPERYISt fM /" —

REPAIR [3 TNl [I IDE [3 T.W.C. LICEIGE NIJoo(J'2 .1,L/14/f#"'
JAr /

W4. TEST [3 TAM( [3 I. I E [3 I CPPI'C I TYz — U.LJ T o / ',,çç'

c0Tucric*: FIBERQJ.SS [3 PETAL [3 coe lit [3 CjPACflY ____________

STRAPPED AIOED jJ SECOCMY C04TAIENT [3 CAP?ITh ___________ U.LJ

TA*3: PRO'(R DISTAPX FROI BUILDIP3 4 PRCPERTT IDE - YES [3 cprn ___________ v.1.0

LOCATIOI 04 PRGRTY

SAcX FILLt #PT#81E [3 MAI4IF&D/SEPMATIc*I VALVE — ItS t:i

CAThODIC PROTECTION - YES [3 TESTED BTz _________________

LEM( DETECTION - YES J PRODUCT LINES [3 TAJICS

HTATIC TEST IIfOMTION

CAPACITT _____________ U.LJ _____________

VIOLATIOG NOTED/CITATION ISStEDAO4AR3:

Tt,fr AE,''4 4/'/ J/'//cy/,.i1
746k fttLo AM /II'O yAic4'L, VVA

Lz4 ktAL'//je/#f. Q,
cfdi./:.r: 'I- 2M'5,
fr:4/Y h'/AJ4 v'1''

JA/fr J C/WtZJ&
P041 T(R hELLS YES [3 *.*&R: [3

PRER DEPTh - ItS [3
PIP I HG AND F I ill NZ F I&ROLASS LINES WITh PETAL FLEX I. I PES [3

PETAL W.APPD AND CTED LI I WITH Ft.UC LI t [3

VENT LINESs FIBEROL.ASS [3 )ETM.. [3

nix LINES [3 SWING JOINTS [3

ISLAND [3 RD$TE [3 KILL SWI TCH - YES [3

YAPR REcOYERYz £R0 TE [3 P4ASE OlE on [3
WAS L.EAJ(/SP ILL INYC_Y(D7 YES [3 HO [J

7qLh,i.J7 T-(1i. VOJ-2-,96

c0,rar:
77oPIj 73?'- 'Z

1-M -'-' cris c•
7,-4ecc Lc"( 32-7

Ol INTERIM IPGPECTIOPG: ___________

FINAL IPGPECTION DATE: Of- —



DIGGING PERMI
I I 1101CC llTlTED I I PW INITIATED CONTRACT JNIT TED

- TillS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

11, oR'S NAME: /2-.>Z cyI /? � 9 3
IT RAC T NO (I F A P ruc A 81 E): if- - oi C

4J&- AAtio\quest permission to dig in Iocatiori(sI shown on the attached sketch. This area shall he field marked by (he
ities tel bet re (lie digging permit is submit ted.

1' 4 , 4? _________________ /(r6.-
Contractor's Representative Title

'I SEWER LINE
) GAS LINE

(3) WATER LINE
(4) STORM LINE

) UNDERGROUND ELECTRICAL

ENCI0SUr{ES\DRAWINGS PROVIDED (Xl
(6) CATI-(ODIC PROTECTION BEDS
(7) LAWN SPRINKLER SYSTEM

()) (8) TELEPI lONE LINES - COMM. OR
(9) WEATIIERVISION CABLE
(10) OIlIER (FUEL ETC.)

Enclosures, as indicated, are provided lot (lie above listed focatiori oniy. For other locations new permits are
red.

As shown on the drawing(s), underground utilities are in the area and extreme care shall he used while digging or
'ating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
hg will be used. For more infortnation have your Goveriiiiient Contractor Representative calf Public Works

tnten—ce (MCD) at 6380.

igying hours are between 8:00 AM and 4:00 PM Monday ibm Friday. No (Jigging will be permitted outside these
s or on Federal Ilolidnys, except as al2proved in advance.

any utilities are damaged call MCD at 6380 imitnediately. In case of natural gas or fuel line damage also call the
Dept. at 6330. Alter 4:00 PM cII the COD (Officer on Duty) Beeper No. (817) 493-7836. Base. Ext. 7151,

'swell Inn, Rooms 131 and 132 arid have tlicii conit act QUEBEC 8.

Uiy utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
ineering Branch.

1101CC Construction Rep. or
PW Contract Surv. 11ep. or
PW Mairni. Crafisman/Seabee

TIOUIING LIST

IA:z; 1422/' 7 C /çf /7 J2

Date

MIL. bL)
C I
(V)

73?:27

Date
3- _______________ /5 '74

'r-iGrier Tech.

4.
301St Communication

RC 7b
Date SW Bell

C, 9j

Dale

_jflir* :'
Date

1101CC Project Manager or
PW Contract Surv. Stnpv. or
PW Maint. Forernian/Seabee Supv.

CL Lcc.ro

"'upervisor ineer

APPROVE ISAPPROVED

Worko,itrol Asst. (For Dis(ribution)

Date

Date

Onto

r... (h1
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DIGGING PEE(M1T
I I 1101CC ItJITIATED I I PW INITIATED CONTRACT I PW INITIA 0 SF.

THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGIN82 45'

IT Ri .011'S NAME: (Ij ,4 , c - e,/ f2e4—
WIACT NO (IF APPLICABLE): "F c'// -'/T
quest permission to dig in lcation(s) shown on the attached sketch. This area shall be field marked by the
quester before the digging permit is sLIbinitled.

f v.s
' to (4 S

Contracto(s Representative Title .' — Date-T fvL NLAJQL1 W
ENCLOSUI1FS\DF1AWINGS PTIOVIDED IX)

(6) CATHODIC PROTECTION BEDS(i (7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES - COMM. OR
(9) WEATIIERVISION CABLE
(10) OTHER (FUEL ETC.)

Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
jir ed.

As shown on the drawing(s). underground utilities are iii the area and extreme care shall he used while digging or
avating. The drawings do not show exact locations and ore to be used as guides only. When in doubt hand
ijjg will be used. For more information have your Government Contractor Representative calf Public Works
nten--'e (MCD) at 6380'.

Digging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
irs or on Federal Holidays, except as approved iii advance.

It any utilities are damaged call MCD at 6380 inimriediately. In case of natural gas or fuel line damage also cfl the
Dept. at 6330. After 4:00 PM call the OOD (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,

swell Inn, Rooms 1 31 and 132 and have them contact QUEBEC 8.

Any utilities found that are not on drawings shall l,e marked on the drawing and returned to the Public Works
ineerimi Branch.r7377? 7

,(Ieg0,ut c

U TI N G LIST

Date 1nineer Tech.
3 0

4. Q QA_ (J '1 3f/ f,
301st Communication Dote

1101CC Project Manager or
PW Contract Surv. Supv. or
PW Maint. 1-oremari/Seabee Supv.

(1) SEWER LINE
(2) GAS LINE
[3) WATER LINE
14) STORM LINE
(5) UNDERGROUND ELECTRICAL (1

Ic'

C I
MIL. (I

1101CC Construction Rep. or
PW Contract Surv. Rep. or
PW Maint. Croftsman/Seabee

3. Z&P
-J, Dote

Date
5.tLt, 7'c) (Y7

SW Bell

6. X

C6L LT&

' Supervisory Enaineer

Date

Date

pPnoVI

;i/( ,
Work Control Asst. (For Distribution) Date
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iYY
DIGGING PERMIT (

I J ROICC INITIATED I PW INITIATED CONTRACT [ I PW INITIATE
THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING I'

I) J 010 -____'J CTOR'S NAME:

ONTRACT NO (IF APPLICABLE): ',i_' _' ,',,c /'- /

SEWER LINE
GAS LINE
WATER LINE
STORM LINE
UNDERGROUND ELECTRICAL ()

pt-)

MIL. (.))

I. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
quired.

. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
xcavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand

qinq will be used. For more information have your Government Contractor Representative call Public Works
..aintenance (MCD) at 6380.

D,ng hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
urs or on Federal Holidays, except as approved in advance.

II any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
re Dept. at 6330. After 4:0OPM call the 000 (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,

.arswell Inn, Rooms 131 and 1 32 and have them contact QUEBEC 8.

Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
igineering B anch./77737
1. L)frn /1JcM1o-e'a ______ ______________

(1)
(2)
(3)
(4)
(5)

equest permission to dig in l6cation(s) shown on the attached sketch.
requester before the digging permit is submitted.

77 — ctS' ;4
Contractor's Representative Title(p7) (-73

ENCLOSURES\DRAWINGS PROVIDED IX)
9') (6) CATHODIC PROTECTION BEDS

(7) LAWN SPRINKLER SYSTEM
(>L) (8) TELEPHONE LINES - COMM. OR

(9) WEATHERVISION CABLE
(10) OTHER (FUEL ETC.)

This area shall be field marked by ther
CçR LL

/

Da

C Construction Rep. or
PW Contr urv. Rep. or
PW Maint. Craftsman bee

Date

Date

ROUTING LIST

E1g(neer TechCJ;L4tqr

ROICC Project Manager or
PW Contract Surv. Supv. or
PW Maint. Foreman/Seabee Supv.

Date

301st Communication Date
O70s.&lp1cj

SW Bell Date

6. X'' '\
Supervisory Engineer Date

/' ,;'-,'
Work Control Asst. (For Distribution) Date
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DIGGING PERMIT
ROICC INITIATED PW INITIATED CONTRACT [ J PW INITh

THIS FORM MUST BE ROVED AT LEAST TEN (10) DAYS PRIOR TO D'I ING T

CONTRACT NO (IF APPLlCABLE): ;( ' ( 2(2LMc,t7

Request permission to dig in kcation(s) shown on the attached sketch. This area shall be field marked by)t—
requester before the digging permit is submitted. t\Ae_t c_..srz\ r--/y:; -

Contractor's Representative Title Date

ENCLOSURES\DRAWINGS PROVIDED (X)
V) (6) CATHODIC PROTECTION BEDS

(7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES - COMM. OR
(9) WEATFIERVISION CABLE
(10) OTHER (FUEL ETC.)

SEWER LINE
GAS LINE
WATER LiNE
STORM LINE
UNDERGROUND ELECTRICAL

-

CL RACTOR'S NAME:

I.

(1)
(2)
(3)
(4)
(5)

MIL.

1. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
required.

2. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
excavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
digging will be used. For more information have your Government Contractor Representative call Public Works
M'tenance (MCD) at 6380.

3. Digging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the OOD (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151.
Carswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering B)anch. 737

ROUTING LIST

1. Ma
C Construction Rep. or Date ngineer Tech. Date

aint. Crasman bee 4. ik Ld
301st Communication Date

2. ______________ ______ 5.9et4, _______
SW Bell Date

6. ______________ - f
Supervisory Engineer Date

APPROVE DISAPPROVED/
/ -

-

Work Control Asst. (For Distribution) Date

ROICC Project Manager or Date
PW Contract Surv. Supv. or
PW Maint. Foreman/Seabee Supv.

4(/ /
___ L
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— DIGGING PERMITz' J4'L AJ/S'
I ROICC INITIATED ( I PW INITIATED CONTRACT ( PW INITIATE1YIN-HOlJS,

TH(s:FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

CO'AC NAME: j

SEWER LINE
GAS LINE
WATER L?NE
STORM LINE
UNDERGROUND ELECTRICAL (yJ

kk-1 /1ct4$
C Construction Rep. or

PW CanEr urv. Rep. or
PW Maint. Craftsman bee

ROICC Project Manager or Date
PW Conir act Surv. Supv. or
PW Mairit. Foreman/Seabee Supv.

s. I f' 2( t! ( 'I '? ) (L65 JRi
j)@, T9sW Bell T)

6. / C. %- /5
Supervisory Engineer Date

- PPROVE2DISAPPROVED

7 /P{'. . / ii)
Work Control Asst. (For Distribution) Date

'— — I I '— ,- ,7/LX-' / ,z

V
(1)
(2)
(3)
(4)
(5)

CONTRACT NO (IF APPLICABLEJ: ''( '( ,r
Request permission to dig in kcation(s) shown on the attached sketch. This area shall be field marked by th
requester before the digging permit is submitted

#-2-7 L.1_t O., oaSrvk/

Contractors Representative Title

ENCLOSURES\DRAWINGS PROVIDED (Xl
(6) CATHODIC PROTECT
(7) LAWN SPRINKLER SYSTEM

(>L) (8) TELEPHONE LINES - COMM. OR Mu. (>)
(9) WEATIIERVISION CABLE
(10) OTHER (FUEL ETC.)

it

Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
quired.

As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
cavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand

igging will be used. For more information have your Government Contractor Representative call Public Works
lintenance (MCD) at 6380.

ng hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
urs or on Federal Holidays, except as approved in advance.

If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
e Dept. at 6330. After 4:00 PM call the OOD (Officer oil Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
swell Inn, Rooms 131 and 132 arid have theni contact QUEBEC 8.

Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Hneering Bjarich. 37 tROUTING LIST

Date
3.

Engineer Tech.

301st Communication

Date

/5-i'ii9
Date

'Ji — I
tI''P

a:
- cr r-cc r-- .----
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SEWER LINE
GAS LINE
WATER LINE
STORM LINE
UNDERGROUND ELECTRICAL (

MIL. (>)

1. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
required.

( I

2. As shown on the drawing(s), underground utilities are in (he area and extreme care shall be used while digging or
excavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
diqqiiiq will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

3. L jing hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. II any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:90 PM call the COD (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
Carswell Inn, Rooms 131 and '132 and have them contact QUEBEC 8.

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to
Engineering arich. cq /'/ /2L

,g1 £Sco/2r 1)(ROUTING LIST

1. _____ 3. ____________ ______
C Construction Rep. or Date Engiir Tech.

PW Contr urv. Rep, or
PW Maint. Craftsman bee ______________________________ _______________

ROICC Project Manager or Date
PW Contract Surv. Supv. or
PW Maint. Foreman/Seabee Supv.

—

_s / C- C-

(cC
DIGGING PERMIT

ROICC INITIATED ( ] PW INITIATED CONTRACT ( I PW
THIS)ORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

CO1 4CTORS NAME: (L1T

CONTRACT NO (IF APPLICABLE): -'(

4.

/ /
1

Request permission to dig in location(s) shown on (he attached sketch. This area shalt be field marked by the
requester before the digging permit is submitted.

L_. 13 7P&1W-'1 Io
(1)
(2)
(3)
(4)
(5)

Contractor's Representative Title(i2J73ENCLOSUI1ESDRAWINGS PROVIDED (X)
(6) CATHODIC PROTECTION BEDS

(5) (7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES - COMM. OR
(9) WEATHERVISION CABLE
(10) OTHER (FUEL ETC.)

L Da

the Public Works

________________ /$72i '
Date

4.
301st Communication Date

5.CLjP £ L)' '
SW Bell Date

6.
Supervisory Engineer

Srv

Date

APP RO V EDD ISA PPRO V ED

Date

rw r0 003
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APPENDIX E

LABORATORY REPORTS

THE USE OR DISCtOSURE Of THE INFORMATION

UndiecS Services of Texas t 1 AND/OR DATA CONTAINED HEREIN IS SUBJECT
- S TO THE RESTRICTION ON THE TIRE FADE
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Laboratory results were reported to Jacobs Engineering Group, Inc.

ThE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas E-2 TO TH RESTRICTION ON ThE TITLE PAGE
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APPENDIX F

PHOTOGRApHIC EVIDENCE

THE USE OR DISCLOSURE OF THE INFORMATION

Unified Services of Texas 1 ANOR DATA CONTAINED HEREIN IS SUBJECT-
TO THE RLSTRICTION ON ThE TITLE FAGB



NAS FORT WORTH JRB
UST EXCAVATION ANI) REMOVAL

BUILDING #1411
326 62

1. Site safety equipment in place at 1411

3. Tank #1411-1 removed & ready tor loading. No
obvieus holes were discovered in the tank

untied Services xi Texas F-2

2. Removing tank contents and purging operations at
14 t 1.

4 Tank #1411-2 removed and ready tar loading. No
obvious holes were discovered in the tank.

THE SEE OR nlscLcsuea OF THE iNFORMAL/N
AND/OR DATA OONTAINED HEREIN iS SUWEC
TO THE RESTRICTION ON THE TITLE PA/SE

rT3
T

I

c raE. .. et'
- a..'1. -- _..k_er -' .7 .&-.. — .— .-
— r .AA

t
I

A

a



NAS FORT WORTH JRB
UST EXCAVATION AN!) REMOVAL

BUILDING #1411
326 63

-J

5. Tank #1411-3 removed and ready for loading. No
obvious holes were disoove red in the lank

n. Tanks #1411-I 2 & 3 loaded and ready tor
'ransport to disposal.

--9

t

-'--
k - -

e-

- -t,, -. .?.' .4 7I

I
tt I

7. Bedding tor tank #1411-1.
contamination only slight.

Vis;ble signs ot S Bedding for tank #1411-2. Note backfill staining
at head ot tank.

LJndied Services ol Texas F- 3

1/-iS USE OH OiACL0AJRF or THE INFORMATiON
AND/OR DATA coNTAINEu HEREIN IS SUBJECT
TO THE RESTRiCTION ON THE rITLE PeI,E

- - N
— 'A -

4
1t -31
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NAS FORT WORTH JRB
UST EXCAVATION AND REMOVAL

BUILDING #1411

9 Bedding for tank ei 411 -3 Noefre€ jroduc: ir
excavation,

326 64

10 Impacted soil from 1411 placed on and covered
dv poly plastic sheeting.

0

-—

•.'-

1 . Subsequent to overexcavation, a poly plastic
sheeting liner was added to maintain separation from
the new backtill & the old native soils in tanks 41 -

2 excavation.

ndIerS,rv ces Ui e*s '4

2. Subsequent to overexcavation a ooiy plastic
sheeting liner was added to maintac separaticn from
he new bactill & the old native soils in tank 1411-3
excavatinri

UN USE I-i OSU UU THE INS/EMA/UN
AND/OR DATA ON' ANL ERE1N IS /IJEC/

RESTRICTION ON 1E T!5'f °AGE



NAS FORT WORTH JRB
UST EXCAVATiON AND REMOVAL

BUILDING #1411
326 65

JIç

UnifIed 5ervIs of Texas

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PADS

:.v.. -

v!fl. _.e/L.—
—it

13. Tanks 1411-1 & 2 baCktilling & compaction
Complete.

14. Tank 1411-3 backtilling & compaction complete.

15. Finish grade installed at 1411.



NAS FORT WORTH JRB
UST EXCAVATION AND REMOVAL

BUILDING #1518 326 66

18. Tanks 1518 & 1750 loaded & ready for transport
to disposal.

19 1518 excavation backlilled, compacted & ready
t:r finish grade.

FUned Servcs ol Texas

rHE USE OR DISCLOSURE O THE INFORMATION
eSDIOR DATA OONTAINED HEREIN IS SUBJECT
SD THE RESTRICTION ON THE TITLE PAGE

16. Site safety equipment in place at 1518 7. Tank 1518 ready for removal from the ground.
Damage to tank was from excavator. No product or
nsate release occurred.

r.
—.,-,.- -—-.-.' f.

/



ii.

NAS FORT WORTH JRB
UST EXCAVATION ANDREMOVAL

BUILDING #1518

326 67

20. Finish grade installed at 1518.

Unified Services of Iexas F-7

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE



NAS FORT WORTH
UST EXCAVATION AND REMOVAL

BUILDING # 1750
326 68

23. Abandoned 20,000 steel tank discovered
adjacent to tank 1750-t. Note crossing piping.

Unified Services of Texas F-S

24 Manway lid ot abandnnod tank was removed to
onsure that the tank had been abandonorl properly
Note concrete till material. Tank has approximately
three inch (3) gap between till and top ot lank.

TUE i/SE OR Disci0SeRE OF THE INFORMATION
AND/OR DATA coNTeINEe HEREIN IS Si/EJECT
TO THE RESTRICTION ON THE TITLE FADE

T 'i ___________

._ k S r

21. Site safety equipment at 1750 1. Took contents emptied & purging 1750



NAS FORT WORTH
UST EXCAVATION AND REMOVAL

BUILIMNG # 1750
326 69

25. Tank 1750-1 loaded & ready for transport and
disposal.

26. Impacted soil at 1750 placed on and covered by

poly plastic sheeting.

27. Finish grade installed at 1750. Grass reseeded.

Uxified Servicas ot Texas F-9

IRE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE

fc Ibo

- -
-t



NAS FORT WORTH
UST EXCAVATION AND REMOVAL

BUILDING # 3001

326 70

.f -I .. —I.f. •!

:_ i
•

28. Natural gas line located at south end of tank 29. Natural gas line located at north end ci tank
3001-3. 3001-3.

•.;

•. ._J•.•

30. Tank 3001-3 contents being removed & purged.

ureied Services ol Texas

31. Advanced corrosion holes in tank 3001-3.

F-1O

THE USE OR rIISCLOSURE OF THE INFORMATION
ANDIOR DATA OONTAINED HEREIN IS SUBJECT
TO ThE RESTRICTION ON TUE TITLE PAGE



NAS FORT WORTH
UST EXCAVATION ANI) REMOVAL

BUILDING # 3001
326 71

32. Tank 3001-3 loaded & ready for transport to
disposal.

33. Piping on poly plastic sheeting ready for loading
& transport to disposal with tank.

Unified Senjics ol Texas F-11

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE

34. Existing grade continuing cave-in due to unstable 35. Visual evidence of walkway & porch movement.
soil conditions at 3001-3.



NAS FORT WORTH
UST EXCAVATION AND REMOVAL

BUILDING # 3001
326 72

36. Natural gas line relocated & temporarily repaired.
Note groundwater incursion at bucket of excavator.
Compaction not possible due to excessive moisture
le the soil.

38. Natural gas line relocated & new installation
drawings provided to the Federal Medical Center
Carswell. Note firmness of backfill due to tracked
vehicular compaction.

39. Finish crushed gra.'el grade installed at 3001-3.

unsed Services of Texas F-12

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUEJECT
TO THE RESTRICTION ON THE TITLE PAGE

-
L

A

---s

37. Lime added to achieve desired compaction & soil
stabilization. Desired result achieved successfully.
Backtilling continuing without incident.



NAS FORT WORTH
UST EXCAVATION AM) REMOVAL

BUILDING # 4102 326 73

4;

.

Unified Services of Texas F- 13

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE

_IIi--

.1

40. Tank 4102 removed & ready for transport to
disposal.

41. Finish grade installed at 4102,



r ..: , -- :

45, Tank 4210-1 removed & ready for loading &
:ransporting to disposal.

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Servis of Texas F-14 TO THE RESTRICTION ON THE TITI PAGE

NAS FORT WORTH
UST EXCAVATION AND REMOVAL

BUILDING # 4210
326 74

42. Site safety equipment in place at 4210. 43. Tank 4210-3 contents being removed & purged.

Al... ___

4,a I

_,.. -—

b

--

•_p.

44. Tank 4210-2 ready for removal.



48. Tank 4210-4 loaded & ready for transport to
disposal.

Unified Servic*s of Texas F- 15

49. Piping in JP-1 0 vault being removed so vault can
be demolished.

THE USE OR UISCLOSURE OF THE INFORMATION
AND/OP OATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE

NAS FORT WORTH
UST EXCAVATION ANI) REMOVAL

BUILDING # 4210

326 75

46. Tank 4210-2 loaded & ready tor transport to
disposal.

47. Tank 4210-3 loaded & ready for transport to
disposal.

S —

r __



NAS FORT WORTH
UST EXCAVATION AND REMOVAL 326

8U1141)ING # 4210

50. Removing concrete pad at 4210. Pad thickness
measured twenty-nine inches (29) at center and 16'
at edges.

52. Sanitary sewer line sections replaced that had to
be removed to lay back the north wall. Sewer line
removed was asbestos containing material Line
replaced with PVC.

51. Removing pad at 4210. Note north wall tayed
back to 22.5 degrees tor sate ingress/egress.

53. Finish grade installed at 4210. Grass reseeded.

F- 16
Unified 5ervicss of Texas

1 HE USE OR DISCLOSURE OF THE INFORMATION
ANOJOR DATA CONTAINEO HEREIN IS SUaJECI
TO THE RESTRICTION ON THE TITLE PAGE

76

4F..

H
Yp.' It



326 77

APPENDIX G

RECEIPTS FOR DISPOSABLE LIQUIDS, TANKS AND PIPING

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SURJECT

Unified Services of Texas G- I TO THE RESTRICTION ON THE TITLE PAGE



U SI Unified Services of Texas, Inc.

2110 Greenbriar Drive, Southlake, Texas 76092
(817) 481-9510; FAX: (817) 488-1729

Manifest -2- I
Disposal Center Acceptance #'

NON-HAZARDOUS WASTE MANIFEST

GENERATOR NAME:_____

GENERATOR

ADDRESS:JJ A-S T (4)0 (-Vi-J ::

PHONENO:(I'f) 3t_89n13 -- iz
WASTE CODE: /14L

DESCRIPTIONOFWASTE:_____________

SITE NAME: FM

ADDRESS: t'\) A F- i) (L7W
PHONE NO:____________

CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL (1) DOES NOT CONTAIN FREE UGUID AS
DEFiNED BY 40 CFR 260.10 OR ANY APPUCABLE STATE LAW; (2) IS NOT A HAZARDOUS WASTE AS DEFiNED BY 40 CFR
261 OR ANY APPUCABLE STATE LAW; (3) HAS BEEN PROPERLY DESCRIBED, CLASSIFIED AND PACKAGED; AND (4)IS
IN PROPER CONDITION FOR TRANSPORTATION ACCORDING TO APPLICABLE FEDERAL STATE, AND LOCAL
REGULATIONS.

• Q
GENERATOR I AGENT NAME (PRINTED) SIGNATURE

TRANSPORTER

TRUCK NO: -. 92- PHONE NO: (
1 ;2)dG5-

CER11FICAT1ON: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS PICKED UP AT THE GENERATOR SITE
LISTED -

3/f3j /OOc)1A1
(DATE F liME OF LOADING)

IT IS FURTHER CERTIFiED THAT THE ABOVE NAMED MATERIAL WAS DEUVERED TO THE RECYCUNG/DISPOSAL FACIUTY
LISTED BEL W—N Cf ENT WAS ENCOUNTERED DURING TRANSIT.

_________________ (T
(DRIVER'S SIGNATURE) (DATE F liME OF DEUVERY)

DESTINATION

FACIUTY NAME: 7'14S 7?b.-i 5Z2o7I4L_ PHONE NO: 7'23
ADDRESS: Ve)t1s

(SIGNATURE) (DAIt OF RECEIPT)

HIGHEST TPI-I: i'V24—

OUANTITYr-71

TYPE OF CONTAINER:

HIGHEST BTEX: INS METALS: YES_____ N
UNIT:____________ NUMBER OF CONTAINERS: f /1'047

TRUCK_V( CARTON__ BAG__ OTHER

A2

TRANSPORTER:

DATE SHIPPED

3"- ZZ2
(PRINTjD

ADDRESS:______________________________ _______ VEHICLE UCENSENO: K

DRIVER'SNAME: .t) £-ñ ddt

(DRIVER'S

CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS ACCEPTED BY THIS FACILITY FOR
RECYCUNGJDISPOSAL AS APPROPRIATE, AND TO THE BEST OF MY KNOWLEDGE, THE ABOVE INFORMATION IS

CORRE9AND ACCURA4E. /

(A ORIZED FAtIUTY REPRESENTATIVE)

A3 'T)l-& 1<



Li ST Unid Services of Texas, Inc. Manifest # - OC) 2 2
2t10riar Drive, Southiake, Texas 76092
(817) 481-9510; FAX: (817) 488-1729 Disposal Center Accept.ance # A

2679
NON-HAZARDOUS WASTE MANIFEST

GENERATOR &06 175a1.
GENERATOR NAME: 14F SITE NAME: A24S' ,L7C7W T)E.8
ADDRESS:J2A� F5r Oi?7,' 7f? ADDRESS: /1/, F A))/2Z' i7Z4'
PHONE NO: (ii) 7t9B173 12— PHONE NO:____________________

WASTE CODE:19/ — — —
DESCRIPTION OFWASTE: &e,€P€ii /66L P/? &-

HIGHEST TPH:,/'j///9' HIGHEST BTEX:_____________ CONTAINS METALS: YES_____ NO______

QUANTITY:____________ UNIT:____________ NUMBER OF CONTAINERS: I
TYPE OF CONTAINER: TRUCK CARTON BAG OTHER______________________

CERTiFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL (1) DOES NOT CONTAIN FREE UQUID AS
DEFiNED BY 40 CFR 260.10 OR ANY APPUCABLE STATE LAW; (2) IS NOT A HAZARDOUS WASTE AS DEFINED BY 40 CFR
261 OR ANY APPUCABLE STATE LAW; (3) HAS BEEN PROPERLY DESCRIBED, CLASSIFIED AND PACKAGED; AND (4) IS
IN PROPER CONDI11ON FOR TRANSPORTATION ACCORDING TO APPLICABLE FEDERAL STATE, AND LOCAL
REGU LA11ONS.

. ________________ 1 3J
GENERATOR / AGENT NAME (PRINTED) SIGNATURE D TE SHIPPED

TRANSPORTER

TRUCK NO: ? 2 ? PHONE NO: ()
TRANSPORTER: #41Dsltf)5' i5/O)7 DRIVER'SNAME: J/1 ,j Cdcd'7'

(PRINTED) f)
ADDRESS:______________________________________ VEHICLE UCENSE NO: (C 3
CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS PICKED UP AT THE GENERATOR SITE
LISTED ABOVE.

(DRIVER'S SIGNATURE) (DATE I liME OF LOADING)

IT IS FURTHER CERTIFiED THAT THE ABOVE NAMED MATERIAL WAS DEUVERED TO THE RECVCLJNGJDISPOSAL FACIUTY
LISTED BELOW. NO INCIDENT WAS ENCOUNTERED DURING TRANSIT.

____________________ j C, o
(DRIVER'S SIGNATURE) (DATE I TIME OF DEUVERY)

DESTINATION

FACIUTY NAME: ThX4� 7J) PHONE NO: (s 723
ADDRESS: .VL4c,

CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS ACCEPTED BY THIS FACILITY FOR
RECYCUNcTJISPOSAL AS APPROPRIATE, AND TO THE BEST OF MY KNOWLEDGE, THE ABOVE INFORMATION IS
CORRECT AND ACCURATE.

_______________
(AUTHORIZED FACIUTY REPRESEHTATIV (SiGN RE) (GA F RECEIPT)



Li Sr Unified Services of Texas, Inc. Manifest # b ôô z oL
2110 Greenbriar Drive, Southlake, Texas 76092 26 80
(817) 481-9510; FAX: (817) 488-1729 Disposal Center Acceptance #/

NON-HAZARDOUS WASTE MANIFEST
GEN ERATOR

GENERATOR NAME:/V/1S F iA)OR-Th' .J)eR SITE NAME: J3'L1/5i /75O
ADDRESS: ,1hs i <-7W i?' ADDRESS: (Smi)
PHONENO:(J7) 7'3/ 8973 EYY 19 PHONENO:_________________

WASTE CODE:

DESCRIPTIONOFWASTE: ( 9, bZD 611L 4 (1) Oö L SL1RPL(4S LL3T

HIGHEST TPH: 4 ° HIGHEST BTEX:_____________ CONTAINS METALS: YES_____ NO______

QUANTITY: 0 2,, UNIT: EA NUMBER OF CONTAINERS:_______________

TYPE OF CONTAINER: TRUCK_.j( CARTON BAG___ OTHER______________________

CERTIFICATION: I HEREBY CERTiFY THAT THE ABOVE NAMED MATERIAL (1) DOES NOT CONTAIN FREE UQUID AS
DEFINED BY 40 CFR 260.10 OR ANY APPUCABLE STATE LAW; (2) IS NOT A HAZARDOUS WASTE AS DEFINED BY 40 CFR
261 OR ANY APPUCABLE STATE LAW; (3) HAS BEEN PROPERLY DESCRIBED, CLASSIFIED AND PACKAGED; AND (4) IS
IN PROPER CONDI11ON FOR TRANSPORTATION ACCORDING TO APPLICABLE FEDERAL STATE, AND LOCAL
REGU LA11ONS. . ______________ 3/ /%
GENERATOR I AGENT NAME (PRINTED) SIGNATURE DAtE SHIPPED

TRANSPORTER

TRUCKNO: Oc)2. PHONE NO: (8o 7
TRANSPORTER:TEXhS Th 7'I�ø.j L DRIVER'S NAME: Lx,,j-x-
ADDRESS: VEA)s / 7J?4.S 7CO /- VEHICLE UCENSENO: 31C)O4>

CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS PICKED UP AT THE GENERATOR SITE

LISTEDE.'
(DRIVE,SI ATURE) ( ATE I TIME OF LOADING)

IT IS FURTHR CERTIFIED THAT THE ABOVE NAMED MATERIAL WAS DEUVERED TO THE RECYCUNG/DISPOSAL FACIUTY
LISTED B,g114DW. NO I ENT W)S ENCOUNTERED DURING TRANSIT.

(DVER DIIATURE) (DATE F TIME OF DEUVERY)/ DESTINATION

FACIUTY NAME: 1EA5fl$hI(L 572O74L_ PHONE NO: .7/2—35D
ADDRESS: °° FM t O '1

I
V G'JL.LS, p 7v

CERTIFICATiON: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS ACCEPTED BY THIS FACILITY FOR
RECYCUNG/DISPOSAL AS APPROPRIATE, AND TO THE BST OF MY KNOWLEDGE, THE ABOVE INFORMATION IS
CORR TAND ACCURATE.

__________ _____
(AUThO$6E0 FACIUTY REP ENTAT1VE) (510 lURE) / /DAOF EBP1)



Unified Services of Texas, Inc.

2110Greènbriar Drive, Southlake, Texas 76092
(817) 481-9510; FAX: (817) 488-1729 ___________

NON-HAZARDOUS WASTE MANIFEST
GENERATOR

GENERATOR NAME: P� F L) fld SITE NAME: / // 4, b

ADDRESS:____________________ ADDRESS: T h JT27 L
PHONE NO: ('hi 737- 7237 PHONE NO: (7) 737-7z37
WASTE CODE: A2,,Li

DESCRIPTION OF WASTE: O (/) 35 t
�7- y9-,4S

HIGHEST TPH: it)/4 HIGHEST BTEX:____________ CONTAINS METALS: YES NO______

QUANTrrY: 4 L UNIT: 74->X-$ NUMBER OF CONTAINERS: i
TYPE OF CONTAINER: TRUCK.YT CARTON BAG__ OTHER_____________________

CERTiFICATiON: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL (1) DOES NOT CONTAIN FREE UQUID AS
DEFINED BY 40 CFR 260.10 OR ANY APPUCABLE STATE LAW; (2) IS NOT A HAZARDOUS WASTE AS DEFINED BY 40 CFR
261 OR ANY APPUCABLE STATE LAW; (3) HAS BEEN PROPERLY DESCRIBED, CLASSIFIED AND PACKAGED; AND (4) IS
IN PROPER CONDITION FOR TRANSPORTATION ACCORDING TO APPLICABLE FEDERAL STATE, AND LOCAL
REGULATIONS._____ âaD __

SIGNATURE

TRANSPORTER

DESTINATION

FACIUTYNAME:X* T\- T-1A-L PHONE NO: 72-35b
ADDRESS: V1 1Oy 7, 2-5Ot F- 1'DL VE3ucYx 784—
CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS ACCEPTED BY THIS FACILITY FOR
RECYCLJNGJDISPOSAL AS APPROPRIATE, AND TO THE BEST OF MY KNOWLEDGE, THE ABOVE INFORMATION IS
CORRECT AND ACCURATE.

I (G//CUPfl

Manifest # O D Z_-

Disposal Center Acceptanc2,/?j,

CL.neee
GENERATOR / AGENT NAME (PRImo) DATE SHI PED

TRUCK NO:________________________ PHONE NO: (Z 7 —

TRANSPORTER: 1A7" 15G37$!i — DRIVER'S NAME: P i4/i3?A'1) Q .J,,
I

ADDRESS: V)L J K VEHICLEUCENSENO: A-

CERTiFICATiON: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS PICKED UP AT THE GENERATOR SITE
LISTED ABOV

______________ 15/s
(DRI R'S SIGNATURE) (0 / TIME OF LOADING)

IT IS FURTHER CERTIFIED THAT THE ABOV AMED MATERIAL WAS DEUVERED TO THE RECYCUNG/DISPOSAL FACIUTY
LISTED BEL . NO INCID W EN UNTERED DURING TRANSIT.

(OR R S SIGNATURE) (DA (TIME OF DEuvERY)

?1s,
(AUTHORIZED FACILJfl REPRESENTATIVE)



U ST Unified Services 01 Texas, Inc. Manifest o4
2110 Greenbriar Drive, Southlake, Texas 76092 82
(817) 481-9510; FAX: (817) 488-1729 Disposal Center Acceptance ________

NON-HAZARDOUS WASTE MANIFEST
GENERATOR

cENERATOR NAME: N F-i- 2IS 1- SITE NAME: ji—I 4 1!. )
ADDRESS: N,i� I ADDRESS:_____________________________

PHONE NO: (i) 131- '73 11T '8 PHONE NO:___________________

WASTE CODE: kL

DE CRIPTIONOFWASTE: ( 'i0 -R P + (I') 2D&-L_ FP LLSTh—

HIGHESTTPH: ,0/4- HIGHESTBTEX:__________ CONTAINSMETALS: YES____ NO V
QUANTITY: 2

UNp;:
TRL_tC-1( NUMBER OF CONTAINERS:________________

TYPE OF CONTAINER: TRUCK V" CARTON BAG OTHER______________________

CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL (1) DOES NOT CONTAIN FREE UQUID AS
DEFINED BY 40 CFR 260.10 OR ANY APPUCABLE STATE LAW; (2) IS NOT A HAZARDOUS WASTE AS DEFINED BY 40 CFR
261 OR ANY APPUCABLE STATE LAW; (3) HAS BEEN PROPERLY DESCRIBED, CLASSIFIED AND PACKAGED; AND (4) IS
IN PROPER CONDITION FOR TRANSPORTATION ACCORDING TO APPLICABLE FEDERAL STATE, AND LOCAL

REGULAppNS.
Uvi'-I- t6 -&7;t41

. thL,P
GENERATOR I AGENT NAME (PRINTED) SIGNATURE DATE S PPED

TRANSPORTER

TRUCK NO: Z PHONE NO: 7z
TRANSPORTER: TCE)(/cS T'tJ1 bTO/AL DRIVER'S NAME: F't31 At

(PRINTED /
ADDRESS: \1Et)()—S) 'Y VEHICLE UCENSENO: 2CT382- /1Cb'ioo

CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS PICKED UP AT THE GENERATOR SITE
L
c4

007_X i//l/Q( /(,/Jo
(DATE / TiME OF LOADING)

IT IS FURTHER CERTiFIED THAT THE ABOVE NAMED MATERIAL WAS DEUVERED TO THE RECYCUNG/DISPOSAL FACIUTY
LISTE LOW. NO INC ENT WAS ENCOUNTERED DURING TRANSIT.

(ORI
'S SIGNATURE)// (DATE I TiME OF DEUVEHY)

DESTINATION

FACIUTY NAME: 4 74,Q/ 7c7frL_ PHONE NO: () 7z3S
ADDRESS: Vus, T"54-s
CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS ACCEPTED BY THIS FACILITY FOR
RECYCUNG/DISPOSAL AS APPROPRIATE, AND TO TH'7BEST OF MY KNOWLEDGE, THE ABOVE INFORMATION IS
CORRECT AND ACCURATE.

_______________ _______________ 6
(AUTHORIZED FACIUTY REPRESENTATiVE) (S1GNA RE) (DATE OF RECOPT)



Unified Services of Texas, Inc. Manifest # ________

2110 Greenbriar Drive, Southiake, Texas 76092
(817) 481-9510; FAX: (817) 488-1729 Disposal Center Acceptance #__________26 83

NON-HAZARDOUS WASTE MANIFEST
GENERATOR

GENERATOR NAME: 4 V)'7 SITE NAME: 4/I/5/C') / ('I
ADDRESS: lJj S /T/ i )f)(/f- 7/ ADDRESS:______________________________

PHONE NO: / — S / PHONE NO:______________________

WASTE CODE:

DESCRIPTIONOF WASTE: 1 I /
HIGHEST TPH:____________ HIGHEST BTEX:____________ CONTAINS METALS: YES_____ NO______

QUANTITY: 7, c) 5.Q. / UNIT:_____________ NUMBER OF CONTAINERS:________________

TYPE OF CONTAINER: TRUCK_..k CARTON__ BAG__ OTHER_____________________

CERTIFICA11ON: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL (1) DOES NOT CONTAIN FREE UQUID AS
DEFINED BY 40 CFR 260.10 OR ANY APPUCABLE STATE LAW; (2) IS NOT A HAZARDOUS WASTE AS DEFiNED BY 40 CFR
261 OR ANY APPUCABLE STATE LAW; (3) HAS BEEN PROPERLY DESCRIBED, CLASSIFIED AND PACKAGED; AND (4) IS
IN PROPER CONDITION FOR TRANSPORTATION ACCORDING TO APPLICABLE FEDERAL STATE, AND LOCAL
REGULATIONS.

GENERATOR / AGENT NAME (PFUI'nto) SIGNATURE DATE SHIPPED
TRANSPORTER

TRUCK NO:________________________ PHONE NO: ZDZ2X
TRANSPORTER: ) V1L4 LA- [ DRIVE ' NAME: (4bc. / /
ADDRESS: 1'Z 0 O l'rIu r.tf C HICLEUCENSE/ jr / I
CERTIFICATION: I HEREBY C THAT THE BbVE NAMED MATERIAL WAS PICKED UP AT THE GENERATOR SITE

/7(DRIVER S SIGNATURE) ATE ME OF LOADING)

IT IS FURTHER CERTIFIED ThAT THE ABOVE NAMED MATERIAL WAS DEUVERED TO ThE RECYCUNG/DISPOSAL FACIUTY
LISTED BELOW. NO INCIDENT WAS ENCOUNTERED DURING TRANSIT.

(DRIVERS SIGNATURE) (DATE I fluE OF DEUVERY)

DESTINATION

FACIUTY NAME:__________________________________ PHONE NO:_______________________

ADDRESS:

CERTIFICATION: I HEREBY CERTIFY THAT THE ABOVE NAMED MATERIAL WAS ACCEPTED BY THIS FACIUTY FOR
RECYCUNG/DISPOSAL AS APPROPRIATE, AND TO THE BEST OF MY KNOWLEDGE, THE ABOVE INFORMATION IS
CORRECT AND ACCURATE. I /

/ ) //// //(a __________________ ________
(AUTHORIZED FACIUTY REPRESENTATIVE) (SIGNATURE) (DATE6F REBPT)



Pro Cycle 0/I, Inc.
Corporate Office

320 Scroggins Road
800-628-1445 Springtown, Texas 76082

cA
E.PA.
TXD982759748-L
TX D988036026-S

FAX 817-523-2889

"N RC
85276-L
85159-S
85290-0

Generator S' NON-HAZARDOUS SPECIAL WASTE MANIFEST
Ticket No:

Name: 5fVic /ef Date:J/1Y
Address: f cj7/
City: State: Zip: Contact:

?/7-i/Y/- 97
Phone

On Acct (NP) Invoiced (NR) k'p.o. #

No Charge Check from Generator Driver Pay

Unit Price (gaI) Amount

Driver 3u1- -1-2_-' Truck Trailer #

Arrival Time: 7Jb Odometer:

Departure Time: Trip No: c'22,2
GENERATORS cERTIFIcATION I hereby declare that the contents of this
consignment are fully and accurately described above by proper shipp.ng name
and are classified, packed, marked and labeled, and are in all respects in proper
Condition for transporl by highway according to applicable international and
national government regulations. including applicable state regulations I hereby
certify that to the best 01 my knowledge, this company and facility does not
generate wastes that would require submittals of aSpecial Waste Disposal Request
Form Additionally, upon generating such wastes, we will notify Procycie lnc arid

submit all requested forms. Disposal of such materials will be performed upon
approval of forms by ProCycle, Incorporated TERMS NET 30
Emergency Response Numbers National 1-800-424-8802
T.N:R.C.C. 512-239-1000

Classification: CLASS I NON-HAZARDOUS 0000

Product:' // ''4T '"' Volume: S' Gallons
Remarks /

Yard Destination:
r:r—

I hereby certify that the above description is complete and accurate to the best oil
my knowledge and ability to determine. That no deliberate or willfuli omissions 01

waste by the uSEPA or any state agency pursuant to the RCRA of t976 on
contains PCBs regulated by TscA. 40 CFR 761.

compositions or properties esists and that the waste is not Designaled a hazardous Received F flte:

941014Signature:used oil contained within non-hazardous Special waste collected in Louisiana is I
subject to regulation by the Louisiana Department of Environmental Ouality under I
LAC Gas. chapter 41. Subchapter c. I



—. i i: '-. ri- -- ic .erviGe or xas (3I/) 488—1129 P.031lurt. UIL LHNT rtL;i——.—r(J r'ar Lv .( ii :uU NO .UV r.uz

MOBLEYCOMPANY
UST REMEDIATION FLUID / OFF-SPECIFICATION PRODUCT

MANIFEST _________

ANSPOR1TR1N7ORMAT1ON :
Narn.: Mobley Co., Inc. —Telephone:

EPATansport.rID: TXD000807925 8tat.ID: 40S03 TrnckNo+
Driv• iimi (PriM) ,)6//it/ /?ii'U'Y Tru.dDlrca1t .N.3 Ir- iL , .

DM4. U - Drsveviatur.4.. ,j:
MOBLEY COMPANY RECYCLING FACUrrY

0 Houston Fuel Plant , Corucafla

Address: 4401 East. Greenwood Addreu: Hhihwiv 31 EUt .. ..

City/Stat.: Bavtown.TX 772O City/State: -- Coriicans.'flC?M1O

Telephone: 713383-4176 Telephone: 90$.$74i$8 -

EPA ID: TCDe6AO89421 NI1CC Reg. No.: _jjj. EPA ID: ThD988069291 THRcC'R.j No.: 200P&_
I certify that I bavø received into this fciIity Uiö above .

?aøhtyOp.rato?sNametPnnt) - -- JA-IA ' c

___ØrMi. P1* Racyding F.c Canary . TranipoIsr Orssø. IIai$Ois litCe

• . ... --

32 85
81193

CHARACTERIZATION INFORMATION . •. .

Generating Facility Name: gpi F 1 WÔA iW
. I'.

Gen.ratingFacilityMdrsss: I1&O1. %/6 4
Business Name: S9F1?( /3 N5C fTwfJ "w4I 7?w.c ,
MaiIIngMdr.u: II U.. M .f7hO4Z-
T.hphon. C) 0n.rator I'onlwltanL/ContrMtov (9!j . qçj0 •

1•.

Consultant or Contractor Name/Contact: c
..

Proern Generating the Fluid (Check the Appropriate Fluid Category and Type)

IJaIIMWd emes Tank R.i.tioneressAatIni Off.SaeeffirathtaPiIII
C) IJnIeadsd Guoftee . Maintan.nan(PR! ..jJ1ni
0 Di.sel fl Unloaded Gasobn* c.LV,!4.dOsaoUne

4 tM1I 0 Th,e1 .
Hold Evacuation Aviation Fuel

O US? Monitoring w.ii fluit 0 Fuel Oil

Total Quantity (GlIons): Bulk 4ip Drum Evacuation ( )
1 e.rW thatth.material ysmovod from th. .bov. premIses Is nothatardous waits a. Id.ntfl.d In 40 bR Part 261, and do..
notosntsin spent sOlvent. PCI). no denUfted In 40 CPR Part 761.

0 GonsiatorRepresentative or

&oflsultaflUCo*Sr*ctor (Print. ____________

L Signature:

'5

Dat. of Service:



CHARACTERIZATION INFORMATION

OenertingFacilityNsme: y( 14J /1 /9/C) ,¼rr I
Osn.rath Facility Address: —, 7 LiJO v fj1 7Y
Bus1ns Name:-L1 1fl .�'P1l IIIt C,
Mailing Addr.u: C/ /V ('F/ñ1? .i*j
TilephoneDOsnerator [nBuItanUContrsetor
Con.ultant or Contractor Name/Contact Cv 0v4' M'L i_

-

'76 CZ
,.

8 7

..

Process Generating theFluid (C)u'ck theApproptl*te FluidCategory and Type)

1-.i—.————--

D Unlead.d Gasoline
Li Di.sai
O Aviation Fuel
o Fuel Oil

o Unleaded Gasoline

L)'vi.tisn Fuel ______

o Tankhold Evacuation
P U8T Monitoring Well Fluid ,,
Total QuanUty(Gatlons): Bulk (/Y' , Dnun Evacuation ( ) -_ _-,
Icsit1 that the material removed from the above pramlusi Is not hasardoua west. as idsntill.d in 40Cr*Paflkll,snd do..
not CoMMa spont solvent. or PCBi nO id.nIfted in 40 C?R Part 761.

o Generator Representative or . .._ •..

natent (Print): t1e:______________
__________________________ Dsteof Service:- -— .U-T-

TRANSPORTRR INFORMATION
-!$-:.'

Name: — Mobly Co., Inc. - — T.l.phone: 8OQ-!Pe$B9$

EPATrarisportorID:_ TXD000807925 S t.ID_ 40303 Tnicii .: '1_i 4
Dant)O Tkdto I N

Dat. Driver'i Signature L .—f--.

.

MOIILEY COMPANY RECYCLING FACILiTY
—

..
0 Houston Fuel Plant JR Coreicanafja.

Address! 44OIJsst Or.enwod - Addreu.: H1liIvay 3l$qft
,

.

:

-
•

.

L

OftylStat.: Bivtawn, TX 77520 CIty/Stat.: — Corslcans. TX7W. - -

Telephone: 7183834176 . TSl.phone_ ØQ$474.113$::
-

-.

EPA ID: TXD988049421 TNRCC Reg. No.: 81 EPA ID: TNROC RN• .No, 2Q95_

I certify that I have received Into thie facility the *bove Ilsta4 product. .. •.

?acflltyOperator'sNsm.(P4nt) — Eir-) / i,L,f ¶

Dot. Received FadIy OporatW. SgMIis
e 0sn.,en,n& Pink N.cydWu solIy Cas.'y TanupOfls! Oveun OSLII ISIÔIpy

i*penTIIIy.MAA•4*LL jv '
V.aN eseiu ... - •.--

Mar-i7-97 06:05P Unified ServiCes of lexas i •---' -.

UIL rLIt ¶1T 1O (.UU NU.UUZ r.u
MOBLEY COMPANY

UST REMEDIATLON FLUID / OFP.8PECIFICATION PRODUCTMAN
326 86

8448/

Sal nmnanlr.
nh____ :

ilolini.
_____ - .

-



a r — .i — 'j JID : J.D ri -i 1 1 c, .serv -I CS 01- exas (1 1) 4B — .1.1 2 Y - ObUiL rLP1rl !tL;1J.——((j. rar 1b,'( 1(:UU NO.UO V.U5

- -
:-

Fr
JIAL11Ak.j1'.

7 76cc2
L -

Tt1e

DateofService:___________

TRANIPOR1IR INFORMATION

_______________________ Telephone: ee4e
— Stat.ID: M)308 ____________

Y / N

Drivera ignaturo - .

MOBLEY COMPANY RECYCLING FACILITIi/' :
CorsIeèn?uè1 l.nt

MOBLEY COMPANY
US? REMEDIATION FLUID / OFF-SPECIFICATION PRODUCT

MANIFEST
--_______________ -

CHARACTERIZATION INF TION

OeneraUng Facility Name (i' 4(/ /)i c51flc
GeneratingFacility Mdreu: /-'s. . -
BualneuNsrne: )/(/1h o TA',f r,u(
MallingAddregs_J//0 e,vV
TelephoneD Generater fJ CnnvultantlContiaot.r ( .". 7 (1

Consultant or Contractor Namontact 1) 1 £ 7ür (2. ). IIdt
Process Generating the Fluid (Chock the Appropriate Fluid Category end Type): •

taraTank Ran*d1atinnkarva1v AMMa flff.wffith1.
Unisaded Ga.oline

o DIesel
lWvlation cu.t i M) . fl -,V
O Tank Hold Etacuatâon
O UST Monitoring Well Fluid

Manthn.nea of PET
fl Unleaded G.aolin
U Diesel

o AvLaton Fuel
OFuslOil 1'

TotalQuantity(Geilona): l3ulkC )JS (Vl Drum Evacuation C ) .
Icsthf, that the m.t.ilal rsinovod fmm the aI*vs prsunl.se I. not hasardous waite si identifIed ln40 * Flit *eI a
notcontain spent selvent. or PCfl. aa idenUfled In 40 CFR Part 761.

0 Gan.rotor Representative or

Ci,iwr,cw b1

Mobly Co., Inc.—

EPATransporterlD:_
DiiVOTSNam.(Print):

TXD®OO2$

Date J

0 Houston Fuel Plant

Addr..s: 4401 East Greenwood —- Mdrus:
CityIStat. Bavtown, TX 77520 cltymtLt.: Coriicanq
T.lepbon.: 713-383-3176 Telephone: 903-874-ltIP4 -'&

EPA ID: TXD988089421 TNRCC Rag. No.: 81059 EPA ID: TXD988059291 TNRCCbg. No.: 90095

I certlf, that I have received into this facility ii. prc4uct. . -
FacflltyQpera'sName(Print: sdI& K.oc, - -

________________ r '
-. D.toR.C.Md Facili 0 ratS. .. 1.

-Oiiir.O$çln.I PIII - Rsydiq F.c*y Cansiy - TIIpo,t Gw let Ooy -

.'-- -- -

- -S ... 1



Generating Facility Name: iifl ( ,Sj/(
Generating Facility Address: /1 /150 1i \.. .. )

Business Name:

Mailing Address:

Telephone "Generator U Consultant/Contractor L 1 7 D - ( S I ('
ConsultantorContractorName/Contact: (/Sj
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

UncIerrouncl Storage Tank RemediationiCorrective Action Off..SDecification Product
U Unleaded Gasoline Maintenance of PST Spill Response

U Diesel U Unleaded Gasoline U Unleaded Gasoline

U Ayiation Fuel U Diesel U Diesel

Iank Hold Evacuation U Aviation Fuel U Aviation Fuel

U UST Monitoring Well Fluid U Fuel Oil U Fuel Oil

Total Quantity (Gallons): Bulk (?() / ? (6 ) Drum Evacuation ( )___________________
I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

U nerator Representative or

2nsultant/Contráor (P nt): \) ThIe:______________________

Signature:

Name: Moble

EPATransporterlD:

Date

Drivers Name (Print)

L
y Co., Inc.

NSPORTER

DCD000807922
'i?1flLI', 11k1_ -.j/U/,cLrri

INFORMATION

Telephone: 800-999-8628

StatelD: 40303 TruckNo.:

cked Direct to Plant? Y

/ Drivers gnature

n
I

MOBLEY COMPANY RECYCLING FACILITY

Address:

City/State:

- UST REMEDIATIO. FLUID / OFF-SPECIFICATIO1 'RODUCT
MANIFEST

CHARACTERIZATION INFORMATION

84585
azt s

'-Lc
Date of Service: ' )•'

L] Houston Fuel Plant Corsicana Fuel Plant

Address: 4401 East Greenwood / I-ighway 31 East

City/State: Baytown, TX 77520 Corsicana, TX 75110

Telephone: 713-383-3176 - 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certify that I have received into this facjity the above listdproduct. -

Facility Operator's Name (Print): 1) J \! L iJ , -
-

.
Date Received FaciIjy Op6rator's Signature

White - Generator - Original Pink - Recycling Facility Canary - Trans1orter Green - Generators 1st Copy
THE PRINT SHOP-MARSHALL
REV. 9- FORM PBPoD1

DALLAS. T 75303-0136



WOCF '7
GENERATOR INFORMATION

Generating Facility Name: j$I i (H'

Generating Facility Address: /4 /518
Telephone E Generator EConsultant/Contractor: (__________ ________

Consultant or Contractor Name/Contact:

Used Oil - As defined by 40 CFR 266.40 or 40 CFR 279.1 when implemented. (Requires WOCF pre-approval.)

fl Used Motor Oil - From an active retail oil change facility (Does not require WOCF pre-approval.)

Generator State ID#: __________________________________ State Waste Code: ____________________________

Total Quantity (Gallons): Bulk (4' Drum Evacuation ( ) _____________

I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

D Generator Representative or

'ConsultantJContr45 (Print):

Signature:

Title:

-) )i
Date of Service: Y I

Telephone:
I)

State ID: 40303 Truck No.:

_________________________________________ Trucked Direct to Plant? Y /N

MOBLEY COMPANY RECYCLING FACILITY

J

Kilgore Oil Plant

3- 27-
Date Received

White - Generator - Original
THE PRINT SHOP-MARSHALL
REV. 9-93 FORMs KPBPOO2

DALLAS, TX 75303—0136

Houston Oil Plant(
Facility Operators Signature

Canary - Transporter Green - Generators 1st Copy

j-L."q .1: 11

326 89

-/K '15/(

TRANSPORTER INFORMATION

Name: Mobley Co., Inc.

EPA Transporter ID: TXD000807925

Driver's Name (Print): N ( fik J i
C

Date

800-999-8628

Driver's Signature

Address: Wickes St. Address: 4401 East Greenwood

City/State: Kilgore, TX 75662 City/State: Baytown, TX 77520

Telephone: 903-984-5761 Telephone: 713-383-3176

EPA ID: TXD 982560005 TNRCC Reg. No.: 38224 EPA ID: TXD988089421 TNRCC Reg. No.: 81059

I certifr that I have received into this f the above listed rod Ct.

Facility Operator Name (Print): A

Pink - Recyding Facility



Signature:/

1Lç t
Date Received

White - Generator - Original Pink - Recycling Facility
THE PRINT SHOP-MARSHALL
REV. 9-93 FORM lCPBP1

OX '
LI TY

UST REMEDIATIO. FLUID / OFF-SPECIFICATIO RODUCT
MANIFEST 84586

326 90CHARACTERIZATION INFORMATION

Generating Facility Name:

Generating Facility Address - - -

I

Business Name: L1/1e
Mailing Address:

Telephone Li Generator Li Consultant/Contractor ('/Z) '81 9 c/c
Consultant or Contractor Name/Contact: /._/Ai/I,/'2) 51e,i,
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Underround StorageTank RemediationlCorrective Action Off-SDecificatiOn Product
Maintenance of PST Spill ResponseLi Unleaded Gasoline SL"Os [Ii Unleaded Gasoline Li Unleaded Gasoline

Li Diesel

Li Aviation Fuel Li Diesel Li Diesel

ank Hold Evacuation Li Aviation Fuel Li Aviation Fuel

0 UST Monitoring Well Fluid Li Fuel Oil Li Fuel Oil

Total Quantity (Gallons): Bulkb 07Z_ Drum Evacuation ( )____________________
I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

Li Generator Representative or

____________________________ Title: "€

Date of Service: _______________
-. \

TRANSPORTER INFORMATION

Name: Mobley Co., Inc. Telephone: 800-999-8628

40303 Truck No.:

Drko Plant? Y

,/2'a&
EPATransporter ID:

Driver's Name (Print):

3'
Date

TXD000807925 State ID:

c!''
,— Th

MOBLEY COMPANY RECYCLING FACILITY

Houston Fuel Plant ['Corsicana Fuel Plant

Address: 4401 East Greenwood Address: Highway 31 East

City/State: Baytown,TX77520 City/State: Corsicana,TX75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certifr that I have received into this facility the above listed product.

FacilityOperator'sName (Print): 7c/< f icK.5

____________________________________________________ Facility Operator's Signature
Canary - Transporter Green - Generators 1stCopy



UST REMEDIATIOJL FLUID IOFF-SPECIFICATIO1 ?RODUCT
MANIFEST 845

CHARACTERIZATIONThFORMATION

enerating Facility Name: t/AFeL2 326 91
GeneratingFacility Address: fi /)J2Y/# j / 2c'
Business Name:

Mailing Address:

Telephone Lnerato..nsultantJContractor ( ) __________________________________________

Consultant or Contractor Name/Contact: L/ji,f / LD il/ OJ
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Underround Storage Tanl RemediationiCorrective Action Off-Specification Product
Li Unleaded Gasoline Maintenance of PST Spill Response

Li Diesel Li Unleaded Gasoline Li Unleaded Gasoline

[]Aviation Fuel Li Diesel Li Diesel

ank Hold Evacuation Li Aviation Fuel Li Aviation Fuel

Li UST Monitoring Well Fluid e i e '

Total Quantity (Gallons): Bulk ( )
'' /7 Drum Evacuation ( )____________________

I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

Li Generator Representative or

Li ConsultantJContpr7rint): /'7 .... ...T. Title: 7c,t
Signature: 7I (&.' Date of Service: '* 2

TRANSPORTER INFORMATION

Name: Mobley Co., Inc. Telephone: 800-999-8628

EPATransporter ID: TXD000807925 State ID: 40303 Truck No.: __________________

Driver's Name (Print): Je iZ ' Y / N

MOBLEY COMPANY RECYCLING FACILITY

LI Houston Fuel Plant Corsicana Fuel Plant
Address: 4401 East Greenwood Address: Highway 31 East

City/State: Baytown, TX 77520 City/State: Corsicana, TX 75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certifr that I have received into this facility the above listed prot.

Facility Operator's Name (Print): 3 CIc Pc c-P(5

-3- _________________________
Date Received (J Facility Operator's Signature

White - Generator - Original Pink - Recyding Facility Canary - Transporter Green - Generator's 1st Copy
THE PRINT SF-tOP-MARSHALL
REV. 9-3 FORM aCPBPcsi

: ? 3036 .06)



/ L./ UST REMEDIATIO. FLUID / OFF-SPECIFICATIO1 'RODUCT
MANIFEST 84559

2?6
CHARACTERIZATION INFORMATION

Generating Facility Name: i1

Generating Facility Address: / /
Business Name:

Mailing Address: / r /c'.T'J /
Telephone El Generator ['onsultantJContractor ( ) _________________________________________

Consultant or Contractor NamelContact: (7"r'i2 <,t ,'e•< (F
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Underifround Storaffe Tank Reniediation/Corrective Action Off.Sj,ecification Product

El Unleaded Gasoline Maintenance of PST Snill Resnonse

El Diesel El Unleaded Gasoline 0 Unleaded Gasoline

El Aviation Fuel El Diesel El Diesel

L(Tank Hold Evacuation El Aviation Fuel El Aviation Fuel

El UST Monitoring Well Fluid / El Fuel Oil El Fuel Oil

Total Quantity (Gallons): Bulk (i'" /7'2 Drum Evacuation ( )__________________
I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

El Generator Representative or

(6onsulta1it./Co1ac<_EPiiht):
Title: ____________________________________

- Signatur — --- Date of Service: L/.?1/

TRANSPORTER INFORMATION

Mobley Co., Inc. Telephone: 800-999-8628

EPATransporterlD: TXD000807925 StatelD: 40303 TruckNo; _________________

DrivesNarne(PHnt/.)i/y4/7(/Z
7frruckedDirectto

PlantUj N

MOBLEY COMPANY RECYCLING FACILITY

E Houston Fuel Plant ['Corsicana Fuel Plant
Address: 4401 East Greenwood Address: Highway 31 East

City/State: Baytown, TX 77520 City/State: Corsicana, TX 75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certif' that I have received into this facility the above listed product.
-1_- ir'7

Facility Operator's Name (Print): \J ,4i/( /C'.' 5
- -

Date Received Facility Operator's Signature
White - Generator Original Pink - Recycling Facility Canary - Transporter Green - Generators 1st Copy

THE PRINT SHOP-MARSHALL
REV. 9-93 FORM #CPBP1

PL\ LAS. TX 753O3—O36



326 93
Generating Facility Name: VLi)— /1 4F /9
Generating Facility Address: )7 L..4 r 7'—L1 7k
Business Name: tI $ 7
MailingAddress: f7 (1%7Uj1 77
Telephone 9'nerator LI Consultant/Contractor ( ¶' /7 ) j7L/ /0
Consultant or Contractor Name/Contact: _____________________________________________________________

Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Underground Storage Tank Remediation/Corrective Action Off-Snecification Product
LI Unleaded Gasoline Maintenance of PST Soul Resoonse

LI Diesel LI Unleaded Gasoline LI Unleaded Gasoline

LI .viation Fuel LI Diesel LI Diesel

[Tánk Hold Evacuation LI Aviation Fuel LI Aviation Fuel

LI UST Monitoring Well Fluid LI Fuel Oil LI Fuel Oil

Total Quantity (Gallons): Bulk(L"5t Drum Evacuation ( )___________________
I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

LI Generator Representative or

Date Received
White - Generator - Original

THE PRINT SHOPMARSHALL
REV. 9- FORM PBP1

DALLAS, TX 75303--0135

Title:_______________________

Date of Service: '%/4 7 ,

UST REMEDIATId FLUID! OFF-SPECIFICATIOI. ?RODUCT
MANTFEST 8449 1

CHARACTERIZATION INFORMATION

LI ConsultantlContrr

Mobley Co., Inc.Name:

EPATransporter Tfl

Drivejs me (Print):/?t
TXD000807925

h1,vL
Date

TRANSPORTER INFORMATION

Telephone: 800-999-8628

StatelD: 40303 TruckNo.: '•z_Lf..

Direct
to Plant? Y / N

Driver's Signature )

Address: ______________

City/State: ________

MOBLEY COMPANY RECYCLING FACILITY

Houston Fuel Plant Corsicana Fuel Plant
Address: 4401 East Greenwood I flighwav 31 East

City/State: Baytown, TX 77520 Corsicana TX 75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certifr that I have received into thi acility the abov sted product.

Facility Operator's Name (Print): 1 PJ tJ 13 5

Vacility Operator's Signature
Pink - Recycling Facility Canary - Transporter Green - Generators 1stCopy



i '..- iec ot eas (811) 488—1/2Y
MOBLEY COMPANY

UST REMEDIATICJ.. FLUID /OFF-SPECIFICATIOi. PRODUCT
MANIFEST

P ..02

3268494
CHARACTERIZATION INFORMATION

Generating Facility Name: /
GeneratingFacility Address: 'GIO 4Z I.s ,2( 4( ..J72B
Business Name:

Mailing Address;

I Telephone Y&nerator 0 Consultant/Contractor ( 9/7j 4'9i 73/ 7S X 18
Consultant or Contractor Name/Contact;: 4.CJ 5rPj/,'c eC b l .7doç :7i-
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Total Quantity (Gallons): Bulk (vr) 5c t Drum Evacuation ( ) _____________________
I certify that the material removed from the shove premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

LI Generator Representative or

sultantICoctor (Print) C# /) hLi— Title:________________________

Signature: _______________________________________ Date of Service: 4q
(—

TRANSPORTER INFORMATION

Name: Mobley Co., Inc. Telephone: 800-999-8628

TXD000807925EPATransporter ID;_______________________
Drivers Name (Print):V--i N

Date

MOBLEY COMPANY RECYCLING FACILITY

Corsicana Fuel Plant;

_____________________________________ Address: Highway 31 East

City/State: Corsicana, TX 75110

- - - Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Rag. No.: 81059 EPA ID: TXD988059291 TNRCC Rag. No.: 20095

I certir that I have received into this f 'lity the above I' d product;.

FacilityOperator'sName(Print): bs OAI

Date Received
White - Generator - Original

THE PRINT SHOP-MARSHALL
REV. a- FORM P9Pt

Houston Fuel Plant

Underfrnund Storage Tank Remediation/Corrective Action
LI Unleaded Gasoline
LI Diesel

LI Aviation Fuel

Tank Hold Evacuation
C] UST Monitoring Well Fluid

Off-Snecilication Product
Maintenance of PST Snill Rawonse
ci Unleaded Gasoline ci Unleaded Gasoline
C] Diesel C] Diesel

O Aviation Fuel 0 Aviation Fuel
Li Fuel Oil 0 Fuel Oil

Address:

City/State:

4401 East; Greenwood

- Baytown, TX 77520

713-383-3176

1W1/
Ficility Operator's Signature

Pink - Recyding Facility Canary - Transporier Green - Generator's 1st Copy

1



Date Received
White - Generator - Original

THE PRINT SHOP-MARSHALL
REV. 9-93 FORM tCPBP1

- UST REMEDIATIOFLUID/OFF-SPECIFICATIO1RODUCT
MANIFEST

CHARACTERIZATION INFORMATION

81694
326

Generating Facility Name: ñ-I,(2L1f (,Bc-i
Generating Facility Address: /t)i95 ñ22 &)i2v7,L ..372/
Business Name: 4)43 / i2 2t <J7-/J
MailingAddress: (m)
Telephone Vnerator LI Consultant/Contractor C ) 73/ cP9 1-3 IF
Consultant or Contractor Name/Contact: }A//h (5/ ioz-i T7 <
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Underround Storage Tank RemediationlCorrective Action ___________________
LI Unleaded Gasoline
LI Diesel

LI A$ion Fuel
Rlcnk Hold Evacuation
LI UST Monitoring Well Fluid

___________________________________________ Off-Specification Product
Maintenance of PST Spill Response
LI Unleaded Gasoline LI Unleaded Gasoline
LI Diesel LI Diesel

LI Aviation Fuel LI Aviation Fuel

LI Fuel Oil LI Fuel Oil

Total Quantity (Gallons): Bulk ( /6 Drum Evacuation ( )___________________
1 certify that the material removed from the above preises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

LI Generator Representative or

nsultant/Coctor (Print. Title:________________________

Signature: (_41_1_<____ Date of Service:

,.
TRANSPORTER INFORMATION

I Name: Mobley Co., Inc. Telephone: 8009998628

EPATransporterlD: TXD000807925 StatelD: 40303 TruckNo.: 3'
I

Driver's Name (Printih7 Direct to Plant? Y/

Date Driver's Sign—
MOBLEY COMPANY RECYCLING FAC1LI'JY

II] Houston Fuel Plant Corsicana Fuel Plant

Address: 4401 East Greenwood Address: 'Highway 31 East

City/State: Baytown, TX 77520 City/State: Corsicana, TX 75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certif' that I have received into this cility the above iste product.

Facility Operator's Name (Print): i9AJ A)7

H-
yacility perator's Signature

Pink - Recyding Facility Canary - Transporter Green - Generators 1st Copy

DALLAb. I"



-- — — -- — — — — = '.-- I - I fr -
-- ,.MOBLEYCOMPANY

UST REMEDIATIC . FLUID / OFF-SPECIFICATIOL. PRODUCT
MANIFEST )

CHARACTERIZATION INFORMATION
I.

GeneratingFacility Name: ,9ci
Generating Facibty Address: /V193 i'r 1 7b'1 JL3
Business Name: ñF'8C1
Mailing Address: 1t)4� '1 k

-

TelephoneØ'&nerator öonsultantJContractor C SLI ) 73/ — fq73 /
Consultant or Contractor Name/Contact: 0S772JC,
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Underground Storage Tank Remediation/Corrective Action Off-Snecification Product
0 Unleaded Gasoline Maintenance of PST Spill Resnonse

0 Diesel 0 Unleaded Gasoline 0 Unleaded Gasoline

C] Aviation Fuel 0 Diesel C] Diesel

$1 Tank Hold Evacuation 0 Aviation Fuel 0 Aviation Fuel
C] Fuel Oil 0 Fuel Oil0 UST Monitoring Well Fluid

Total Quantity (Gallons): Bu1k'$3 'Jai )rum Evacuation __________________
I certify that the material removed f6m the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

C] Generator Representative or d,c 7ç
cVonsultantJContr tor (Print): 1S7 Title:_______________________

Signature: Date of Service: '/
TRANSPORTER INFORMATION

Name: Mobley Co., Inc. Telephone: 8009998628

EPATransporter ID: TXD000807925 State ID: 40303 Truck No.:

Driver's Name (Print): )Oi1/ /g1-&f Tr cked Direct to Plant?/ N

Date Dri nature j
,-

MOBLEY COMPANY RECYCLING FACILITY

E Houston Fuel Plant Corsicana Fuel Plant

Address: 4401 East Greenwood Address: tHighway 31 East

City/State: Baytown. TX 77520 City/State: Corsicana, TX 75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certify that I have received into thi cility the aboistep product.
Facility Operator'sName (Print): Ai& V (j.. /S 0/ti

-9
Date Received Faq{ity Opera r's Signature j

White - Generator - sginal Pink - Recyc4in Facility Canary - Transporter Green - Generators 1st Copy
THE PRINT SHOP.UARSHALL
REV. 9 FORM ICPSP1



'MOBLEYCOMPAN)
UST REMEDIATION FLUID / OFF-SPECiFICATION PRODUCT

MANIFEST 82392
CHARACTERIZATION INFORMATION 326 j7

Generating Facility Name: FM e_ 3 o p
Generating Facility Address: L/cJ j—
Business Name: LL)

Mailing Address:

Telephone L] Generator ConsultantJContractor (2 L2) F / '-' / a
Consultant or Contractor Name/Contact: r
Process Generating the Fluid (Check the Appropriate Fluid Category and Type):

Underground Storaffe Tank RemediationiCorrective Action Off-SDecification Product
El Unleaded Gasoline Maintenance of PST Spill Response

'Diesel El Unleaded Gasoline El Unleaded Gasoline

El Aviation Fuel El Diesel El Diesel

El Tank Hold Evacuation El Aviation Fuel El Aviation Fuel

El UST Monitoring Well Fluid El Fuel Oil El Fuel Oil

Total Quantity (Gallons): Bulk L) g 3 Drum Evacuation C )___________________
I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

El Generator Representative or
.— /

El Consultant/Contract _____ Title: /di.
Signature: - Date of Service: /-'f—/

r Name: Mobley Co.,

SPOR JNFORMATION

Inc. Telephone: 8009998628

EPATransporter ID TXD000807925

Driver's Siat :ect

to Plant? Y

40303 TruckNo.: 2_

Driver s Name (Print)

L

State ID:

Trucked Di

Date

/

MOBLEY COMPANY RECYCLING FACILITY

LI Houston Fuel Plant [rsicana Fuel Plant
Address: 4401 East Greenwood Address: Highway 31 East

City/State: Baytown TX 77520 City/State: Corsicana, TX 75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: _TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certify that I have received into this facility the abov d produc

Facility Operator's Name (nt):

Date Received Facility Operator's Signature
White - Generator- Original Pink - Recycling Facility Canary - Transporter Green - Generators 1st Copy

THE PRW4T SHOP-MARSHALL
REV. 9-93 FORM ICPBPOJ1

P \I I AS T\ 7 3() -O1 r



MOBLEY COMPANY
JST REMEDIATIC1FLULD / OFF-SPECIFICATIOY ?RODUCT

MANIFEST

MOBLEY COMPANYRECYCLINGFACILITY

LI] Houston Fuel Plant [orsicana Fuel Plant
Address: 4401 East Greenwood Address: Highway 31 East

City/State: Baytown, TX 77520 City/State: Corsicana, TX 75110

Telephone: 713-383-3176 Telephone: 903-874-1188

EPA ID: TXD988089421 TNRCC Reg. No.: 81059 EPA ID: TXD988059291 TNRCC Reg. No.: 20095

I certify that I have received into this facility the above listed_product.

Facility Operator's Name (Print): J-1< i --cc
—_9t ________________________

Date Received (,/' Facility Operator's Signature
White - Generator - Original Pink - Recyding Facility Canary - Transporter Green - Generators 1St Copy

THE PRINT SHOP-MARSHALL
REV. 9-93 FORM #CPBPOD1

fl fl OX fl1

CHARACTERIZATION INFORMATION 326 98O /Generating Facility Name: 1,t%4 Th2AJ
Generating Facility Address: YbrS /F4 tvt4--4
Business Name: 5/)-,',?

Mailing Address: S /-ff? L
Telephone El Generator [nsultantJContractor ( ) —SI £7

Consultant or Contractor Name/Contact: (,€)Lt. c
Process Generating the Fluid (Check the Appropriate FluidCategpe):
Underround Storaffe Tank RemediationlCorrective Action Off.Sr,ecification Product

El Unleaded Gasoline Maintenance of PST Still Resoonse

El Diesel El Unleaded Gasoline El Unleaded Gasoline
El Diesel El DieselEl Aviation Fuel

,,rank Hold Evacuation El Aviation Fuel LI Aviation Fuel

El UST Monitoring Well Fluid El Fuel Oil El Fuel Oil

Total Quantity (Gallons): Bulk ( k) Drum Evacuation
I certify that the material removed from the above premises is not hazardous waste as identified in 40 CFR Part 261, and does
not contain spent solvents or PCBs as identified in 40 CFR Part 761.

tor (P t - P Title:_______________
El Generator Representative or

El Consultant) 2Date of Service:

POR
Signature:

r INFORMATION

Name: Mobley Co., Inc. Telephone: 800-999-8628

EPATransporterlD: TXD000807925 State ID: 40303 Truck No.:

Driver's Name (Print): JD IPil ,71U/i' L67' Tru ked Direct to Plant9 Y k-)

Date
Drivergnature



Certificate ofDestroyal
UNIFIED SERVICES OF TEXAS

Let It be known thaton the dateof[3 2 -96 j, the tank(s)
listedon invoice number [ I werepickedup from
the below listed location by TEXASTANK DESTROYAL.
Asof L 3-27-96 1 the tank(s) listed below by reference nwnbc
have been dcslroycd.

Site Location: FORT WORTH TX (CARSWELL AFB)

Record of disposal will maintained or future reference

L[44Ci Zt.YOM
Texas Tank Destroyal

SubscribedandSworn before meSeal

this I__7jdayoff_m1'WJ1996

Notary

Texas Tank Destroyal I TNRCC Lic # CPROOII29
P.O. Box 367 Venus, Texas 76084 (800)782-6350 or (214)366-8402 Fax:(214)366-8516

1.1 6691

2.1 6692

3.1

I

4.(

I

5.1

I

I

I

I



Certificate ofDestroyal

326100

Ailcudorn UNIFIED SERVICES OF TEXAS

[ct Itbe known thj.t onthe date off 3-26-96 1, die tank(s)
listedon Invoicenumber 1 g were picked up from
die below listed location by TEXAS TANK DESTROYAL.
Asof L3 -29-96 1 die tank(s) listed below by reference numbC
have been deslroyed.

SIteLocaIionFORT WORTH (CARSWELL AFB)

Record of the disposalwill be maintained for futurereference

Ch1c1G CICArCiVT * TankDesfroyal
SubscribedandSwornbefore meSeal

thlsL Jdayof[ /b1 11996

ALBIE J. GOULD
NOTARY PUBLIC
STATE OF TEXAS

My Comm. Exp. 12-6-97

Texas Tank Destroyal I TNRCC Lic # CPROOI 129
P.O. Box 367 Venus, Texas 76084 (800)782-6350 or (214)366-8402 Fax:(214)366-851

1_f SO7

2.1 FQF

I

3.1 6699

1

4.f 6700

5'

I

o.1

I

I

I



Certificate ofDestroyal
Auendorn UNIFIED SERVICES OF TEXAS

Let it be known i1.aton the date oft 4-1 —96 i, the thilk(s)
listed on invoice number L 5812 1 were picked up from
the below fisted locallon by TEXAS TANR DESTROYAL.
Asof ( 4-8-96 J die tiik(s) fisted below by reference i
have been deslroycd.

SiteLocadorn FORT WORTH TX (CARSWELL AFB)

Record of disposal will maintained for future reference

Texas Tank Desiroyal
Subscribed and Sworn before incSeal

this [ if 1dayof[(7L1IL 11996

Notary Public

AL&E J. GOULD
NOTARY PUBUC

STATE OF TEXAS
My Comm. Exp. 12-6-97

Texas Tank Destroyal I TNRCC Lic # CPROOII29
P.O. Box 367 Venus, Texas 76084 (800)782-6350 or (214)366-8402 Fax:(214)366-854 -

326101

1.1 6705

2467Q6

I

31 6707

I

4.1 6709

LI

I

1

I

I

I



Certificate ofDestroyal
AUcHtIOII Ut'.JIFIED SERVICES ( TF.XS. INC.

326102

Let It be known that on thedate oft i c J, the tank(s)
fisted on Invoice number 1 5940 J wire picked up from
the below fisted locadon by TEXAS TANK DESTROYAL.
As of [ c p - g I die tAnk(s) fisted below by reference nmnh
have beendesfroyeiL

3.t-

SlteI'dia tm rr mu! 1TT'TT. I?p PrTTT.rTMa Rflfli)

Record of the reference

ALBE J. GOULD
NOTARY PUBLIC

ATE OF TEXAS
My Comm. Exp. 12-6-97

Texas Tank Destroyal I TNRCC Lic # CPROOII29
PD. Box 367 Venus, Texas 76084 (800)782-6350 or (214)366-8402 Fax:(214)366-8516
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APPENTIIX H

CHRONOLOGY OF EVENTS

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services ol Texas H- 1 TO tHE RESThICTION ON THE TITLE PAGE



UST EXCAVATION AND REMOVAL
CHRONOLOGY OF EVENTS

May 22. 1995

UST submitted to Jacobs Engineering Group, Inc. (JEG) bid solicitation RFP No. 10-K702-
00R96-0003 for the removalldisposal of underground storage tanks at the Naval Air Station (NAS) Fort
Worth Joint Reserve Base (JRB), Carswell Field, Fort Worth, Texas.

February 23, 1996

UST submitted the required Thirty-day Construction Notification to TNRCC in Austin and to
Region 4, Duncanville, Texas for the removal, transport and disposal of twelve (12) underground
storage tanks. A waiver of thirty day notification was granted by Mr. Lonnie Gilley, Region 4,
Duncanville.

March 4, 1996

UST received the subcontract award notification, executed by Mr. Robert C. Miller, Subcontract
Manager.

March 14, 1996

Digging permit applications were submitted for the six (6) sites where underground storage
tanks were to be removed.

March 19. 1996

Safety equipment and barricades were placed at Building Nos. 1411, 1450, 1518, and 1750.
Disassembled piping at Building 1450.

March 20, 1996

Received approved digging permits from Public Works Engineering Department. Began
breaking concrete at 1411. Excavated tanks at 1518 and 1750.

March 21, 1996

Excavated and removed one (1) 8,000 gallon FRP tank #1750-1 and 600 gallon FRP tank
#1518-5. Removed concrete from 1411. Capt. Pierce, Inspector Ft. Worth Fire Prevention Bureau on-
site for removal at 1518 and 1750. During excavation of 1750-1, UST discovered one (1) 20,000 gallon
steel tank that had been properly abandoned-in-place.

March 22, 1996

Permit No. M11-0100-96 was obtained from the City of Fort Worth Bureau of Fire Prevention
for removal of tanks at six (6) separate locations on the base.

March 25, 1996

Checked and repaired all barricades at 1518, 1750, and 1411. Mobley Company removed
contents from three (3) tanks at 1411. Began excavation and inerting of tanks at 1411.

THE USE OR OISLOSURE OF THE INFOFIMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas H-2 TO THE RESTRICTION ON THE TimE PADE



326105
March26, 1996

Excavated, removed and disposed of three (3) 2,000 gallon steel tanks #1411-1, 1411-2 and
1411-3. Stockpiled soil and covered with plastic. Removed all piping, islands and electric wiring.
Secured site. Excavated, removed and disposed of one (1)315 gallon steel tank #4102-1. Removed two
(2) pumps at 4210 and disconnected wiring. Site was secured. Received final inspection from Capt.
Pierce, Fort Worth Fire Prevention Bureau, for buildings 1411, 1518, and 4102.

March 27, 1996

Held safety meeting and checked site 4210 for barricades, safety tape, and poiy coverings.
Work suspended due to inclement weather. All sites were checked and secured.

March 28, 1996

Confined space permit in place for piping vault at 4210. Piping cut and valve removed.
Removed stainless piping in building. All sites secured.

March 29, 1996

Checked barricades and safety equipment all sites.

April 1, 1996

Excavated three (3) 8,000 gallon FRP tanks and one (1) 2,000 gallon FRP tank at 4210.
Mobley removed tank contents and inerted tanks prior to removal. Capt. Hines, Fort Worth Fire
Prevention Bureau on site. Tanks were removed, loaded, and transported for disposal. All sites are
secured.

April 2, 1996

Removed remaining piping at 4210. Over-excavated tank holes. Removed anchor pad at 4210.
Removed remaining piping at 4210. Mobley removed water from tank holes at 1411, 1518, and 4201.
Relocated stockpiled dirt at 4210. All barricades and lights are secured.

April 3, 1996

Excavated anchor pads at 4210 and 1411. Mobley removed water from excavation at 1518.

April 4, 1996

Removed water from tank excavations at 1411 and 1518. Completed breaking and removal
of concrete anchor pads at 1411. Sampling conducted at 1411. Could not sample 1750 due to water
incursion from heavy rains.

April 5, 1996

Removed concrete pad at 4210. Secured barricades, safety tape and poiy at all sites.
Completed sampling at 1750. Completed sampling at 1411.

April 8, 1996

Mobilized equipment to 1518. Backfilled excavation at 1518. Began backifiling at 1750. Over-
excavated at 4102 per JEG instructions.

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas H-3 TO THE RESTRICTION ON THE TiTLE PAGE



April 9, 1996 326106
Began backfihling and compacting select fill at 1750. Cleaned area of construction and secured

all sites.

April 10, 1996

Completed backfihling and compaction of select fill at 1750. Backfihled and compacted 4210.
Over-excavated at 4102, samples collected. Texas Tank Destroyal loaded and transported pipe for
disposal.

April 11, 1996

Backfilled and compacted excavation at 4210. Loaded and removed concrete.

April 15, 1996

Continued backfihling and compaction of excavation at 4210. Barricades, safety tape and
equipment was checked at all sites.

April 16, 1996

Continued backfill and compaction at 4210. Stockpiled additional sand at 1411.

April 17, 1996

Relocated barricades from 4210 and 1750 to 1411. Began over-excavation at 1411. Moved
existing stockpiles of contaminated dirt at 1411 as directed by JEG. All sites secured.

April 18, 1996

Continued over-excavations at 1411. Stockpiled all soil and covered with poiy.

April 22, 1996

Checked all barricades and stopped work due to inclement weather.

April 24, 1996

Over-excavated at 1411. Removed additional concrete finish grade and excavated to 12' depth.
Removed conduits. Responded to diesel fuel spill of approximately two (2) gallons from UST utility
vehicle #12, near bowling alley. Incident report made, response team requested use of the spill as a
training site and all parties agreed to do so. No further action by UST was required. Site was
secured.

April 25, 1996

Completed excavations at 1411. Lined excavations with poiy sheeting as requested by JEG
and began backfilling of excavations.

April 26, 1996

Received two (2) loads of clean select backfill.

THE USE OR DISCLOSURE OF ThE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas H-4 TO THE RESTRICTION ON THE TITLE PAGE



April 29, 1996 326107
Received additional clean select fill. Continued backfllling and compaction at 1411 and 4102.

Completed backfill at 4102. All sites checked and secured.

April 30, 1996

Transported stockpiled soil from 1750 and 4201 to 1411 as directed by JEG. Removed guard
rails at 4210. Cleaned construction areas.

May 1, 1996

Mobilized to 3001. Located natural gas and water lines. Excavated and traced all piping.
Tank 3001-3 excavated, inerted and removed. Capt. W.L. Pierce, Inspector, Fort Worth Fire
Prevention Bureau on site. Repaired natural gas line damaged as a result of cave-ins caused by
unstable soils in the excavation zone.

May 2, 1996

Removed associated piping. Began backfilling and compaction with clean select fill.

May 3, 1996

Received twenty tons (20T) of quick lime to stabilize moisture in the excavation. Added lime
to the moist backfill and obtaining desired stabilization and compaction percentage >95%. Continued
backfllling and compaction of select fill materials in addition to twenty cubic yards (20Y3) of crushed
rock. Cleaned construction area. Secured site.

May 6. 1996

Completed backfllling and compacting the excavation at 3001. Spread and compacted crushed
rock. Moved soil from 3001 to 1411.

May 7, 1996

Set subgrade at 1411. Doweled, installed expansion joints and prepared for concrete pour.
Doweled concrete, set rebar at 3001 and 1518.

May 8, 1996

Poured concrete at tank removal sites, buildings 1411 and 1518. Cleaned all areas of
construction.

May 15, 1996

Removed barricades from 1518. Removed remaining rock from 4102.

THE USE OR DISCLOSURE OF THE INFORMATIOH

AND/OR DATA CONTAINED HEREIN IS SUBJECT
Unified Services of Texas H-5 TO THE RESTRICTION ON THE TITLE PAGE
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APPENDIX I

REVISED REGISTRATION

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services o/ Texas I-i TO THE RESTRICTION ON THE TITLE PAGE



I = TEXASI == NATURAL

I CONSERVATION
RESOURCE

I
COMMISSION

Owner Name

United States Air Force

Please mall completed form to:

Registration Section, PST Division
Texas Natural Resource Conservation Commission
P.O. Box 13087, MC 138
Austin, TX 78711-3087 (512) 239-2160

Facility Name

_j.inited Stirc Air Fnrr

IV. FINANCIAL RESPONSIBILITY
Does this facility meet financial responsibility requirements for corrective action? El Yes

Does this facility meet 3rd party liability requirements? 0 Yes El No
If yes, please specify mechanism (Mark all that apply)

0 Letter of Credit 0 Trust Fund 0 Insurance or Risk Retention Group

El Guarantee El Financial Test 0 Surety Bond
Only an acceptable mechanism for Financial Assurance untIl September 1, 2001. For local government only.

- - - V. - INSTALLER CERTIFICATION
NOTE: This section must be completed and signed by the Installer. Leave blank if no tank installation activity is involved.

I certify that the information provided concerning recent installations is true to the best of my belief and knowledge:

Was tank testing completed during and after installation? El Yes El No

Installation Company Name (print)

Instaliers Name (print)

Contractors Registration Number CRP

installers License Number ILP

Installer Signature Date Signed

VI. OWNER CERTIFICATION
I certify under penalty of law that I have personally examined and am famIliar with the information submitted In this and all attached documents, and
based on my Inquiry of those individuals Immediately responsible for obtaining the information, I believe that the submitted InformatIon Is true,
accurate, and complete.

Owner or Owners Authorized 7 1Q
RePresenta7nt7fQZ.

/1
TNRCC-0724 (Rev Q8-O1-9) PST Rules are located in Title 30 TAC. Chapter 334

For Use
in

TEXAS

TNRCC - UNDERGROUND STORAGE TANK REGISTRATION FORM
Facility ID Number (if known)

0009696

I. OWNER INFORMATION II. FACILITY INFORMATION

Owner ID Number (if known)
04532

Tax ID
Number32361O9

Mailing Address

NAS Fort Worth JRB, Carswell Field
Physical Address
NAS Fort Worth JR]L Ctrsw11 F1d

City State Zip Code
Fort Worth TX 76127

City State Zip Code
Fort Worth TX 76127

County
Tarrant

County
Tarrant

Contact Person Telephone
Al Flolo (817 ) 731—8973

Contact Person Telephone

Al Flolo ( 817)731—8973
TYPE OF OWNER

El Private or Corporate 0 State Government
El Local Government Federal Government

TYPE OF FACILITY (Markall that apply)

El Retail El Farm or Residential 0 Wholesale
El Fleet Refueling Aircraft Refueling El Indian Land

0 IndusfChemiMtr. Pint.
.

El Other (please specify)
.

Location of Records (if off-site)

Address. City. State

Contact Person Telephone

III. REGISTRATION STATUS

Number of aboveground Number of underground
storage tanks at this facility ___________ storage tanks at this facility

REASON FOR SUBMITTING FORM (Markall that apply)

El Original Form 0 Ownership Change (effective date .J_...........J_____
El Facility Information Update Tank information Update (please complete back side of form)

El Other (please specify) _____________________________________________________________

El Owner Information Update

ElNo

El PSI Remediation Fund

El Bond Rating Test'
El Standby Trust Fund
El Local Gov. Fund

Title (print) 4 ,4(2774"
_________ Date Signed '/j /q,



Tank ID (e.g. 1,2,3 or A, B, C)

TANK STATUS
Tank Installation Date (month/day/year)
Tank Capacity (gallons)

1. Currently in Use
2. Temporarily Out of Service (date)

Emptied (Yes/No)
3. Permanently Abandoned In-place (date)

(must be filled with sand or concrete, etc.)
4. Permanently Removed from the Ground (date)

/ /
2,000

1. LI
2. I /

LIY EN

VII. DESCRIPTION OF UNDERGROUND STORAGE TANKS (UST's)
1411—1 141 1—2 1411—3

/ /
2,000
1. LI
2. / I
DY LIN

/ /
2.000
1. LI
2. / /
DY EN

3. / /
4. 3/ 26/96

3. I I 3. / /
4. 3 126 1 96 4 3 i 26,' 96

/ /
600

LIY EN

4. 3i20i 96
SUBSTANCE STORED
1. Gasoline 4. Used Oil
2. Diesel 5. NewOil
3. Kerosene
6. Other Petroleum Substance (please specify)
7. Hazardous Substance

a. Name of Principal CERCLA Substance
b. Chemical Abstract Service (CAS) No.
c. Mixture of Hazardous Substances (please specify)

8. Mixture of Petroleum & Hazardous Substance
9. Other (please specify)

1. LI 4.
2. LI 5. LI
3. LI
6.
7.

a.
b.
c.

8. LI
9.

1. LI 4. LI
2. LI 5. LI
3. LI
6.
7.

a.
b.
C.

8. LI
9.

1. LI 4. LI
2. LI 5. LI
3. LI
6.
7.

a.
b.
C.

8. LI
9.

1. LI 4. LI
2. LI 5. LI
3. LI
6.
7.

a.
b.
C.

8. LI
9.

UST CONSTRUCTION AND CONTAINMENT
1. Single Wall (Mark all that apply)
2. Double Wall
3. External Jacket System
4. Excavation/Trench Uner System
5. Piping System:

a. Pressurized
b. Suction
c. Gravity

6. Other (please specify)

Tank Piping
1. LI LI
2. LI LI
3. LI LI
4. LI LI
5.

a. LI
b. LI
c. LI

6.

Tank Piping
1. LI 0
2. LI LI
3. LI LI
4. LI LI
5.

a. LI
b. LI
c. o

6.

Tank Piping
1. LI 0
2. LI LI
3. LI LI
4. LI LI
5.

a. LI
b. LI
c. 0

6.

Tank Piping
1. LI LI2. 0 LI
3. LI LI
4. 0 LI
5.

a. LI
b. LI
c. LI

6.

MATERIAL OF CONSTRUCTION
1. Steel
2. Fiberglass-Reinforced Plastic (FRP)
3. Composite (steel w/FRP laminate)
4. Concrete
5. Other (please specify)

Tank Piping
1. 0 LI2. 0 LI
3. LI
4. LI LI
5.

Tank Piping
1. LI 0
2. LI 0
3. LI
4. fl LI
5.

Tank Piping
1. LI 0
2. LI 0
3. LI
4. LI 0
5.

Tank Piping
1. LI LI
2. LI LI
3. LI4 LI LI
5.

RELEASE DETECTION (Mark all that apply)
1. VaporMonitoring
2. Groundwater Monitoring
3. Monitoring Above Excavation Uner
4. Automatic In-Tank Monitoring & Inventory Control
5. Interstitial Monitoring for Double Wall UST's
6. lightness Testing
7. Inventory Control
8. Statistical Inventory Reconciliation (SIR)
9. None

10. Une Leak Detectors
11. Other (please specIfy)

Tank Piping
1. LI LI
2. LI LI
3. LI LI
4. LI
5. LI LI
6. LI LI
7. LI
8. LI LI
9. LI LI

10. LI
11.

Tank Piping
1. 0 LI2. 0 LI3. 0 LI
4. LI
5. LI LI
6. LI LI7. 0
8. LI 0
9. LI LI

10. 0
11.

Tank Piping
1. LI 02. 0 LI
3. LI LI
4. LI
5. LI 0
6. LI LI
7. LI
8. LI LI
9. LI LI

10. LI
11.

Tank Piping1. 0 0
2. LI LI
3. LI LI
4. LI
5. LI LI
6. LI LI
7. LI
8. LI LI
9. LI LI

10. LI
11.

Tank Piping

1. LI LI
2. LI LI
3. LI
4. LI LI
5 LI LI
6. LI LI
7.

CORROSION PROTECTION
1. External Dielectric (Mark all that apply)

Coating/Laminate/TapelWrap
2. Cathodic Protection - Installation: LI Factory LI Field
3. Composite Tank (steel w/FRP cladding)
4. Noncorrodible Material (e.g., FRP)
5. Electrical Isolation
6. None
7. Other (please specify)

. Tank Piping

1. LI LI
2. LI LI
3. LI
4. LI LI
5. LI LI
6. LI LI
7.

Tank Piping

1. LI LI
2. LI LI
3. LI
4. LI LI
5. LI LI
6. LI LI
7.

Tank Piping

1. LI LI2. 0 LI
3 LI
4. LI LI
5. LI LI
6. LI LI
7.

SPILL AND OVERFILL PREVENTION
1. light-Fill Fitting (Mark all that apply)
2. Spill Container/Uquid-Tight Sump
3. Automatic Overfill Device:

a. Shut-Off Valve
b. Flow Restrictor Valve
C. Alarm with a. orb.

4. None

1. LI
2. LI
3.

a. LI
b. LI
C. LI

4. LI

1. 0
2. LI
3.

a. LI
b. LI
C. LI

4.

1. LI
2. LI
3.

a. LI
b. LI
C. LI

4. LI

1. LI
2. LI
3.

a. LI
b. LI
C. LI

4. LI
Indicate VAPOR RECOVERY EQUIPMENT STATUS if gasoline is stored and dispensed at this facility, and if facility is located in an ozone npnattairirneflt
area: 0 Stage H equipment installation date: / / LI No Stage H equipment LI Exempt LI Qualified for ISBMG extension



TANK STATUS
Tank Installation Date (month/day/year)

TankCapacity (gallons)
1. Currently In Use
2. Temporarily Out of Service (date)

Emptied(Yes'lVo)
3. Permanently Abandoned In-place (date)

(must be filled with sand or concrete, etc.)
4. Permanently Removed from the Ground (date)

/ /
8000

1. [3
2. / /
[]Y [3N

3 , /.

4. 3 / 11/96

1 /
20,000
1. [3
2. 1 /

[3Y [iN
3 f /
4. 5 tOl 196

/ / 32
315
1. [1
2. / 1

[3Y [3N
3 / /
4. 3 i26 / 96

Q1 111 i
1. [I
2. / I

[3Y ElN
3 / /
4. 4 I 01 I 96

SUBSTANCE STORED
1. Gasoline 4. Used Oil
2. Diesel 5. New Oil
3. Kerosene
6. Other Petroleum Substance (please specify)
7. Hazardous Substance

a. Name of Principal CERCLA Substance
b. Chemical Abstract Service (CAS) No.
c. Mixture of Hazardous Substances (please specify)

8. Mixture of Petroleum & Hazardous Substance
9. Other (please specify)

1. El 4. [J
2. E] 5. [1
3. [1
6.

7.
a.
b.
c.

8. 0
9.

1. [1 4. [1
2. El 5. [3
3. 0
6.

7.
a.
b.
c.

8. 0
9.

1. [3 4. El
2. [1 5. 0
3. E]
6.

7.
a.
b.
C.

8. [3
9.

1. 0 4 0
2. 0 5. 0
3. 0
6.

7.
a.
b.
C.

8. 0
9.

UST CONSTRUCTION AND CONTAINMENT
1. Single Wall (Mark all that apply) Z
2. Double Wall

3. External Jacket System
4. Excavation(French Uner System
5. PipIng System:

a. Pressurized
b. Suction
c.Gravity

6. Other (please specify)

Tank Piping
1. El 0
2. El El
3. 0 [34. 0 0
5.

a. El
b. 0
c.D

6.

Tank Piping
1. 0 0
2. 0 0
3. 0 0
4. El El
5.

a. El
b. El
c.D

6.

Tank Piping
1. [3 02. 0 0
3. El 0
4. El El
5.

a. 0
b. 0
c.D

6.

Tank Piping
1. 0 D
2. El 0
3. 0 0
4. 0 El
5.

a. El
b. 0
c.D

6.

MATERIAL OF CONSTRUCTION
1. Steel
2. Fiberglass-Reinforced Plastic (FRP)
3. ComposIte (steel w/FRP lamInate)
4. Concrete
5. Other (please specify)

Tank Piping1. 0 0
2. 0 0
3. 0
4. 0 El
5.

Tank Piping
1. 0 0
2. 0 El3. 0
4. 0 0
5.

Tank Piping
1. El 02. D 03. 0
4. 0 0
5.

Tank Piping
1. 0 El
2. 0 0
3. 0
4. 0 0
5.

RELEASE DETECTION (Mark all that apply) Z
1. Vapor Monitoring
2. Groundwater Monitoring
3. MonitorIng Above Excavation Uner
4. Automatic In-Tank Monitoring & Inventory Control
5. Interstitial Monitoring for Double Wall USVs
6. Tightness Testing -

7. inventory Control
8. Statistical Inventory Reconciliation (SIR) .
9. None

10. UneLeakDetectors
11. Other (please specIfy)

Tank Piping
1. 0 0
2. 0 0
3. 0 0
4. 05. 0 0
6. 0 0
7. 0
8. 0 El
9. 0 0

10. 0
11.

Tank Piping1. 0 02. 0 03. 0 0
4. El
5. El 0
6. 0 El7. 0
8. 0 El
9. 0 0

10. 0
11.

Tank Piping
1. 0 0
2. 0 0
3. 0 0
4. 0
5. 0 0
6. El El
7. El
8. 0 0
9. 0 0

10. 0
11.

Tank Piping
1. 0 0
2. 0 El3. 0 El
4. 0
5. 0 El
6. 0 0
7. 0
8. 0 0
9. El 0

10. 0
11.

CORROSION PROTECTION,
1. External Dielectric (Mark all that apply)

Coating/Laminate/TapeNirap
2. Cathodic Protection- Installation: 0 Factory 0 Field

3. Composite Tank (steel w/FRP cladding)
4. Noncorrodible Material (e.g., FRP)
5. Electrical Isolation
6. None
7. Other (please specify)

. Tank Piping

1. El 02. 0 El
3. El
4. El El
5. El El
6. El El
7.

Tank Piping

1. El El2. D El
3. El
4. El El
5. El El
6. El El
7.

Tank Piping

1. o o
2. [3 0
3. El
4. 0 0
5. El 0
6. 0 El
7.

Tank Piping

1. o o
2. El El
3. El
4. 0 0
5. 0 0
6. 0 El
7.

SPILL AND OVERFILL PREVENTION
1. Tight-All Fitting (Mark all that apply)
2. SpIll Container/Uquld-Tight Sump
3. Automatic Overfill Device:

a. Shut-Off Valve
b. Flow Restrictor Valve
c. Alarm with a. orb.

4. None

1. 0
2. 0
3.

a. o
b. El
c. El

4. 0

1. 0
2. 0
3.

a. o
b. El
c. [3

4. El

1. El
2. 0
3.

a. El
b. El
C. El

4. El

1. 0
2. 0
3.

a. El
b. El
C. 0

4. 0
Indicate VAPOR RECOVERY EQUIPMENT STATUS if gasoline is stored and dispensed at this facility, and if facility is located in an pzpnp ponaflail)mefllg: 0 Stage II equipment installation date: / ' 0 No Stage U equipment [3 Exempt 0 Qualified for ISBMG extension

Tank ID (e.g. 1,2,3 orA, B,C) 1750—2

VII. DESCRIPTION OF UNDERGROUND STORAGE TANKS (USTs)
300 1—3 4 102—1 42 10—1



SPILL AND OVERFILL PREVENTION
1. Tight-All Fitting (Mark all that apply)

2. Spill Container/Uquld-Tight Sump
3. Automatic Overfill Device:

a. Shut-Off Valve
b. Flow Restnctor Valve
c. Alarm with a. or b.

4. None

4j'1f.];]II[.][']; IJ1,1;Ic I.1lJI!I I.1;Xc1b '

TankID(e.g.12,3orA,B,C) 4210—2 4210—3 4210—5 .

TANK STATUS
Tank Installation Date (month/day/year)

TankCapacity (gallons)
1. Currently In Use
2. Temporarily Out of Service (date)

Emptied(YeM'/o)
3. Permanently Abandoned In-place (date)

(must be filled with sand or concrete, etc.)
4. Permanently Removed from the Ground (date)

I I
8,000

1. LI
2. I /

ElY []N
3 ,, /
. 4 , 01 / 96

/ /
8.000

1. LI
2. / /
[]Y []N

3 / /•

4 / 01 / 96

/ i22
2,000
1. LI
2. I I
[]Y []N

3 / f
4. 4 / 01/ 96

:112 /
1. 0
2. / /

flY [JN
3 / /
4. / I

SUBSTANCE STORED
1. Gasoline 4. Used Oil
2. Diesel 5. New Oil
3. Kerosene

6. Other Petroleum Substance (please specify)
7. Hazardous Substance

a. Name of Principal CERCLA Substance
b. Chemical Abstract Service (GAS) No.
c. Mixture of Hazardous Substances (please specify)

8. Mixture of Petroleum & Hazardous Substance
9. Other (please specify)

1. LI 4. LI
2. LI 5. LI
3. LI
6.
7.

a.
b.
c.

8. 0
9.

1. LI 4. 0
2. LI 5. LI
3. LI
6.
7.

a.
b.
C.

8. LI
9.

1. LI 4. LI
2. LI 5. 0
3. LI
6.
7.

a.
b.
C.

8. LI
9.

1. 0 4. El
2. 0 5. LI
3. 0
6.
7.

a.
b.
C.

8. 0
9.

UST CONSTRUCTION AND CONTAINMENT
1. Single Wall (Mark all that apply)
2. Double WaIl
3. External Jacket System
4. Excavation/Trench Uner System
5. PipIng System:

a. Pressurized
b. Suction
c. Gravity

6. Other (please specify)

Tank Piping
1. 0 0
2. 0 LI3. 0 LI
4. LI LI
5.

a. LI
b. LI
c. fi

6.

Tank Piping
1. LI 02. 0 LI
3. LI 0
4. LI LI
5.

a.
b. LI
c. LI

6.

Tank Piping
1. 0 02. 0 0
3. LI 0
4. LI 0
5.

a. fi
b. 0
c.

6.

Tank Piping
1. 0 0
2. 0 0
3. LI LI4. 0 0
5.

a. 0
b. LI
C. 0

6.
-

MATERIAL OF CONSTRUCTION
1. Steel
2. Fiberglass-ReInforced Plastic (FRP)
3. ComposIte (steel w/FRP LamInate)
4. Concrete

5. Other (please specIfy)

Tank Piping1. 0 02. 0 03. 0
4. 0 LI
5.

Tank Piping
1. 0 LI2. 0 0
3. LI
4. 0 LI
5.

Tank Piping
1. LI 0
2. fi 0
3. LI
4. 0 0
5.

Tank Piping1. 0 0
2. 0 03. 04. 0 LI
5.

RELEASE DETECTION (Mark all that apply)
1. Vapor Monitoring
2. Groundwater Monitoring
3. Monitoring Above Excavation Uner
4. Automatic In-Tank Monitoring & Inventory Control
5. Interstitial Monitoring for Double Wall USTs
6. lightness Testing
7. Inventory Control
8. Statistical Inventory Reconciliation (SIR) - .
9. None

10: Une Leak Detectors
11. Other (please specify)

Tank Piping1. 0 0
2. LI LI
3. LI LI
4. LI
5. LI LI
6. LI LI
7. LI8. 0 LI
9. LI LI

10. LI
11.

Tank Piping1. 0 0
2. LI LI
3. LI LI
4. LI
5. LI LI6. 0 LI
7. 0
8. LI LI
9. LI 0

10. 0
11.

Tank Piping
1. 0 0
2. LI 0
3. LI LI
4. LI
5. LI 0
6. LI LI7. 0
8. LI LI
9. LI LI

10. LI
11.

Tank Piping1. 0 0
2. LI LI
3. LI LI' LI
5. 0 LI6. 0 LI7. 08. 0 LI
9. LI LI

10. LI
11.

CORROSION PROTECTION
1. External Dielectric (Mark all that apply)

Coating/Lamlnate/Tapetvvrap
2. Cathodic Protection - Installation: LI Factory LI Field
3. Composite Tank (steel w/FRP dadding)
4. Noncorrodible Material (e.g., FRP)
5. Electrical Isolation
6. None
7. Other (please specify)

. Tank Piping

1. LI LI
2. LI LI
3. LI
4. LI LI
5. LI LI
6. LI LI
7.

Tank Piping

1. fi LI
2. LI LI
3. LI
4. LI LI
5. LI LI
6. LI LI
7.

Tank Piping

1. 0 LI
2. LI LI
3. [1
4. LI LI
5. LI LI
6. LI LI
7.

Tank Piping
I

1. LI 0
2. LI 0
3. LI4. 0 LI
5. LI LI
6. LI LI
7.

1.0 1.LI 1.0 1.LI
2. LI 2. LI 2. LI 2. LI
3. 3. 3. 3.

a.LI a.LI
b.fl b.LI
c.LI c.LI

4.LI 4.0 4.LI
Indicate VAPOR RECOVERY EQUIPMENT STATUS if gassIjç is stored and dispensed at this facility, and if facility is located in an ozone nonaftainment
ea: LI Stage II equipment installation date: I / LI No Stage II equipment LI Exempt LI Qualified for ISBMG extension

a.LI
b. LI
c.LI4.0
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APPENIMX J

GENERAL CORRESPONDENCE

THE USE OR DISCLOSURE OF THE INFORMATION

AND/OR DATA CONTAINED HEREIN IS SUBJECT
Unified Services of Texas J- I TO THE RESTRICTION ON THE TiTLE PAGE
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EMERGENCY INFORMATION

- In case of Fire, Police, or Ambulance Emergency, REMAIN CALM, contact jj FIRST, then
contact the UST office, Dan Hill, or Jim Adams.

- For all other Emergencies, REMAIN CALM, contact the appropriate Emergency service FIRST,
then contact the UST office, Dan Hill, or Jim Adams.

FIRE - POLICE - AMBULANCE 911

I

METHODIST FORT WORTH HOSPITAL (817) 882-2000 (Emergency Room)

AFCEE CONTRACTING OFFICERS REP. (210) 536-5275
CPT Joseph Feaster

AFBCA ENGINEERING OFFICE REP. (817) 82-8973, ext 19 FAX: (817) 731-8137
Al Flolo, Engineering Technician
Nancy R. (Randi) Audelo, Contracting Officer ext 12

TNRCC REGION 4 OFFICE (214) 298-6171 FAX: (214) 709-1181
Lonnie Gilley, PST Inspector

FEDERAL BUREAU OF PRISONS REP. (817) 782-4050 FAX: (817) 782-(TBD)
Kevin Gaddis, Spvr. Const. Rep. PM

JACOBS ENGINEERING GROUP. INC. (303) 595-8855 FAX: (303) 595-8857
Lynn Schuetter, Project Manager
Robert C. Miller, Subcontract Manager
John McManus, Site Manager (817) 737-7237 FAX: (817) 737-7217

PAGER: (800) 759-7243 PIN # 1300605

UST. INC. OFFICE: (817) 481-9510 FAX: (817) 488-1729
Dan Hill Mobile: (817) 999-9909 Pager: (817) 452-6510
Jim Adams Mobile: (817) 999-0433 Pager: (817) 452-0249



JACOBS ENGINEERING GROUP INC Subcontractor Name (N8me, Address, & Rep.)

J E SUBCONTRACT SUMMARY PAGE Unified Services of Texas. Inc.

2110 Greenbriar Drive

Subeontract/Modificetion No. Southlake, TX 76092

10-K7Q2.S-96-0002 Attn: Clarence 0. Hill

Client/Prime Contract Number
USAF/F41624-94-o-8116

Suboont,. Tel. No.
1817) 481-9510 —

Subcontr. Telex No.
(817)488-1729

Type of Subcontract Total Amt. f Subcontr. Ptiority Rating
Firm Fixed Price $42,074.96 DO-C2

Project Starr Dote Completion Dare
rut) Service Environmental Remedietion Efforts - Carswell AF 11 March 1 996 1 9 April 1 996

Refer All Questkins, Invoicing & Correspondence To: Project Number

Attention: Robert C. Miller, Subcontract Manager
Jacobs Engineering Group Inc.

1 0K70200
Remarks

600 1 7th Street. Suite 11 OON
Denver, Colorado 80202
(303) 595-8855

Table of Contents
This Subcontract Contains the Following Sections/Exhibits:

Section/Exhibit
V

Description of SectionNumber Revision

I Subcontract Summary Page
II Schedule Articies
'41 General Provisions
/ Addrtionol General Provisions

V Appendices to Additonel General Provisions
A Scope of Work
B Reporting Requirements
C Invoicing Requirements
0 Delivery Requirements
E Health and Safety Plan
F Health and Safety Appendices

Check ftox
-

Individual
Partnership
Incorporated

in the State
01 Tecas

Other
(Identify)

Marc; 1! Suöconrrscro 's. co r.2ion.,J(. crtificaron must Ac coma,lorctl lip lw/I.
V

I. Wncy J. Hill 'Mify that I am Secretary of
the Corporation named as Subcontractor herein, that
C).aen e •JIjJ1V ,who signed the Subcontract on
behalf of t e ubcontractor, was then President
of said Corporation, that said Subcontract was only signed for and
on behalf of said Corporation by authority of its governing body.
and is within the scope of its corporate powers.

In witntSs whereof, the Parties have .xeCutd tii5 Subcontract/Modif.cetion as f the dste shown below. The ffectiv
data of this SubcontracUModification is 11 March 1956

JACOBS ENGINEERING GROUP INC. Unified Services of TeXAS, Inc.
V

(Suboon or) •) /
Signature Robert C. Miller I4Z Signature Hill
Title Subcontract Manager Title President

Date — 3-;?7--9 V
Date - V March 8, 1996

H:H0ME\BMlLi€R\AF\RAC\CARSWtLL\0OO5U55UMi'GXL$



Li Unified Services of Texas, Inc.
Co,,,l.I. Pb'c.um SIo'ag. TaM S.,v,o,s
2110 Greenbr,ar Drive, Southiake, TX 76092 (817) 481-9510, FAX: (817) 488-1729

June 13, 1996
3896-002 co-i

Mr. Robert c. Miller
Subcontract Manager
Jacobs Engineering Group, Inc.
600 Seventeenth Street, Suite 1100N
Denver, Colorado 80202

SUBJECT: Remove/Dispose of Underground Storage Tanks; additional tasks
performed

Reference: (a) Subcontract No. 10-K702-S-96-0002, Remove/Dispose of Underground
Storage Tanks, Statement of Work

Dear Mr. Miller:

Unified Services of Texas, Inc. (UST) has completed a thorough analysis of the
additional tasks performed for the referenced subcontract. The work performed in
addition to the original Statement of Work (SOW) and the costs incurred for each
additional task are summarized below and in Attachments 1-6.

1. Removal of one (1) additional 20,000 gallon tank and piping system at site
3001, Federal Medical Center (FMC), including the concrete hold-down pad. UST
successfully removed the tank system on May 1, 1996, without shoring and without
damage to the three inch (3") natural gas line that was installed within three feet (3') of
the tank, positioned horizontally on the east side between the tank and power house.
However, due to the to the unstable sandy backfill that had been installed in the entire
area between the power house and the roadway, the excavation wails began to sluff-off
very soon after the tank had been removed. The final report contains photographs of the
surface grade as it sheared away and caved into the tank excavation. UST immediately
placed a subcontracted utility company on short notice standby to respond to any
emergency situation involving the natural gas line. The unstable soils were exacerbated
by the presence of continual groundwater incursion thereby further undermining the
stability of the soil. At first notice of the impending cave-in of the east wall, UST
requested that FMC secure the natural gas line as a safety precaution. FMC firmly
stated their opposition to do so, thereby causing an immediate work stoppage until
permission to secure the natural gas line was obtained from higher authority. Said
permission was received late that same day. Within one (1) hour of the receipt of
permission to secure the natural gas line, the east wall caved into the tank excavation
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resulting in suspected damage to the natural gas line. UST contacted the underground
utility company that was placed on standby previously, and authorized them to mobilize
to the site to effect emergency repairs to the line. Upon completion of the emergency
repairs, the natural gas line remained uncovered and supported in place by holding lines
secured to the building. UST continued in its attempt to clean out the impacted soil and
remove the concrete pad, but soon achieved JEGs concurrence that the instability of the
soil coupled with the continual incursion of groundwater, precluded removing the concrete
pad. At this point, the soil had continued to sluff-off up to the edge of the building's piers.
FMCs construction manager was kept fully informed of the situation and concurred with
JEG's recommendations.

UST imported approximately two hundred tons (200T) of crushed limestone and
twenty-two tons (22T) of powered quick lime for use in stabilizing the soils in the tank
excavation. The standing groundwater was vacuumed from the excavation and
transported to disposal. The quick lime was added by straight discharge hose to the moist
soils and dry original backfill material was then mixed with the lime and compacted in
place. All hydraulic action observed previously in the backfill ceased and the excavation
was backfilled and compacted to four feet (4') below grade. The natural gas line was
bedded and backfllled with sand. One hundred eighty cubic yards (180Y3) of clean select
fill was added as backfill and the crushed limestone was added as the final layer
compacted to grade. UST received site acceptance from JEG and FMC. A detailed listing
of expenses incurred in this activity is included as Attachment 1.

2. Removal of Concrete Pads. Concrete Pads were removed from sites 1411, 1518,
4102 and 4210. The pads at 1750 and 3001 were authorized to be left in place. A
detailed listing of expenses incurred for this activity is included as Attachment 2.

3. Overexcavation at Sites 1518, 1750, and 4102. The costs associated with
overexcavation of petroleum impacted soils, are listed in Attachment 3.

4. Overexcavation at Site 1411. A detailed listing of expenses associated with
overexcavating petroleum impacted soils at this activity, is included as Attachment 4.

5. Overexcavation at Site 4210. The detailed listing of these expenses is included
as Attachment 5.

6. Additional Pumping and Removal of Tank Pit Fluids. Heavy rain storms
created excessive water at Sites 1411, 1518, 1750 and 4210. To continue with the removal
and backfllling activities, the water was removed from the tank excavation areas and
transported to disposal. Groundwater was encountered at Site 3001 and was required to
be removed prior to achieving stabilization of the tank backfilling efforts.

7. Monitoring Well Abandonment. Although quoted initially, UST was successful
in removing each tank without endangering a monitoring well. Therefore, the
abandonment of the six (6) monitoring wells was not required. The elimination of this
line item results in a deductive change order of $1,800.00.

A summary of the items requested as Change Order No. 1 is provided below:
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UNIFIED SERVICES OF TEXAS, INC.

SiTE SAFETY R1EF1NG GUiDE

Project No:__________________ Date: //
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing wilt be conducted for afi employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shalt be recorded on this form.

BRiE FER: ______________________________

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities.

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

11. Site safety equipment:
124 ttem first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Trallic cones, barricades, etc. Caution tape
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_________ Date:________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing wilt be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on this form.

_________ BRIEFER: ,1iL"A1TENDEES

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities.

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electilcal equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shalt be properly stowed when not in use.

7. All trash and other debris shalt be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

11. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape

UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

Project No:
—
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UNIFIED SERVICES OF TEXAS, (NC.

SITE SAFETY BRIEFING GUIDE

Project No: Z__ Date:_______________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on tft

ATTENDEEIU
GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities.

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

11. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices I-fearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

326121

Project No: - 00?- Date:

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reciuired. Each attendee's name shall be fort''

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities.

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

lj. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

/ 3 o B

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape



UNIFIED SERVICES OF TEXAS, INC. 326122
SITE SAFETY BRIEFING GUIDE

Project No: (o -ODZ Date:

in accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, anWor additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site slecific safety items
should be added as recuired. Each attendees name shall be recorded on this form.

ATTEN EES BRIEFER:

L 4&2

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities.

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properiy stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the worI area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

IL Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

l. F7 ORcvcc



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

326123

Project No: 2Sg(0- Date:________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded this

ATTENDES

Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

Overhead obstructions and underground utilities.

No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. AlL tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

1. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape

BRIEFER:

GENERAL TOPICS



326124
UNIFIED SERVICES OF TEXAS, INC.

SITE -SAFETY BRIEFING GUIDE

Project No:
— Date: 3/Z 8/ 9

In accordance with Unified SeMces of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded on this form.

__________ BRIEFER: ______________________________

5
______________ (4114Oo

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities.

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properiy stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

lj Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

?2. Sicc1 ocv

ATENDS
czecVIJz

c2U47 '—I
GENERAL TOPICS



UNIFIED SERVICES OF TEXAS, INC. 326125
SITE SAFETY BRIEFING GUIDE

Project No: 3B% -O Date: /i/96

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a genpr listing and
should not be considered to be a complete list of topics to be covered1 Site specific/saf ty ite
should be added as required. Each attendee's name shall be record on this fo

ATTENS
BRIEFER: tI441'

_________ 71? 2-
GENERAL TOPICS

/

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if p sible.O...
3. Overhead obstructions and underground utilities. :ij44c_
4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time'T

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

1 ., Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc Caution tape

(. c-



UNIFIED SERVICES OF TEXAS, INC. 326126SITE SAFETY BRIEFING GUIDE

Project No: 002 Date:4J1/9

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be record on t is to

ATTENDEES BRIEFER:

1
///7

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities.

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time

within the work area or any UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have

bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steet toe shoes, hand, ear and eye

protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

11w.. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

Obsc



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

32612'?

ProjectNo: 9-oz Date: 4J3/q
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reQuired. Each attendee's name shall be recorded on this form.

__________ BRIE FEATTEN ES1*/7
;b!)//-L

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and bnef prmit restrictions & hazar).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

326128

Project No: -pp2- Date: 4/4/q,
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded on 'form.

_________ BRIEFER: __________________________

,

'-'K

ATTENPEES ,.j
7) /1-

. i'44?.. —

T(
/r

frjJ7(_/

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection. etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

Gloves (leather, rubber and latex)

Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape



326129
UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: '72 t-'1- Date: '/ / / '
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded on this form.

ATTENDEES

4 (

SDA\
,/2/

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

BRIEFER:

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape



UNIFIED SERVICES OF TEXAS, INC. 326130
SITE SAFETY BRIEFING GUIDE

Project No: 17 Date: 9
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site sDecific
should be added as reQuired. Eacp attendee's name shall be recorded on this form.

ATTENDEES

/1

TIBLk/\ C ____________

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. Jl electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (loather, rubber and latex)
Appropriate disposat outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A: 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

Project No: 3 Date: /1' )
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reauired. Each,attendees name shaH be recorded

&( 61'

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the lob site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A: 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.



326132
UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: 5S'O OZ Date: 4/II Jq
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on this form.

BRIEFER: ,1L224 CA' ,4ei' fl'.Af\

(,L1tt) il-1)7

/'4Jit'
GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Heanng protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

32613

Project No:______________ Date:

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list
should be added as reauired. Each attendees

PATTENDE p
of topics to be covered. Site specific safety items
name shall be recorded on)isrm.

BRIEFER:

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overt-iead obstructions and underground utilities (Review and brief permit restnctions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipmenl usec must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed wnen not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes. hana, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positionea and readied for immediate use

11. No eating or drinking shall be permitted at the lob site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

14 Specific Task(s) Scfleduled for the day.

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

326134

Project No: 38%-O02- Date://'j '?;

GENERAL TOPICS

1 Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overbead obstructions and underground utilities (Review and bnef permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electncal equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. Alt trash and other debris shall be removed from the job site daily pnor to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area. e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the ob site.

12. Site safety equipment:
124 item first aid kit
Appropnate disposal outer clothing
Eye protection devices
3A: 4OBC fire extinguishers
Traffic cones, barncades, etc.

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

Gloves (leather, rubber and latex)
Emergency hand lights
Heanng protection devices
Head protection devices
Caution tape

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site soecific saty items
should be added as reauired. Each attendees name shall be recorded on thf?rm.

BRIEFER: 1JU_ J4

_________
fl-j__
79(/



UNIFIED SERVICES OF TEXAS, INC. 32613S
SITE SAFETY BRIEFING GUIDE

Project No: Date:__________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reauired. Each attendees name shall be recorded on this fornjl

ATTEND E,E

Pa44%d -
uTt

GENERAL TOPICS

1. Keep vehicle and foot traffic within immethate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restnctions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area. e.g. hard hats, steel toe shoes, hand, ear arid eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Heanrig protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

BRIEFER:
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Project No: Date:________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
brief ing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site soecific safety items
should be added as reauired. Each attendee's name shall be recorded on this form.

_________ BRIEFER: __________________________ATTEN

fr-

14_

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief pemiit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debns shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11 No eating or dnnking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barncades, etc.

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

Gloves (leather, rubber and latex)
Emergency hand lights
Heanng protection devices
Head protection devices
Caution tape

4eLzc -
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UNIFiED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

ProjectNo: .9OVZ Date:______________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific saety items
should be added as required. Each attendees name shall be recorded on this

ATTENDE BRIEFER: ____________________________

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicte.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or dnnking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropnate disposal outer clothing Emergency hand lights
Eye protection devrces Heanng protection devices
3A; 408c fire extinguishers Head protection devices
Traffic cones, barricades. etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled br the day

,S E&W G) C'-7 f1wt) C,4 Pf ZO Cel) c%2-(i /e-az
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UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

ProjectNo: %-cjZ Date:____________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. itens
should be added as required. Each attendees name shall be recorded or

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and bnef permit restnctions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electncal equipment must have adequate grounos. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debns shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area. e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the lob site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones. barricades, etc. Caulion tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.
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UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

ProjectNo:______________ Date:_____________
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on his form.

-
BRIEFER: £c? ,;!:7

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures Route to Emergency Room (Hospital).
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UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

ProjectNo:_____________ Date:___________
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded on t is fo m.

_________ BRIEFER: ___________________________

(2 ATTEND —

GENERAL TOPICS

1. Keep vehicle and toot traffic within immediate vicinity of the lob site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the lob site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).
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In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on4 form.

ATTEND,

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A: 4OBC fire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).

Project No: ' -OO 1- Date: ______
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Project No:

UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

Date:

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded on t for

_________ BRIEFER: ___________________________ATTE EES

GENERAL TOPICS

1 Keep vehicle and toot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and bnef permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC lire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 408C tire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape

14. Specific Task(s) Scheduled for the day

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).
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Dte 64/9C

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures S Route to Emergency Room (Hospital).

UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

Project No: 3 q oo Z.
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded o form.

__________ BRIEFER: g2

GENERAL TOPICS

— 1(-

ft

19P,: g/

ATTENDEES _______ _________________

- ______

•

/1 (11ilc_ ________
1 ep vehicle and foot traffic within immediate vicinity of the job site to a minimum

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and bnef permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape
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Project No:. 3_ooi Date:

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reciuired. Each attendees name shall be recorded on this f rm.

_________ BRIEFER: c2eiI) I) ATTENDE)U'u1 te2

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the lob site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and bnef permit restrictions & hazards).

4. 4o Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the iob site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape

14. Specific Task(s) Scheduled for the day

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).



326145
UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: — Date: /3/1
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a generat listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reQuired. Each attendees name shall be recorded on

GENERAL TOPICS

Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review M5DS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle,

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).
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SITE SAFETY BRIEFING GUIDE

Project No:
e 'L Date: C

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site sDecific safety ite(ns
should be added as reQuired. Each attendees name shall be recorded on this form. )

BRIEFER: IA1 L.z-1_-- 4::?

GENERAL TOPICS

1. Keep vehicle and toot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safely Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures and Route to Emergency Room
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SITE SAFETY BRIEFING GUIDE

Project No:____________ Date:____________
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site siecific safety items
should be added as required. Each attendee's name shall be recorded on is form..

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. . All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures and Route to Emergency Room.
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SITE SAFETY BRIEFING GUIDE

ProjectNo: O2— Date:_______________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reQuired. Each attendee's name shall be recorded form.

END ES BRIEFER: (Vaev'n

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures and Route to Emergency Room.
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FINAL REPORT

UNDERGROUND STORAGE TANK SYSTEM UPGRADES

Authority:

JEG Subcontract No. 1O-K702-S-96-0003
AFCEE/AFBCA PROGRAM, NAS FT. WORTH JRB,

Carswell Field, Fort Worth, Texas

Report Number: 3496-003

June 28, 1996

Prepared for:

Ms. Lynn Schuetter, Project Manager
Mr. Robert C. Mifier, Subcontract Manager
JACOBS ENGINEERING GROUP, INC.

600 Seventeenth Street, Suite 1 lOON
Denver, Colorado 80202

(303) 595-8855; Facsimile (303) 595-8857

Prepared by:

UNIFIED SERVICES OF TEXAS, INC.
2110 Greenbriar Drive
Southiake, Texas 76092
Metro (817) 481-9510

Fax (817) 488-1729

RESTRICTIONS ON THE USE AND DISCLOSURE OF INFORMATION ANDIOR DATA

The intormation and/or data contained herein shall not be disclosed outside Jacobs Engineenng Group, Inc. and shall not be duplicated, used, or
disclosed in whole or in part for any purpose without authorization from Jacobs Engineenng Group, Inc. This restriction does not limit the right to
use information contained herein if it is obtained from another source Without restriction. This restriction applies to all information and/or data
contained herein.
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I. NOTIFICATION TO OWNER

Unified Services of Texas, Inc. (UST) is licensed within the State of Texas, under the Texas

Natural Resource Conservation Commission (TNRCC) Contractor Registration Program (CRP) and the

Registered Corrective Action Specialist (RCAS) as licensee numbers 000970 and 000278, respectively.

Mr. Clarence D. Hill is licensed within the State of Texas, under the TNRCC Individual License

Program (ILP) as licensee number 001549, licensed to repair and install, as well as remove

underground storage tank systems, "A" and "B" licenses respectively. All aspects of this project were

performed under the guidance of the Petroleum Equipment Institute Recommended Practice Number

100 (PEI RP-100) and other acceptable industry practices.

As specified in Subcontract No. 10-K702-S-96-0003, Exhibit A, Statement of Work and changes

thereto dated March 26, 1996, UST upgraded eleven (11) underground storage tanks with spill

containment and overfill prevention, as well as various repairs and upgrades to the systems necessary

to ensure minimum compliance with federal, state and local regulations, at the Naval Air Station

(NAS) Fort Worth Joint Reserve Base (JRB), Carswell Field, Fort Worth, Texas (see appendices A and

B). The required Thirty Day Construction Notification was provided to the TNRCC on March 11, 1996

with a proposed date to start construction on March 11, 1996 (see Appendix C). A waiver of thirty day

notification was requested of and granted by Mr. Ron Scharber, TNRCC Region 4 Field Inspector on

March 11, 1996.

Permit No. M11-0100-96 was issued on March 22, 1996 by the City of Fort Worth, Bureau of

Fire Prevention for the upgrade of thirteen (13) underground storage tanks at twelve (12) separate

locations (Building Nos. 1015, 3000, 3001, 4111, 4127, 4136, 4141, 4143, 4145, 4155, 4171, and 4216)

on the Naval Air Base and Federal Medical Center property. Subsequently, site 3000 was deleted

from the upgrade list by agreement between AFCEE/AFBCA and the Federal Bureau of Prisons.

Digging permits were obtained from the Public Works Engineering Branch, NAS Fort Worth JRB, for

each of the remaining eleven (11) locations where underground storage tanks were upgraded. Copies

of all permits are included in Appendix D.

Contained within this report are copies of data collected during the field operations and other

pertinent data sources. Site maps and plans are contained in Appendices A and B respectively.

Applicable regulatory notifications are contained in Appendices C and D. Information regarding the

equipments used for the upgrades is contained in Appendix E, photographic evidence of the
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installations is contained in Appendix F, a chronology of events is included as Appendix G, a copy of

the revised registration is included in Appendix H (the original copy has been forwarded to the

TNRCC), and any additional general correspondence pertaining to this project is contained in

Appendix I.

In accordance with Exhibit B, Subcontract No. 10-K702-S-96-0003, five (5) copies of this report

have been provided to Ms. Lynn Schuetter, Project Manager and Mr. Robert C. Miller, Subcontract

Manager, Jacobs Engineering Group, Inc. for distribution to AFCEE, AFBCA NAS Fort Worth JRB,

the TNRCC,the City of Fort Worth Fire Prevention Bureau, attention Captain W.L. Pierce, and one

for retention by JEG in their contract files. An original copy is also retained on file in UST's office.

IL EXECUTWE SUMMARY

To ensure compliance with Title 40, Code of Federal Regulations, Parts 280 and 281, and Title

30, Texas Administrative Code, Part I "Environmental Quality", Subchapter 334, the Air Force Center

for Environmental Excellence (AFCEE) in support of the Air Force Remedial Action Program,

contracted for the installation of the required spill and overfill protection upgrades on eleven (11)

underground storage tanks located at Naval Air Station Fort Worth Joint Reserve Base, Carswell

Field, Fort Worth, Texas.

UST completed the installation of the above upgrades on May 8, 1996. A final systems test

was completed and proper operation of the systems was observed prior to returning the systems to full

service.

UI. iNTRODUCTION AND PURPOSE

The purpose of this Subcontract was to obtain services for the installation of the required

upgrades and repair of the existing storage tank system to ensure compliance with federal, state and

local regulations, in support of the Air Force Remedial Action Program, Jacobs Engineering Group's

prime contract number USAFIF41624-94-D-8116, issued by the Air Force Center for Environmental

Excellence (AFCEE).
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Unified Services of Texas, Incorporated (UST) provides this report on the installation of

required upgrades and improvements at NAS Fort Worth JRB, Fort Worth, Texas, for the purpose of

documenting the field activities conducted at the site and the observations made during the

installation of the upgrades. This report provides the data and information necessary to assess the

actions taken as well as any actions which may remain incomplete. The following representatives of

the companies and agencies listed participated in this UST investigative and repair procedure.

Responsibility Identification

FueVFank System Owner United States Air Force
Owner ID# 04532 NAS Fort Worth JRB
Facility ID #0009696 Carswell Field

Fort Worth, Texas 76127

Contractor's Team Members

Prime Contractor Jacobs Engineering Group, Inc.
Contract #USAF1F41624-94-D-8116 Ms. Lynn Schuetter, Project Manager

Mr. Robert C. Miller, Subcontract Manager
600 17th Street, SUite 1100N
Denver, Colorado 80202
(303) 595-8855; Facsimile (303) 595-8857

JE Remediation Technologies, Inc.
Mr. John C. McManus, Site Manager
P. 0. Box 52667
Houston, Texas 77052
(817) 737-7237; Facsimile (817) 737-7217

Subcontractors

SCN #10-K702-S-96-0003 Unified Services of Texas, Inc.
Mr. Clarence D. Hill, President
2110 Greenbriar Drive
Southiake, Texas 76092
(817) 481-9510; Facsimile (817) 488-1729

Waste & Storm Water Mobley Environmental Services, Inc.
Bill Bronson
2107 Quincy Street
Dallas, Texas 75212
(214) 637-6264; Facsimile (214) 637-2551

Concrete Pavement Tompkins Concrete
P. 0. Box 161096
Fort Worth, 76161
(817) 748-0819
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1V. UNDERGROUND STORAGE TANK SYSTEM UPGRADE 326155

Based upon recent changes in the requirements of existing federal and state petroleum storage

tank regulations, upgrades were completed for this facility to ensure compliance. The eleven (11)

underground storage tanks and associated piping systems have been a part of a continuous testing and

monthly monitoring program implemented by UST using Tracer Tight® technology. All eleven (11)
tank systems have demonstrated passing results over the duration of the monthly monitoring program

to date, approximately three (3) years.

Installation procedures and equipment specifications were adhered to by UST in accordance

with 30 TAC Section 334.51. Each tank was upgraded using either an OPW 1C-2100, OPW 1C-2105,

or Universal 76CD-1608 spill containment manhole. The OPW spill containment manholes provide

a five (5) gallon capacity container, pull-to-open internal drain, and cast iron covers. The Universal

model is an aboveground, seven (7) gallon capacity container with an internal drain. The overfill

prevention devices used were either an OPW 233/53 series extractor vent and ball float assembly, an

OPW 61S0 shut-off valve installed within a drop tube, or a Western Electronic Sonalert tank overfill

alarm. Tight fill adapters and fill caps were installed as required. All exposed metal fittings were

wrapped and coated for protection from corrosion. Repairs made to the tank systems that were

originally outside the scope of effort but subsequently included as extras included:

Site 1015 - repaired and relocated the vent line due to placement and size of bungs on

the tank. Since the vent line was butt welded, it could not be reinstalled in its original

location.

Site 3001 - tank is fiberglass reinforced plastic (FRP) and was installed only nine and

one-half inches (9.5") below finish soil grade. This condition is not acceptable within

standard industry practices. UST added fill material to mound the tank up to an

eighteen inch (18") minimum depth and added a larger than planned concrete finish

grade pad for protection. The vent was relocated due to it being butt welded and could

not be reinstalled in its original location. The vent is now directly above the tank,

protected by the concrete pad.

Site 4127 - all product and vent piping was replaced due to advanced corrosion most

likely caused by the entire tank system being grounded to a common electrical ground.
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This situation was likely the result of an electromagnetic survey conducted previously,

since this tank provides fuel for the emergency generator at this high voltage

switching site. The tank is physically installed underneath a chain link fence

protecting the high voltage switching units. New vent and product piping was
installed adjacent to the fence, but outside the fence and away from the high voltage

switching units.

Site 4145 - the one inch (1") vent line had to be replaced due to being too small in

diameter. Recommended industry practices require the vent line to be at least one-half

the diameter of the fill tube. The fill riser on this tank is four inches (4") in diameter,

thereby requiring the vent to be at least two inches (2") in diameter. The vent line

was also extended to the proper height of two feet (2') above the roof line. The concrete

pad at this site was noted to have settled on one end approximately two inches (2"),

making the lid on the OPW-104 manhole rest on the riser attached to the tank. The

reason for the settlement was likely hard rain combined with inadequate compaction.

On June 17, the site was inspected and no settlement was noted. However, it was

noted that the mowers had damaged both monitoring wells, dislodged their protective

manholes and destroyed one orange tight fitting lid. UST replaced the lid and reset

each manhole back over the monitoring wells. Permanent repairs should be effected

as soon as possible to prevent further damage andlor an increased opportunity for

undesired contamination. On July 2, subsequent to a final inspection by
AFCC/AFBCA/JEG, UST lifted the concrete pad, re-compacted the site and re-set the

pad at the proper height (see Appendix F for most recent photograph).

Site 4155 - the vent was extended to the proper height above the roof line.

Site 4171 - the vent was extended to the proper height above the roof line.

Site 4216 - this tank was originally listed as a fiberglass coated steel tank with no

concrete finish grade installed to protect the risers and manway, but was discovered

to be a fiberglass reinforced plastic (FRP) tank instead. The tank was installed only

eleven inches (11") below soil finish grade and was not protected from damage by being

run over or struck by mowers or other vehicles. UST added additional backfill

material over the tank to a level of approximately twenty inches (20') and installed a

THE USE OR DISCLOSURE OF THE INFORMATION
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32615k?
larger than planned concrete finish grade pad to provide the required protection. UST

extended the vent line to the proper height above the roof line.

Upgrade and repair activities began on April 11, 1996 and were considered complete on May

28, 1996. Upon completing the installation of the upgrades and repairs, all systems were tested and

observed to be operating as designed. Each tank was tested by UST using TracerTight® technology

following the completion of all upgrades with passing results.

Unified Services of Texas, Inc. provides the information contained herein based on field

observations and activities conducted from March 11, 1996 through June 17, 1996, as well as from any

information provided and deemed to be accurate by other competent sources involved, whether directly

or indirectly received. It is recommended that this report be included as a permanent part of NAS

Fort Worth JRB's petroleum storage tank system records and a copy be maintained on site. UST

appreciates the opportunity to serve your petroleum fueling and storage tank system needs and looks

forward to assisting you in any future requirements. If after you review the information contained

herein you have questions, or if I may be of further assistance, please contact me at (817) 481-9510.

Respectfully submitted,

TerriL. art
Environmental Technician

Reviewed by:

Clarence D. Hill
President

ThE USE OR DISCLOSURE OF ThE WIFORMATION
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APPENDIX A

SITE VICINITYMAP
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APPENDJX B

SITE PLANS
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APPENIMX C

TNRCC CONSTRUCTION NOTIFICATION

THE USE OR DCLOSURE oc ThE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

UnifiedServices of Texas, Inc. C-i TO ThE RESTRICTION ON ThE TTThE PAGE



**Revjsjon to Notification filed 3/11/96**

Texas Natural Resource Conservation Commission

UNDERGROUND & ABOVEGROUND STORAGE TANK
CONSTRUCTION NOTIFICATION FORM 326174

1. l Underground Storage Tank (UST)

2. 0 Stage I 0 Stage II (Vapor Recovery)

3. TYPE OF CoNSTRucTIoN: (Indicate all that apply)

o Installation 0 Replacement
O Removal 0 Abandonment

4. FACILITY LOCATION INFORMATION: 5.

Facility Name NAS Fort Worth JRB

Address/Location: (No P.O. Box) Multiple locations

on Subject Facility

County:
Tarrant

City:
Fort Worth

Facility No.: 0009696

Telephone: (817) 731—8973 Ext. 18

6. CONSULTANT INFORMATION

Company:Uflified Services of Texas, Inc.

Representative: Clarence D. Hill

Address: 2110 Creenbriar Drive

City/State/Zip: Southiake, Texas 76092

to begin March 11, 1996. Waiver granted
by Mr. Ron Scharber, Diot. 4
on March 11, 1996.

o Aboveground Storage Tank (AST)

CARB order # ____________________

Improvement

0 Other (Specify)

OWNER INFORMATION:

Owner: Carswell AFB/AFBCA

Representative: Alan Flolo, Engineering

Address:
6550 White Settlement Road

City/StateIZip:!1t Worth, TX 76114—3520

Telephone:
(817) 731—8973—Ext. 18

7. CoNT&croitINFoRMATIoN:

Company: Unified Services of Texas, Inc

Representative:lae D. Hill

Address: 2110 Greenbriar Drive

City/State/Zip:
Southiake, Texas 76092

CRP#: 000970 ILP#: 001549

Clarence D. Hill,
TiUe & Company:

President (date)

Unified Services of Texas, Inc.

8. GENERAL DESCRIPTION OF PROPOSED UST/AST Ac'rxvrry:
**Revision to Notification filed 3/11/96** Changes made to Facility Location

and Owner Information only. Furnish all equipment and materials required

to upgrade (13) underground storage tank
and overfill protection.

and piping systems with spill

9. SCHEDULEIDATES FOR PROPOSED CoNsTRuct-ioN:

Construction activities ar scheduled
10. SUyX7TED By (SUZ 3/14/96

11. MAIL COMPLETED FORM T0

Texas Natural Resource Conservation Commission
Petroleum Storage Tank Division

P.O. Box 13087
Austin, Texas 7871 1-3087

TNRCC.STAEF USE ONLi

TNRCC-O49 (O4O1-95

Date Rec'd: —

Region: —
Remarks: —
Tracking No.:

Logged By: — -



Texas Natural Resource Conservation Commission

UNDERGROUND & ABOVEGROUND STORAGE TANK
CONSTRUCTION NOTIFICATION FORM

Aboveground Storage Tank (AST)

CARB order # ____________________

Improvement
iJ Other (Specify)

326175

Storage Tanks and Piping Systems with Spill and ovërf ill protection.

11. MAIL COMPLETED FORM TO:

Tcxas Natural Resource Conservation Commission
Petroleum Storage Tank Division

P.O. Box 13087
Austin, Texas 78711-3087

TNRCC-0495 (04-01-95)

10.

1. Underground Storage Tank (UST)

2. 1 Stage I 0 Stage LI (Vapor Recovery)

3. TYPE 01 CoNSTRuCTIoN: (Indicate all that apply)

0 Installation 0 Replacement
0 Removal 0 Abandonment

4. FACILITY LocrIoN INFORMATION:

Facility Name Carswell AFB (NAS FT. WORTH

Address/Location: (No P.O. Box)______________
Bldg. 1255 Carswe].l AFB

Cntintv

5. Owi INFORMATION:

JRP Carswe—l AFB (Owner ID: 04532)e'wner:

Tarrant

Representative: Alan Flolo, Engineering

Address:
607 CES/CEV

City/State/Zip:
Fort Worth, TX 76127

Telephone:
(817) 731—8973—Ext. 18

Cit
Fort Worth

Facility No.:
0009696

Telephone: (817) 731—8973 Ext. 18

6. CONSULTANT INFORMATION:

Company:Unif led Services of Texas, Inc.

Representative: Clarence D. Hill

Address: 2110 Greenbriar Drive

City/State/Zip: Sou thlake, Texas 76092

7. Corn&croit INFORMATION:

Company: Unified Services of Texas, Inc

Representative: Clarence D. Hill

Address: 2110 Creenbriar Drive

City/State/Zip: Southlake, Texas 76092

CRP#: 000970 ILP#: 001549

8. GENERAL DESCRIFrION OF PROPOSED UST/AST ACrIvITY:
Furnish all equipment and materials required to upgrade (13) Underground

9. SCHEDULEIDATESFOR PROPOSED CoNsmucnoN:
Construction activities are scheduled
to begin March 11, 1996. Waiver
-granted by Mr Pr Srhi Tit 4
on March 11, 1996.

3/111 96
Clarence D. Hill, President (date)
Title & Company:

Unified Services of Texas, Inc.

Date Rec'd: —

Region:

Remarks: —

Tracking No.:

Logged By:—

—-
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APPENDIX 0

PERMITS & INSPECTIONS

THE USE OR DISCLOSURE OF THE INFORMATION
ANOIOR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas, Inc. D-1 TO THE RESTRICTION ON THE TITLE PAGE



BUREAU OF FIRE PREVNTI

TYPE PERMIT (Z
AMOUNT

ON F.D. 839

APPLICATION FOR PERMIT 326177

L-J PERMIT NO._______________
DOLLARS RECEIPT NO. - DAT

Department, Fort Worth, Texas:To: Chief of the Fire
Use
Install

Application s hereby made by the undersigned for a Permit to _.._J Operate
Conduct

in or on the premises known as Street or Avenue.

BUS INESS NAME: sti
(

(L_'-T
Describe briefly what type of business or operation will be conducted and if
hazardous materials are to be used list each one.

complete plans and construction details must he filed on all major projects and
requested by the Chief of the Fire Department.

(OVER)

r1o—�.. 3c-2.
ki< 1¼(J

(4s 11 (

Conditions, surroundings and arrangements to be in accordance with the Fire
Prevention Ordtnance. 1
Name of Applicant Address of Applicant



(Q 0 I G G I N G P E R M I T

J ROICC INITIATED I PW INITIATED CONTRACT J PW INITIAT I - 0 S.
THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DI" •

Request permission to dig in I6cation(s) shown on the attached sketch. This area shall be fi1d' marked /1requester before the digging permit is submitted. Jf J—
'-, f FoT

_____________ (?4 /K')�("
22Contractor'.s Representative Title Date

(p7/1 7(173X9ENCLOSURES\DRAWINGS PROVIDED IX)
(6) CATHODIC PROTECTION BEDS
(7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES COMM. OR MIL.
(9) WEATHERVISION CABLE
(10) OTHER (FUEL ETC.)

(1) SEWER LiNE
(2) GAS LINE
(3) WATER LINE
(4) STORM LINE
(5) UNDERGROUND ELECTRICAL (y-)

1. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
'equired.

2. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
excavating. The drawings do not show exact locations and are to be used as guides only. When in doubt
digging will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

igging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the 000 (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
Carswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

ROICC Project Manager or
PW Contract Surv. Supv. or
PW Maint. ForemanlSeabee Supv.

Date

2534 9
Date

Date II

Date
I)

II

I'

= -=-—----——---------- -
L

C TRACTOR'S NAMES

CONTRACT NO (IF APPLICABLE)'

-fc

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Bjanch.(i' 7)7 7- 7 7 72

ROUTING LIST

1. _____ ___ ____ ______
C Construction Rep. or Date

PW Contr urv. Rep. or
PW Maint. Craftsman bee ____________________________ ______________

p

H

if

H

Date

ngineer Tech.

4.RQ- J\QJJ\p/jJ3
30 1st Communication

5. S ri- t)a
SW Bell

6.

)A tJ - - (,— -
(JLQ L oC-AtTt)A/ 2z-S' '2(/NeT /rmL'

upervisory Engineer

Copy to:
ROCC or CSS in Shop ForemanlSelf Help, APWO. PWD FILE

PPROVE DISAPPROVED

/

Work Control Asst. (For Distribution) Date

rw r0,.,, 003
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DIGGING PERMIT
nolCc INITIATED I I PW INITIATED CONTRACT ( PW INITIA I - OlJS.

THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGIrt326l81'

(RACTOR'S NAME: /(L'j-c
- - —---'-iI&)'-

equest permission to dig in location(s) shown on the attached sketch. This area shall be field marked b tI
quester before the digging permit is submitted.

/7, - /

______________ /9'ti;
Contractor's Representative Title Date

ENCLOSURES\DRAWINGS PROVIDED (Xl
(6) CATHODIC PROTECTION BEDS
(7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES - COMM. OR
(9) WEATI4ERVISION CABLE
(10) OTHER (FUEL ETC.)

SEWER LINE V)
GAS LINE ()
WATER LINE
STORM LINE
UNDERGROUND ELECTRICAL (v..)

Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
squired.

As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
..cavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
iigginq will be used. For more information have your Government Contractor Repesentative call Public Works

'-tenance (MCD) at 6380.

I. Digging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
urs or on Federal Holidays, except as approved in advance.

i. If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
rire Dept. at 6330. Alter 4:00 PM call the OOD (Officer on Duty) Beeper No, (817) 493-7836, Base. Ext. 7151,
rswell Inn, Rooms 131 and 132 arid have them contact QUEBEC 8.

C Construction Rep. or
PW Contr urv. Rep. or
PW MainE. Craftsman bee

ROICC Project Manager or
PW Contract Surv. Supv. or
PW MainE. Foremari/Seabee Supv.

(—' C A- L-& LA-

....NTRACTNO (IF APPLICABLE): / gi2-- 7?t1, :oI Aefcu 1

(1)
(2)
(3)
(4)
(5)

I)
MIL. (>.()(I

. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
igineering Bjanch. 73

ROUTING LIST

- 1,)k1 //cMoa _____ ____________ ______
Date

3. -
ngineer Tech. 0 Date

4.
301st Communication Date

Date

/TAtLt 1r ..J-Q G
opy to:

f Hoip AP',"JQ, PWD FILE

, ______
SW Bell Date

6. ______________ i4 /
Supervisory Engineer Date

VED ISA PPROVED

- -

Date

rw r0, ()03

7-
Work Control Asst. (For DisUibution)





a ____________________________________________________________

DIGGING PERMIT
—

' ((,, RO?CC INITIATED I i PW INITIATED CONTRACT J PW INITIA ED I -HOU .

'V ,7 THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

CONTRACT NO (IF APPLICABLE):

-

Request permission to dig in location(s) shown on he attached sketch. This area sh field y the
requester beFore the digging permit is submitted.

,L)
� L _____________ /' /; (

Contractor s Representative Title AC D

12,) 7 t- S 73 - YiVL&) eJJ
ENCLOSURES\DRAWINGS PROVIDED (X) Q jA3rtitt,.

(1) SEWER LINE (6) CATHO IC ROtCTION'OS
(2) GAS LINE ()) (7) LAWN SPRINKLER SYSTEM
(3) WATER LINE (/4 (8) TELEPHONE LINES COMM. OR MIL. ()')
(4) STORM LINE ( ) (9) WEATHERVISION CABLE
(5) UNDERGROUND ELECTRICAL (y..) (10) OTHER (FUEL ETC.)

1. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
required.

2. As shown on the drawing(s), underground utilities are in (lie area and extreme care shall be used while digging or
excavating. The drawings rio not show exact locations and are to be used as guides only. When in doubt
digging will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

3. Digging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the 000 (Officer on Duty) Beeper No. (817) 493-7836. Base. Ext. 7151,
CarsweU Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Bjanch.

I
1. ()c2tlkl /(Act4oMa$ ______ ______________ _______

Rep. or
PW Co4-r. Rep. or
PW Maint. Crafts7Sa,bee

301st Co munication

2. _________ _____
Date SW Bell

6. _

.JTRACTORS NAME: ZL 3

)

Date

ROUTING LIST

3.
Egineer Tech.

. Rk& UJ&QIAAkA4

ROICC Project Manager or
PW Contract Surv. Supv. or
PW Maint. Foreman/Seabee Supv.

AEDA

Date

Date

Date

L2 fN/6 J 22'
Supervisory Engineer

iciLs/rwiv' JJfrQi/oLAJ/JX
c-r- Fn nimi/Sl HIp APWO P"VD FftE

; 9xj
Date

'PROVED

Date

rwr0, 003
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DIGGING PERMIT (.II'J '1
I ROICC INITIATED I PW INITIATED CONTRACT [ I PW INITIAD-I-E

THIS FORM MUST BE AFF'ROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

(1T1 , (ç cW3
ONTRACT NO (IF APPLICABLE): _e'.';6 -' /1 (,,g;11- ''/' L_/j _/
Request permission to dig in location(s) shown on the attached sketch. This area shall be field marked by the
requester before the digging permit is submitted. J':3&Pz:: C_1?.1&j..kL

'_/-_) ' ____________ ________
Contractor'.s Representative Title Date

ENCLOSUREStORAWINGS PROVIDED IX)
SEWER LINE V) (6) CATHODIC PROTECTION BEDS
GAS LINE () (7) LAWN SPRINKLER SYSTEM
WATER LINE (>'4 (8) TELEPHONE LINES - COMM. OR Mli.
STORM LINE I ) (9) WEATHERVISION CABLE
UNDERGROUND ELECTRICAL p>i.. (10) OTHER (FUEL ETC.)

1. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
required.

2. As shown on the drawing(s), underground utilities are in the area end extreme care shall be used while digging or
excavating. The drawings do not show exact locations and are to be used as guides only. When in doubt
digging will be used. For more intormation have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

Jigging hours, are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. If any utilities are damaged call MCD at 6380 imineciiately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330, After 4:00 PM call the 000 (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
Carswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Bjarich.(/7)737 2 37?

ROUTING LIST /

H. /t/c MII ZCc2 >
Date Date —'-

ROICC Project Manager or Date SW Belt

PW
PW

Contract Surv. Supv. or
Maint, Foreman/Seabee Supv.

c /ii?
Date

Date

Date

Copy to:
P01CC nr CSS rr Shnp Foreman/Self Help, APWO. PWD FILE rwro.n QO

(,dO

ITRACTORS NAME:

)

(1)
(2)
(3)
(4)
(5)

5x')

I)

C Construction Rep. or
PW Contr rv, Rep. or
PW Maint. Craftsman bee

Ergineer Tech.

4RA \JJi14kMiJ
301st Communication

5.EAuA

6.
Supervisory Engineer
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DIGGING PERMIT
(j / . I J ROIC INI14\TED I I PW INITIATED CONTRACT 1 3 PW INITIAL D I .1-I S ,.// THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING -

( TRACTOR'S NAME: VC.
)NTRACT NO (iF APPLiCABLE): -'c' /,r2.ç '7,/• ___________

'lequest permission to dig in l6cation(s) shown on the attached sketch. This area shall lieki marked by the
equester before the digging permit is submitted. '—1 / 3 R- L .

L f 9 /; •.
Contractor's Representative Title Date

'

ENCLOSURES\DRAWINGS PROVIDED (XI —r ('_i T r'../—7( /
(1) SEWER LINE JX) (6) CATHODIC PROTECTION BEDS' /
(2) GAS UNE f) (7) LAWN SPRINKLER SYSTEM 1

(3) WATER LINE (8) TELEPHONE LINES - COMM. OR MIL. (>1
(4) STORM LINE ( ) (9) WEATHERVISION CABLE
(5) UNDERGROUND ELECTRICAL ') (10) OTHER (FUEL ETC.)

Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
3quired.

-. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
xcavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand

digging will be used. For more inlormation have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

Jigging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

II any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the 000 (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
arsweIl Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Branch.

/7)73?737 2-632k
ROUTING LIST

1. $ do 3 _____________
- C Construction Rep. or Date Engineer Tech. Date

taint. Craftsman bee 4. _________ _____
301st Communication Date

___________ _____ ,*%
ROICC Project Manager or Date SW Bell 7Qfr" Date

PW Maint. For:manlSeab:e Supv. 6. ___________
Supervisory Engineer Date

211j. JAA7 DISAPPROVED

-

Work Control Asst. (For Distribution) Date

Copy to:
P01CC nr SS rr Shoe Foreman/Self Help. APWO, PWD FILE rwr0,' 003
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(Q C) , I G G I N G P E R M I T ff( !fI I ROICC INITIATED I PW INITIATED CONTRACT I I PW INITIAT I •HO S
THIS FORM MU T BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIG GIfIG

•(T1--- fi-c
ONTRACT NO (IF APPLICABLE): / ••.'j —, , / 7

1.

ROICC Project Manager or Date
PW Contract Surv. Supv. or
PW Maint. Forenian/Seabee Supv.

Engineer Tech.

L)
301st Conirnunication

(&- ,cO?5i3
SW Bell

Supervisory Engineer

'TRACTOR'S NAME:

Request permission to dig in Iócation(s) shown on the attached sketch. This area shall be field marked by the
requester before the digging permit is submitted. I

7) - ' Jk0 iirf _____
Contractor'.s Representative Title '

C tei2) r
ENCLOSUItES\DRAWINGS PROVIDED IX) vvi1, —--Y(1) SEWER LINE V) (6) CATHODI PROTECTION B'DS .) )

(2) GAS LINE f) (7) LAWN SPRINKLER SYSTEM
(3) WATER LINE (>L3 (8) TELEPHONE LINES - COMM. OR Mu. L>)
(4) STORM LINE I I (9) WEATHERVISION CABLE ( )

(5) UNDERGROUND ELECTRICAL (v..) (10) OTHER (FUEL ETC.)

Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
equired.

. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
'xcavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
digging will be used. For more information have your Government Contractor Representative call Public Works
Jvlaintenance (MCD) at 6380.

)igging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

t. If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the OOD (Officer on Duty) Beeper No, (817) 493-7836, Base. Ext. 7151,
Carswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
ngineering Bjanch. 737

ROUTING LIST

Mt $ ______ _____________ ______
'R4CConstruction Rep. or Date Dated'

PWM Cafts bee ______________
Date

j
________ ___________________ -,

Date

Date

/ 1T'.4-J (

Copy to:
flOlCC or CSS or Shop Foreman/Self Help, APWO, PWD FILE

APPROVED

Work Control Asst. (F'r Distribution) Date

rw ID" 003
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() 4' I G G I N (3 P E R M I I

C// yI ) ROICC INITIATE9'I I PW INITIATED CONTRACT ( j PW INITIATE I -HO
THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

/ () (7 / Q7 ,
TRACToR'S NAME: (;j < c ()çc /'— (aa

ONTRACT NO (IF APPLICABLE): —'( /-J 7't/
Request permission to dig in location(s) shown on the attached sketch. TJiis ar shall be field marked by the
requester before the digging permit is submitted. / L[? rc- :._. 7yv' ?

L I
Contractor's Representative Title

ENCLOSURES\DRAWINGS PROVIDED (X)
(6) CATHODIC PROTECTION BEDS
(7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES - COMM. OR Mu.
(9) WEATIIERVISION CABLE
(10) OTHER FUEL ETC.)

(1) SEWER LINE
(2) GAS LINE
(3) WATER LINE
(4) STORM LINE
(5) UNDERGROUND ELECTRICAL (y)

• Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
'equired.

. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
xcavating. The drawings do not show exact locations and are to be used as guides only. When in doubt fl
digging will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

iigging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. II any utilities are damaged call MCD at 6380 imuiiediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. Alter 4:00 PM call the OOD (Officer on Duty) Beeper No. (817) 4937836, Base. Ext. 7151.

arswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

C Construction Rep. or
PW Contr urv. Rep. or
PW Maint. Craftsman bee

ROICC Project Manager or Date
PW Contract Surv. Supv. or
PW Maint. ForemanfSeabee Supv.

'Engineer Tech. _-"

301St Communication

5. 712(
SW Bell

6.
Supervisory Engineer

':i qj

Date). - 7
pd-)

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
engineering Bjanch. 7

ROUTING LIST

1. _____ 3 _____________ 22n2
Date Date

-I
- . '-,. Tf

-

- . ,ci;r,c: /

.c

Date-;
Date

Date

Copy to:
nnP—c or CSS or Shop Foreman/Self Help. APWO. PWD FILE

APPROVE DISAPPROVED

Work Control Asst. (For Distribution) Date

rwr.m 003



0
ID

'0'

4

1

0



G G IN G PER M IT £f,.f )I J ROICC IN IATED I i PW INITIATED CONTRACT J PW INITIATED IN-HOUS. .
THIS FORM M T BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

9equest permission to dig in I6cation(s) shown on the attached sketch. This area shall be field marked by the
equester before the digging permit is submitted.

LJ) LL5 1—/D7

___________ V

Contractor's Representative Title kate

( (7) •7 ( - 73
ENCLOSURES\ORAWINGS PROVIDED IX) L o Wv A...i1

(6) CATHODIC PROTECTION BEDS
(7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES - COMM. OR Mu. (>1
(9) WEATtIERVISION CABLE
(10) OTHER(FUELETC.)

Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
guired.

As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
xcavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand

digging will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

Jigging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the OOD (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
arswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Bjanch. 7 37

ROUTING LIST

frI jCMc)11( L,htCd0 3. ____________ ______
DateC Construction Rep. or

PW Contr urv. Rep. or
PW Maint. Craftsman bee 4. / I ' -

301st Communication V Date

)5. ALt 'LQ... (—'/r.i.1.O
W Bell Date

6.

V

Supervisory Engineer

rHACT0R'S NAME:

)NTRACT NO (IF APPLICABLE): .,;6 '( ,i,j;- /• /
I JG193

(1)
(2)
(3)
(4)
(5)

p

SEWER LINE
GAS LINE
WATER LINE
STORM LINE
UNDERGROUND ELECTRICAL ()

/V;
I

Engineer Tech.

ROICC Project Manager or
PW Contract Surv. Supv. or
PW Maint. ForemanlSeabee Supv.

ZMi IAJf

Date

Date

J Lt:
'V ' \. f;,/' I

Date

Work Control Asst. (I

)ISAPPROVED

Copy to:
P01CC nr CSS rr Shop Foremnn/Selt Help, APWO. PWD FILE rwr0,., 003

Distribution) Date
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c)IGGING PERMIT
( I ROICC INI (ATED,/' I I PW INITIATED CONTRACT F I PW INITIA D - S .

THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING

DI" ( ___
ONTRACT NO (IF APPLICABLE): '( / /7V1

Request permission to dig in I6cation(s) shown on the attached sketch. This area shall be field marked b the
requester before the digging permit is submitted. J .5 I

7). ZT4 Cr: —/•J>
Coritractor'.s Representative Title Date(p2) ?(73ENCLOSUIIES\DRAWINGS PROVIDED IX)

(6) CATHODIC PROTECTION BEDS v)
(7) LAWN SPRINKLER SYSTEM
(8) TELEPHONE LINES - COMM. OR MIL. (>1
(9) WEATHERVISION CABLE
(10) OTHER (FUEL ETC.)

Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
equired.

'. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
•xcavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
digging will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

.. Jigging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

1. If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the OOD (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
Carswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

- -
C Construction Rep. or

PW Contr urv. Rep. or
PW Maint. Craftsman bee

ROICC Project Manager or Date
PW Contract Surv. Supv. or
PW Mairit. Foreman/Seabee Supv.

JTRACTOR'S NAME:

(1)
(2)
(3)
(4)
(5)

SEWER LINE
GAS LINE f,C)
WATER LINE
STORM LINE
UNDERGROUND ELECTRICAL '>

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Bjanch.

/
1. 1,)cv1 /L/cMaMU _____ ____________ ______

Date

ROUTING LIST

ngineer Tech.

4. O . Ai.
Date

301St Communication

,-"--L L;/ L/
Date

5.PU ( t, b51 it9:
SW Bell Date

6. ___

ftA f) J _:,:DL_il

Supervisory Engineer Date

PRO V' IS APPRO VED

-•. / i--. - - / ji' - -. Work Control Asst. (Fr Distribution)
Copy to: 1'— D O
ROICC or CSS or Shop ForcminISelf Help, APWO, PWD FILE

Date

rwro" 003
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DIGGING PERMIT
j RO1CC INITIATED I I PW INITIATED CONTRACT I PW INITIATE IN-H S

THiS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING -

!TRACTOR'S NAME: L _________
CONTRACT NO (IF APPLICABLE): ,.c -' 'I— /',- ',g:- /'7t,/ —

Request permission to dig in l6cation(s} shown on the attached sketch. This area shaH be field marked by the
requester before the digging permit is submitted.

I_.] ,i r—7 / /,,,L tT AP1

L ____________
Contractor's Representative Title A IA C' --DateIv (,J

ENCLOSURES\ORAWINGS PROVIDED (X) F2 1 v1J.)'
(6) CATHODIC PROTECTIO'BEOS
(7) LAWN SPRINKLER SYSTEM ( ) .

(>L (8) TELEPHONE LINES - COMM. OR MIL. 1>') (6
(9) WEATLIERVISION CABLE
(101 OTI-iER(FUEL ETC.)

1. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
required.

2. As shown on the drawing(s), underground utilities are in the area arid extreme care shall be used while digging or
excavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
thgqinc will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

rigging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. If any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. After 4:00 PM call the OOD (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
Carswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

Date

Date

Date

__________________
Date

326198

(1)
(2)
(3)
(4)
(5)

SEWER LINE
GAS LINE
WATER LINE
STORM LINE
UNDERGROUND ELECTRICAL (y.4

A

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Bjanch.

/ ROUTING LIST —;-;2 (3 77
1. 1)e2tk1 /(JcMcLt _____ ______

"R94.Cçonstruction Rep. or Date
PW Contr urv. Rep. or
PW Maint. Craftsman bee ____________ ____________ ______________

II

II

II

Date

3. ___
Engineer Tech.

______ /
3O1t 'Communication

5.J ti" L1o
SW Bell —L-

6.

2. _____________________________ ____________
ROICC Project Manager or
PW Contract Surv. Supv. or
PW Maint. Foreman eabee Supv.

c c-u&/14i)3 /-r
Copy to:
ROICO or CSS ur Shop Foreman/Self Hrlp, APWO. PWD FILE

Survisory Engineer

VlSAPPROVED

Work Control Asst. (For Distribution) Date

rw r0,,,, 003

Ii

II
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I G G I N G P E R M

7I. I ROICC INITIATED I I PW INITIATED CONTRACT I PW INITIAT lN-HOUSLf
THIS FORM MUST BE APPROVED AT LEAST TEN (10) DAYS PRIOR TO DIGGING I//JA4IJ/ _________?S'- cc-3

326200

Request permission to dig in ldcation(s) shown on the attached sketch. This a e shall be field marked by the
requester before the digging permit is submitted. .% /v

Contractor'.s Representative TitIe' t'?C' Da

ENCLOSURES\DRAWINGS PROVIDED (XI F7 -r k' A
(6) CATHODIC PROTECTION BEDS
(7) LAWN SPRINKLER SYSTEM

t'3 (8) TELEPHONE LINES - COMM. OR MIL.
(9) WEATI4ERVISION CABLE
(10) OTHER (FUEL ETC.)

1. Enclosures, as indicated, are provided for the above listed location only. For other locations new permits are
equired.

2. As shown on the drawing(s), underground utilities are in the area and extreme care shall be used while digging or
excavating. The drawings do not show exact locations and are to be used as guides only. When in doubt hand
digging will be used. For more information have your Government Contractor Representative call Public Works
Maintenance (MCD) at 6380.

Z igging hours are between 8:00 AM and 4:00 PM Monday thru Friday. No digging will be permitted outside these
hours or on Federal Holidays, except as approved in advance.

4. II any utilities are damaged call MCD at 6380 immediately. In case of natural gas or fuel line damage also call the
Fire Dept. at 6330. Alter 4:00 PM call the OOD (Officer on Duty) Beeper No. (817) 493-7836, Base. Ext. 7151,
Carswell Inn, Rooms 131 and 132 and have them contact QUEBEC 8.

5. Any utilities found that are not on drawings shall be marked on the drawing and returned to the Public Works
Engineering Baiich. , 3

1.

R OUTI NGUST

22
C Construction Rep. or Date ._— -

,ineer Tec,h.
Date

ainraftsm bee 4. i. •'•'< 'cJ
301st Communication Date5i5 Isse irC
(' SW Bell Date

6. ____________ ______
JJ

H

11pw r0., 003

2

C 'TRACTOR'S NAME:

ONTRACT NO (IF APPLlCA8LE):-'.'( ,,1:- L'/ / 7;?7t /

(1)
(2)
(3)
(4)
(5)

SEWER LINE
GAS LINE
WATER LINE
STORM LINE
UNDERGROUND ELECTRICAL

7V
I)

ROICC Project Manager or
PW Contract Surv. Supv. or
PW Maint. Foreman/Seabee Supv.

Date

II

ii

II

II

Supervisory Engineer Date

Copy to:
ROICC or CSS or Shop Forerian/Self 1-Ipip, APWO. PWD FILE
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APPENDIX E

UPGRADE EQUIPMENT INFORMATION

THE USE OR DISCLOSURE OF THE INFORMATION
AND!OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas, inc. E-1 TO THE RESTRIC11ON ON ThE TITLE PAGE



opW SERVICE STATION LAYOUTS

A. Overfill Prevention
with the OPW 6ISO

1. OPW 1 Series

2. OPW 634TT Cap

3. OPW 633T Adaptor

4. OPW6JSO

¼

5. OPW 104A Manhole

6. OPW 1711T

7. OPW 161 1AV Adaptor

8. OPW 233V or 233VM Extractor
Fitting

I
9. OPW 53 Series

SYSTEM 2 COMPONENTS 326204

4

B. Overfill Prevention
with the OPW S3VML

7*
:' ;



r

I.

Standard Spill ConXaizmenz
Box #6100

—a a—

L4fJTour

Retrofit Spill Cort2h,menr
Box #11O

• LockabLe 1k!
a Weather resistant design
• Custom manufactured to your speciflcatons
• Ciaskets avaabe in various materials
• OptJonal prime epoxy coating
• Range of capacttes

3-94

Call 1-OO-821-6583forpdthn.g & delivery

ee utd &uee 2$4. ec.

81 6-924-3900
O0-821-6Sa3
FAX 816-24-39O3

326205

AST Spill
Containment Box

P.O. BOX 8026
KANSAS crtY. M1SSOUR 64129

10 —

Retrofit Spill Contanxxicat
Boc f6130 'with Drain

The design features of the Clay & Bailey AST
Spili Containment Box are: -

Clay & Bailey Mfg Co. now offers to the petroleum industry an economical
solution to the problem of fabricating an Overspill Containment Box

With our fabrication shop we can offer tte
following benefits:

Allows standardization of tank design
Mirtumzes cost of production
Quick delivery for lower inventory costs



SYSTEM for

—

—LOW COST
—SOLID STATE SENSING DEVICE, NO MOVING PARTS
—INTRINSICALLY SAFE, BATTERY POWERED
—EASY TO INSTALL
—95 DECIBEL AUDIO ALARM

WESTERI
FIVCTPflNIC

,— —— —. — 1TTTiT *— !— p. • r —— I — I W I I— •i . • - . . . •i•— - U I ! ! I I ! !— — p a•_ p _____________ ________

S .a -i-ji. _.. _I. -J17 IiIp — • p • — • p — p I I — I 1 1 IS

WU._N
___ ______ 'I '1] L'J %]



The TANK ALARM is a pressure sensing
device used to sound an alarm at
90% fluid level.

• Field adjustable for all size tanks
• Sensing head fits standard T

threaded opening
• Easy to operate, single switch for

ON/OFF test
• Accurate repeatability poirr
• Built in self test
• Uses internal low voltage

batteries, no external electrical
requirements

• 2 year limited warranty

WESTERN
ELECTRONICS
2626
GRANE PR4IRI

EMPERATURE RANGE: -40°C to 70°C
:)IMENSIONS: 7" x 41/4" x 3½"
CWER REQUIREMENTS: No external power

requirements. Internal
battery power 18 VDC

// F

32620r

II

I Specifications:

II
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APPENDIX F

PHOTOGRAPHIC EVIDENCE

THE USE OR DISCLOSURE OF ThE INFORMATION
ANDdOR DATA CONTAINED HEREIN IS SUB.JECT

Unified Seriices of Texas, inc. F-i TO THE RESTRICTION ON THE TITLE PAGE



1. SpA containmeor arrd overfill nmrectior
devices installea at 1015

3 All flretai Ol)jecN .nicced WIth cothodic
protection lace prior rn bnckfillinq

Unified Services or 7exas, Inc 2

Concrete pad installed

IRE USE OH DISCLOSURE OF THE INEORMNTIOtI
AIJDIOI4 JATA CONTAINED HEREIN IS TUAJFCT
ni THE RESTRICTION ON HE TITLE PAGE

N\t— JO( bI'F \\i( )It[ Ii .11< R
tKr I

lEt1Ii '4o. t 1)1:—I
326209

2 Vent hoe Felocated doe to being butt welded
& could net be reicsteled at original locatiorr.

P.

••r - -c

- 5.

;; :!48

I-,

2 -



r \V(
—r E1( ;R\[

f';ik :B)fl) I 326210

5. BackIW mounded uo arcund tank 3001- to
a depth of 180

0 OoerflI{ protection devc and new vent line
In ed

T Cr/crew fjjsh grade irsia ed over tank
3001

Unified Services of Texas, Inc. F'- R

THE USE OR DISCLOSURE OF THE INFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON TI/F TITLE PAGE

r :r
/

-
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12. Site 4127 prior to start of upgrades.

I

14. New product line ano trench nstaied &
calhodicalty protectect

Unified Services of Texas, Inc.

13. Produci line with evidence of advanced
ccorroson Note holes in pipe.

15 New croduct line, vent line, spilt protection
and O\ erfill protection alarm installed.

THE USE UP DIUCLOSUFIF (IF THE iN(OfFMATION
AND(OR DATA CONTAINEU UFREIN IS SUBJECT
TO THE PFSTRICTION ON THE TITLE PACE

? \?'t V(

tat N<t 4
326212

H:

It



326213

6 Excavadon backfSed to grade &
compacted

17. Gauge port riser with concrete pad
instafled.

8. SpiH and overtii protectic.i concrete pad
instaHed.

Unified Services of Texas, Inc.

TH UsE OR DISCLOSURE OF THE INFOHMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT
TO THI: FSTRICTIGN ON TIlE TITLE PAGE

F( )t \V( )}
I —[ . i ;J
'I ank "o. 12- I



:'iv :FEIlT
lank JN0. 1 :;— I

326214

19. Site 436 prior to uparade.

Unified Services of Texas, Inc. F-

20. Overfill protectio device being installed.

THE USE OR DISCLOSURE Of THE INFORMATION
ANDIOH DATA CONTAINED HEREIN IS SUBJECT
TO THE RESTRICTION ON THE TITLE PAGE



NS F( )I{T \V( )R'FFI .JltIt
LJ'F UIURi1)1*

Tank No. III —1

S

326215

THE SE DR DISCLOSURE OF THE UFDRMSTIUI4
ANDIOR DATA CONTAINED HEREIN IS TIIRJEC1
rh THE RFSTNIniON UN THE T'TLE

.3
a

21. Site 4141 prior to upgrades. 22. SpiN protection and overtill alarm installed.

a

1 -,-N

23 Excavalion backtlled to grade &

compacted.

Unit/ca Services of Texas JUL F-h

20 Concreto pad instalied.



('( F' \V( fii I J U U(-[ Lc;tI:t
]ariL N>. I 4t-J

26. Riser for overfill alarm installed &
cathodically protected.

Excavation oa:i<tiled to grade &
compac ad

28 Concrete pad installed around overfifl
pfOiSOtiOi) device.

Unified Sertices o Inc

TH USE OR DISGLOSURF Or THE INFORMATION
5110/OR DATA CONTAINED HERE/N /S S/JR/I/Cr
ro HE REST/ ITT/IT/I ON THE T/TLE FADE

3W6216

25. Spill containment insrailed.



N A.'' ort )t1 h
LS'I' UPG1tA)E
'rank No. 1143-1 326217

29 UDgr3des completed

Unified Services of Texas, Inc. F- 1 0

THE USE OR DISCLOSURE OF THE INFORMATiON
ANDOR DATA CONTAINED HEREIN IS SUBJECT

TO THE RESTRICTiON ON THE TiTLE PAGE



NAS Fort Worth .JItB
UST UPGRADES
Tank No. I 115-I 326218

— :—

RI.

'. 37- ;'-

3Th Spilt & overfill protection, as well as new
SAP vent piping installed.

—-'C.k •.'c -. .- -;: -s'e -•A-

- ,

—

r. r

33 Concrete pad installed. Access to overfill
protection device through CPW-104 MH.

• Iar-r: flA'-t---- - - • .

30. Site 4i45 prior to upgrades

'I-

:: .Zt

32. Vent extended to proper height above root

Unified Services of Texas, Inc.

THE USE OR DISCLOSURE OFTHE INFORMATION
AND/OR DATA CONTAJNED HEREIN IS SUB.IECT

F- I I TO THE RESTRICTION ON THE TITLE PACE



NAS Fort Vrh .J
uF U(RAI)ES
Tank No.

34 Concrete slab settlec & 'ans rarsed & re-
compacted on July 2, 1996

Unified Services of Texas, Inc. F-12

326219

THE USE OR DISCLOSURE OF THE INFORMATiON
ANDOR DATA CONTAiNED HEREIN tS SUBJECT
TO THE RESTRICTiON ON THE TITLE PAGE



NA port \Vor:ji .H.H
UST UPGftAI)ES
Tank No. 4U5-i 326220

35 Site 4155 char to cpades St1t1 & overtili protection devic Doing
stared

_ 4.

37 Excavation bacKi Cd o gracra
compacted.

Unified Services of Texas Inc. JC. I 3

THE USE OR DISCLOSURE OF THE INFORMAflON
ANDIOR DATA CONTAINED HEREIN IS SUAJECT
TO THE RESTRICTiON ON TSE TiTLE PAGE

I

r .'::c-1

38 Vent extended to proper height above root



Unified Services of Texas, Inc

THE USE OR DISCLOSURE OF THE INFORMATION
ANDOR DATA CONTAINED HEREIN IS SUEJECT
TO THE RESTP1ICT1ON ON THE TITLE PACE

NiS Fort Vorth .HtB
LJST UPGRADES
'Fank No. 4155-I 326221

•
-:

- TT
.,-

39 COnCBtG ad InsiaUeo



3(Sr Wcrt .JB

'r No.. .117l_1 326222

43 Conce1e

Unjfi9d SrvIces of Texas, inc. F I

THE USE OR DISCLOSURE OF TIE INFORMATiON

ENo;OR DATE COlflEJNED HEREIN IS SUBJECT

TO TIlE RESThICTION ON THE TITLE PAGE

4ft Sbe 4t71 pdor to uogrades 41 Spdl & overHl prOtection instaed. Note
oathodlc protection tape on all exposed pping

- y : '-

42 Vent extended to oroner height above rcjt



NAS Fort Wcirrli 4ftB
LS'F jcg'( tAI )ES
E:*rsit No_ t2 I — I

326223

So. Site 4216 prior to upgrades.

Unified Services OF Teras. (no.

HF USE OR DIScLOSURE OF THE UFORMA11ON
AND OR DATA CONTAINED HEREIN IS SUBJECT
O THE RESTRICTION ON THE TITLE EAOE

;r.ovedili oroection oeiog Insiollec

so SRI HVe!IOIr bocxcl!pc 4 compacted Vent extended to proper height above roof



NAS 'ort Wrr
US't'
Fan1 No. 2i-

48 Concrete pad installed over risers &
manholes on tank

Unified Services of Texas, Inc. F- 17

a26224

THE USE OR DISCLOSURE OF THE INFORMATiON
ANDIOR DATA CONTAINED HEREIN IS SUEJECT
TO THE RESTRICTION ON THE TITLE PAGE

- ---
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APPENIII.X G

CHRONOLOGY OF EVENTS

ThE USE OR DISCLOSURE OF THE WIFORMATION
AND/OR DATA CONTAINED HEREIN IS SUBJECT

Unified Services of Texas, Inc. G- 1 TO THE RESTRIC11ON ON ThE TITIE PAGE
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TANK SYSTEM UPGRADES
CHRONOLOGY OF EVENTS

December 27, 1995

UST submitted proposal 5496-038 in response to Jacobs Engineering Group, Inc. (JEG)
Request for Proposal No. 10-K702-0O-R96-0006 to perform upgrades and improvements for
Underground Storage Tank Systems at NAS Fort Worth JRB, Carswell Field, Fort Worth, Texas.

March 4, 1996

UST received the subcontract award notification from JEG, executed by Mr. Robert C. Miller,
Subcontract Manager.

March 11, 1996

UST submitted the required Thirty Day Construction Notification to TNRCCs Central Office,
Austin, Texas and to the TNRCC Region 4 Field Office, Duncanville, Texas for the upgrade of eleven
(11) underground storage tanks. A waiver of thirty day notification was granted by Mr. Ron Scharber,
Region 4, Duncanville.

March 14, 1996

Digging permit applications were submitted for the eleven sites where underground storage
tanks were to be upgraded.

March 20, 1996

Received approved digging permits from Public Works Engineering Department.

March 22. 1996

Permit No. Ml 1-0100-96 was obtained from the City of Fort Worth Bureau of Fire Prevention
for upgrade and repair to eleven (11) underground storage tanks at eleven (11) separate locations at
NAS Fort Worth JRB.

April 11, 1996

Excavated to top of tank 1015-1. Installed OPW 1C-2100 spill containment manhole and OPW
233/53 extractor valve and ball float assembly overfill device. Relocation of vent required due to vent
being butt welded and could not be reinstalled in its original location.

April 15, 1996

Excavated to top of tank 4127-1. Installed OPW 1C-2100 spill containment manhole and
Sonalert overfill alarm. New galvanized suction product and vent lines were installed from tank to
building following observation of numerous holes due to advanced corrosion. Cause of corrosion was
likely that the tank was grounded by a grounthng rod welded to fill riser. Tank area was backfilled
and system tested.

THE USE OR DISCLOSURE OF THE INFORMATION
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April 16. 1996

Replaced backfill at 1015 using native soil excavated previously and compacted to grade.
Clean brick sand was used to bed and backfill all piping. Disposed of remainder of previously
excavated native soil. Excavated to top of tank 4111-1. Installed Universal 76CD- 1608 aboveground
spill containment manhole on remote fill riser. A Sonalert overfill alarm was installed on tank.
Excavation was backfilled. Installed OPW 61S0 drop tube overfill device in tank 4136-1. Installed
Universal 76CD-1608 aboveground spill containment manhole and Sonalert overfill alarm on tank
4 143-1.

April 17. 1996

Installed OPW 1C-2100 spill containment and Sonalert overfill alarm on tank 4141-1. Began
excavation to top of tank 4 145-1.

April 18. 1996

Completed upgrades at 4145-1 with OPW 1C-2100 spill containment manhole and OPW 233/53
extractor valve and ball float assembly overfill device. Replaced existing vent line with a new
fiberglass reinforced plastic (FRP) 2" vent line from the tank to the building. Existing vent was too
small and did not meet minimum standards. Backfihled excavation and cleaned area of construction.
Installed new tank testing probes at tank 4141-1, 4111-1, and 4127-1.

April 22. 1996

Mobilized to site. Conducted site safety meeting and cancelled work due to inclement weather.

April 23. 1996

Excavated to top of tanks 4155-1, 4171-1, and 4216-1. Installed OPW 1C-2100 spill
containment manholes on each tank. Installed OPW 61S0 3" drop tube overfill protection devices on
tanks 4171-1 and 4215-1. Installed OPW 61S0 4" drop tube overfill protection device on 4216-1.
Extended vent piping to required height on 4155-1 and 4171-1. Made fiberglass repairs to FRP piping
on 4216-1. Area of construction was cleared of debris.

April 24, 1996

Inoculated nine sites for Tracer Tight® testing of tanks.

May 2, 1996

Installed OPW 233/53 extractor valve and ball float assembly overfill protection devices at
3001-1. Installed 2" x 12" flex connector and vent piping to required height. Installed OPW 1C-2105
slip-on spill containment manhole.

May 5, 1996

Installed 36" and 8" manhole covers
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May 7, 1996

Fabricated and set concrete forms for installations of 3,000psi concrete pads.

May 8, 1996

Poured and finished concrete at sites 4216 and 3001. Poured concrete at 4143, 4171, 4145,
4141, 4127, 4155, and 1015.

May 9, 1996

Removed concrete forms at upgrade sites. Installed bollards at 4143. Removed sand and
policed area at 1015. Installed new vent plug at 4127. Cut rebar at 3000-1. Extended vent piping
at 4216.

May 28, 1996

Welded bollard rail and repaired defective module in Sonalert device at 4111. Secured vent
piping at 4216 and 4171. Installed ball float assembly in 3000-1. Checked remaining sites with no
unsatisfactory conditions noted.

June 4, 1996

Spread grass seed at 4210 and 1750.

June 17. 1996

Checked all sites, took photographs and measured concrete pads. Job complete.
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Facility Name
United States Air Force

a( ility ID Number (It known)

0009696
D ncr It) Number (If known)

011532

Numbe€23O

Physical Address
NAS Fort Worth JRE, Carswell Field

installation Company Name (pant)

Installer's Name (orint) ______

Contractor's Registralion Number _.fi..___—.-------—--—

installer's License Number ILP

...:VL...OWNERCERTjF1CATjON.:.:.
I certify under penalty of law that I have personally examined and am familiar with the Information submitted In this and alt attached documents, 8fld
based on my Inquiry of those Individuals Immediately responsible for obtaining the information, I believe that the submitted Information Is true,
accurate, and complete.

— Title (print) oA/7ZiC27/tIó
__________ Date Signed —

I
For Use

in
TEXAS

•
TEXAS
NAfURA
RESOURCE
C ONSE{1 VAT ION

_________ COMMISSION

Pleaso mail complcld lomi lo

Registration Section, PST ..it.lori
Texas Natural Resource Con ,ervath n Comriission
P.O. Box 13087, MC 138
Austin, TX 78711-3087 (512 239-2 6C

I Owner Name
United States Air Force

Mailing Addess
NAS Fort Worth JRB, Carswell Field

r—ity
Fort Worth

I. OWNER INFORMATION - II. FACILth INFORMATION -

State Zip Code

TX 76127
Cdy
Fort Wort:h

State Zip Code
TX 76127

County County
-

Tarrant Tarrant _____________________
Contact Person Telephone Contact Person

-
Telephone

Al Flolo (817 ) 731—8973 A.1. Flolo (817 ) 7318973
TYPE OF OWNER 'TYPE OF FACILITY (Mark all (hat apply)

0 Private or Corpot'ate 0 State Government C] Retail 0 Farm or Residential 0 Wholesale

0 Local Government K) Federal Government 0 Fleet Refueling (X) Aircraft Relueling 0 Indian Land
[] lndusiChemfM(r. Pint.

I Location of Records.(il off-site)
. C] Other (please specify) ______— -

Address, City. State
Number of aboveground Number of underground
storage tanks at this (acuity __________ storage tanks at this facilityContact POrso4, Telephone

- :1 -• . IIL REGISTRATION STATUS . - -

RE SON FOR SUBMITTING FORM (Makallfftat'apply)
O Original Form 0 Ownership Change (effective date .__L..._.,,J_____
o Facility Information Update Tank Information Update (please complete back side of form)

o Other (please specify) ____________________________________________

C] Owner Information Update

IV. FINANCIAL RESPONSIBILITY. :. :. '.':
Does this facility meet firtanciai responsibility requirements for corrective action? 0 Yes

Does this facffity meet 3rd party liability requIrements? 0 Yes 0 No
If yes, please specify mechanIsm (Maik all that apply)

o Letter of Credit 0 Trust Fund C] Insurance or Risk Retention Group

o Guarantee 0 FInancial Test 0 Surety Bond
Only an acceptable mectianIsn (or Financi& Msuw tai September (.2001. For bcal gov.aienl only.

O No

o PST Re mediation Fund' 0 Standby Trust Fund
C] Bond Rating Test" C] Local .Gov. Fund"

1 -. :' ______
NOTE: This section must be completed and signed by the Installer. Leave blank if no tank installation activity is involved.

I certify that the information provided concerning recent installations is true to the besi of my belief and knowledge

Was tank testing completed during and after installation? C] Yes C] No

Installer Signature . Date Signed .



VIL. DESCRIPTION OFUND
Tank ID (e.g. 1, 2, 3 or A, B, C) 4 V6

'.1—i I.);cj t
4143—1 4145—1'

TANK STATUS
Tank Installation Date (monthlday/year)
Tank Capacity (gallons)

1. Currently In Use
2. Temporarily Out of Service (date)

Emptied (Yes/No)
3. Permanently Abandoned In-place (date)

(must be filled with sand or concrete, etc.)
4. Permanently Removed from the Ground (date)

I SPILL AND OVERFiLL PREVENTION
1. Tight-Fall Fitting

2. Spill Container/uquldTjght Sump
3. Automatic Overfill Device:

a. Shut-Off Valve
b. Flow Restrictor Valve
c. Alarm with a. or b.

4. None

aUb.
c.D

4.0 ____

414 1—1

1. Li 1 []
2. El' JN 2. 1 I

ElY flN

I I .— 1-. -.

1. 36Zaj
3. L_...L..._ a I I

4.__L_.j 4. 1

2. / I
DY ON

2. I /
Dy ON

3. / / 3. / /
/ I 4. I I____

SUBSTANCE STORED
1. Gasoline 4. UsedOil
2. Diesel 5. New Oil
3. Kerosene
6. Other Petroleum Substance (please specify)
7. Hazardous Substance

a. Name of Pnnclpal CERCLA Substance
b. Chemical Abstract Service (CAS) No.
c. Mixture oF Hazardous Substances (please specify)

8. Mixture of Petroleum & Hazardous Substance
9. Other (please specify)

1. [3 4. []
2. [3 5. []
3. [3
6.

7.
a.
b.
c. — ——

8. 0
9.______

1 [] 4. [1
2. 0 5. 0
3. 0
6.

7.
a.
b.
C.

8. 0
9.

1 0 4. 0
2. 0 5. D
3. 0
6.

7.
a.
b.
c.

8. 0
9.

1. D 4. D
2. 0 5. 0
3. 0
6.

7.
a.
b.
c.

8. 0
9.

UST CONSTRUCTION AND CONTAINMENT
1. Single Wall (Mark all that apply)
2. Double Wall
3. External Jacket System
4. ExcavatioWtrench Uner System
5. Piping System:

a. Pressurized
b. Suction
c. Gravity

6. Other (please specify)

Tank Piping
1. 0 0
2. 0 0
3. 0 0
4. [J [3
5.

a. [3
b. 0
c. o

6.

Tank Piping
1. 0 0
2. 0 0
3 0 0
4. 0 [3

5.

a. El
b. [3
c.

6.

Tank Piping
1. 0 0
2. 0 0
3 0 0
4. 0 0
5.

a. 0
b. 0
C. 0

6.

Tank Piping
1. 0 0
2. 0 0
3 0 0
4. 0 0
5.

a. 0
b. 0
c. o

6.

MATERIAL OF CONSTRUCTION
1. Steel
2. Fiberglass-Reinforced Plastic (FRP)
3. Composite (steel w/FRP laminate)
4. Concrete
5. Other (please specIfy)

Tank Piping
1. D 0
2. 0 0
3. 0
4. 0 0
5.

Tank Piping
1. 0 0
2. 0 0
3. 0
4. 0 0
5.

Tank Piping
1. 0 0
2. 0 0
3. 0
4. 0 0
5.

Tank Piping
1. 0 0
2. 0 0
3. 0
4. 0 0
5.

RELEASE DETECTION (Markall that apply)
1. Vapor Monitoring
2. Groundwater Monitoring
3. Monitoring Above Excavation Uner
4. Automatic In-Tank Monitoring & Inventory Control
5. Interstitial Monitoring for Double Wall UST's
6. flghtness Testing
7. Inventory Control
8. Statistical Inventory Reconciliation (SIR)
9. None

10. Une Leak Detectors
11. Other (please specify)

Tank Piping
1. [3 0
2. 0 0
3. 0 0
4. 0
5. 0 0
6. 0 0
7. 0
8. 0 0
9. 0 0

10. 0
11.

Tank Piping
1. 0 0
2. 0 0
3. 0 LI
4. 0
5. 0 0
6. 0 0
7. 0
8. 0 0
9. D 0

10. o
11.

Tank Piping
1. 0 0
2. 0 0
3. 0 0
4. 0
5. 0 0
6. 0 0
7. 0
8. 0 0
9. [3 0

10. 0
11.

Tank Piping
1. 0 0
2. 0 0
3. 0 0
4. 0
5. 0 . 0
6. 0 0
7. 0
8. 0 0
9. 0 0

10. 0
11.

CORROSION PROTECTION
1. External Dielectric (Mark all that apply) )

Coating/Laminate/TapeiWrap
2. Cathodic Protection - Installation: 0 Factory 0 Field

3. Composite Tank (steel w/FRP cladding)
4. Noncorrodible Material (e.g., FRP)
5. Electrical Isolation
6. None
7. Other (please specify)

Tank Piping

1. [3 [3
2. 0 Ci
3. LI
4. C] C]
5. C] C]
6. [1 Ci
7.

Tank Piping

1. 0 02. 0 Cl
3. El
4. Ci 05. 0 0
6. 0 Ci
7.

Tank Piping

1. [] [
2. 0 0
3 LI0 0
5. 0 0
6. 0 0
7.

Tank Piping

1. 0 0
2 0 D
3. Ci
4. 0 0
5. 0 0
6. 0 0
7.

(Mark all that apply) 1. I
2.
3.

1.

2.
3.

1.

2.
3.

1.

2.
3.a. a.fl a.D

bC] b.D b.D
c.]3 c. c.D 4.C] .O

Indicate VAPOR RECOVERY EQUIPMENT STATUS if Qjfl is stored and dispensed at this facility, and if lacility is located in an pne nonaJtanmQfli
ama: OStagen equipment installation date: J___L_ fl No Stage 11 equipment El Exempt 0 Qualified for ISBMG extension



.kiL.J;fcj
4155—1 4171—1 4216— 1Tank ID (e.g. 1 2,3'r A, B, C)

TANK STATUS
Tank Installation Dato / iOit1.ci '4ear)
Tank Capacity (ga/ions)

1. Currently in Use
2. Temporarily Out ol Service dote)

Emptied (Yes!! 0)
3. Permanently Abandoned Inplace (date;

(must be filled with sand or concrete, etc)
4. Permanently Removed from the Ground (date)

SUBSTANCE STORED
1. Gasoline 4 Used O
2. Diesel 5 rlo, Oil
3. Kerosene
6. Other Petroleum Sjbstance (please specify)
7. Hazardous Substance

a. Name of Principal CERCLA Substance
b. Chemical Abstract Service (GAS) No.
c. Mixture of Hazardous Substances (please specify)

8. Mixture of Petroleum & Hazardous Substance
9. Other (please specify)

2. / J_.._ 2. / J_... 2. / 2. .L /
DY tIN D EN DY 9N DY UN

3. I 1__ 3. I I 3. I 1 3. / t

——__4.
I I_= 4. 1 1 4. I 1 4. 1 j

2.9
3.9

4. C]
5. C]

U
El
U

4.05.92.
3.
6.
7.

6. __________——
7.

a. _________—
b.
C.

8.0
9.

1.9 4.92.9 5.0
3.0
6.
7.

a.
b.

a.
b.

C.

8.9
9.

1.0 4.0
2. 0 5. 0
3.0
6.
7.

C.

8. 0
9.

a.
b.

C.

8.9
9.

UST CONSTRUCTION AND CONTAINMENT Tank Piping Tank Piping Tank Piping Tank Piping
1. Single Wall (Mark all that apply) 1. 0 1. 0 0 1. 0 0 1. 0 0
2. Double Walt 2. 9 0 2. 0 0 2. 0 0 2. 0 0
3. External Jacket System 3. 0 0 3. 0 0 3. 0 0 0 0
4. Excavationllrench Liner System 4. 0 0 U 0 4. 0 0 4 0 0
5. Piping System: 5. 5. 5. 5.

a. Pressurized a. o a. 9 a. 0 a. 0
b. Suction b. 0 b. E) b. 9 b. 0
c. Gravity c. 0 c. 0 c. c. 0

6. Other (please specify) 6. 6. 6. 6.

MATERIAL OF CONSTRUCTION Tank PipIng Tank Piping Tank Piping Tank Piping
1. Steel 1. 9 0 1. 9 El 1. D 0 1. 0 0
2. Fiberglass-ReInforced Plastic (FRP) 2. 9 0 2. 0 0 2. 0 0 2. 0 0
3. Composite (steel wIFRP Laminate) 3. 9 3. U 3. 0 3 0
4. Concrete 4. 9 0 4. U U 4. 9 0 4. 0 0
5. Other (please specify) 5. 5. 5. 5.

RELEASE DETECTiON (Mark all that apply) Tank PipIng Tank Piping Tank Piping Tank Piping
1. Vapor Monitoring 1. 9 9 1. 9 9 1. 0 9 1. 0 0
2. Groundwater Monitoring 2. 9 9 2. U 9 2. 0 U 2. 0 0
3. Monitoring Above Excavation Liner 3. 9 0 3. U 0 3. 0 0 3. 0 0
4. Automatic In-Tank Monitoring & Inventory Control 4. 0 4. El 4. 0 4. 0
5. Interstitial Monitoring for Double Wall USTs 5. 0 0 5. C] 9 5. 0 El 5. 9 0
6. Tightness Testing 6. 9 9 6. 9 El 6. El U 6. 9 0
7. Inventory Control 7. 0 7. El 7. 9 7. 0
8. Statistical Inventory Reconciliation (SIR) 8. 9 9 8. 9 El 8. 0 0 8. 0 0
9. None 9. 9 9 9. U El 9. 0 U 9. 0 9

10. Une Leak Detectors 10. 9 10. J 10. El 10. 0
11. Other (please specify) il. 11. 11. 11.

CORROSION PROTECTiON Tank Piping Tank Piping Tank Piping Tank Piping
1. External Dielectric (Mark all that apply)

Coating/Laminate/Tape/Wrap 1. El [1 1. El U 1 U [1 1. 9 El
2. Cathodic Protection - Installation: El Factory U Field 2. 9 [1 2. El El 2. El El 2. 0 El
3. Composite Tank (steel w/FRP cladding) 3. D 3. El 3. El 3. 0
4. Noncorrodible Material (e.g.. FRP) 4. [1 El 4. Cl El 4. El El 4 0 El
5. Electrical Isolation 5. 9 El 5 El El 5. 9 9 5. 0 El
6. None 6. 0 LI 6. LI 0 6. 0 0 6. 0 0
7. Other (please specify) 7. 7. 7. 7.

SPILL AND OVERFILL PREVENTION
1. Tight-Fill Fitting (Mark all that apply)

2. Spilt Container/Liquid-Tight Sump
3. Automatic Overfill Device:

a. Shut-Off Valve
b. Flow Restrictor Valve
c. Alarm with a. or b

4. None

L2.
3.

1.

2.
3.

1.jJ2.
3.

1.0
2.0
3.

Indicate VAPOR RECOVERY EQUIPMENT STATUS if gf is stored and dispensed at this tacility, and it tacility is located in an Qone lonattaLr!mQLtI
aiea: 0 Stage Ii equipment installation date: I I fl No Stage It equipment El Exempt 0 Oua1jted for ISBMG extension

a. a. a. a.fl
b.fl b.El b.9 b.U
cE CLI cfl c.El
U 4.9 4.fl 4.0
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EMERGENCY INFORMATION

- In case of Fire, Police, or Ambulance Emergency, REMAIN CALM, contact 911 FIRST, then
contact the UST office, Dan Hill, or Jim Adams.

- For all other Emergencies, REMAIN CALM, contact the appropriate Emergency service FIRST,
then contact the UST office, Dan Hill, or Jim Adams.

FIRE - POLICE - AMBULANCE 911

METHODIST FORT WORTH HOSPITAL (817) 882-2000 (Emergency Room)

AFCEE CONTRACTING OFFICER'S REP. (210) 536-5275
CPT Joseph Feaster

AFBCA ENGINEERING OFFICE REP. (817) 782-8973, ext 19 FAX: (817) 731-8137
Al Flolo, Engineering Technician
Nancy R. (Randi) Audelo, Contracting Officer ext 12

TNRCC REGION 4 OFFICE (214) 298-6171 FAX: (214) 709-1181
Lonnie Gilley, PST Inspector

FEDERAL BUREAU OF PRISONS REP. (817) 782-4050 FAX: (817) 782-(TBD)
Kevin Gaddis, Spvr. Const. Rep. PM

JACOBS ENGINEERING GROUP. INC. (303) 595-8855 FAX: (303) 595-8857
Lynn Schuetter, Project Manager
Robert C. Miller, Subcontract Manager
John McManus, Site Manager (817) 737-7237 FAX: (817) 737-7217

PAGER: (800) 759-7243 PIN # 1300605

UST. INC. OFFICE: (817) 481-9510 FAX: (817) 488-1729
Dan Hill Mobile: (817) 999-9909 Pager: (817) 452-6510
Jim Adams Mobile: (817) 999-0433 Pager: (817) 452-0249
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UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: '41O 003 Date: 4/ it/
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reQuired. Each attendees name shall be recorded on this to

BRIEFER: ____________________________

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.



UNIFIED SERVICES OF TEXAS, INC. 326237
SITE SAFETY BRIEFING GUIDE

Project No: ;5/9(.c 00 Date: 5/9
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reciuired. Each attendees name shall be recorded on this form.

,/ ATrENES

./
1'

(/ },

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.



UNIFIED SERVICES OF TEXAS, INC. 326Z3S
SITE SAFETY BRIEFING GUIDE

Project No: — OO Date: v/i/
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

brief ing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific afetv items
should be added as required. Each attendee's name shall be recorded on form

BRIEFER: _____________________________-. '
GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13, safety Observer

14. Specific Task(s) Scheduled for the day.
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UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: 3/9'— O°? Date: 1//7/9
In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety

briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on this for

GENERAL Topics

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be propetly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE

326240

Project No: -c3 Date:

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site srecific safety items
should be added as required. Each attendee's name shall be recorded on this form.

_________ BRIEFER: ,.;::z:2ATrENDE

,7za&J(Z/,'#L-
GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades, etc.

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape

1 . e)c)t G- c 6b (C.1-L_ (?Q



326241
UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: 'f OL) - Date:_________________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on this

ATrENDEE j
4f4/c12Z

(ii- /&-'

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be property stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC tire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

/ Zj) C jpm v C4 L Pao '

BRIEFER:



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE 3

Project No: Date:______________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety, items
should be added as reQuired. Each attendee's name shall be recorded on

ATFENDE

GENERAL TOPICS

1. Keep vehicle and toot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact it possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point, smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

L



326243
UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: - O 3 Date:__________________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded on t rm.

ENDEES BRIEFER: t914c' LI?. Li42

________________

GENERAL TOPICS

1. Keep vehicle and loot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14 Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE 326244

Project No:_______________ Date:_______________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendees name shall be recorded on this or

ATFENDEES
, BRIEFER: ___________________________

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shail be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).



326245
UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: 3 /9ó 003 Date:________________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reguired. Each attendee's name

GENERAL TOPICS

1. Keep vehichd foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11 No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures & Route to Emergency Room (Hospital).



Project No: '4 9 4' Date:

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safe{y Ph, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as required. Each attendee's name shall be recorded on this form.

BR
ATFENDEES

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit
Appropriate disposal outer clothing
Eye protection devices
3A; 4OBC fire extinguishers
Traffic cones, barricades. etc.

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

Gloves (leather, rubber and latex)
Emergency hand lights
Hearing protection devices
Head protection devices
Caution tape

15. Emergency Medical Procedures and Route to Emergency Room.

UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE 326246

5/7/9'



3Z6Z47
UNIFIED SERVICES OF TEXAS, INC.

SITE SAFETY BRIEFING GUIDE

Project No: '9 — Date:__________________

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety items
should be added as reQuired. Each attendee's name shall be recorded on form.

ATTENDEES ,'— BRIEFER: ''1

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9, Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)
Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures and Route to Emergency Room.



UNIFIED SERVICES OF TEXAS, INC.
SITE SAFETY BRIEFING GUIDE 326248

Project No:_________________ Date:

In accordance with Unified Services of Texas, Inc. (UST) Standard Site Safety Plan, a safety
briefing will be conducted for all employees, subcontractors, consultants, and/or additional assigns and
hires, prior to beginning work for the day. The following items are provided as a general listing and
should not be considered to be a complete list of topics to be covered. Site specific safety iteiris
should be added as r&iuired. Each attendee's name shall be recorded on thirm. A

_____

A1TjilDEt BRIEFER:
.,4

GENERAL TOPICS

1. Keep vehicle and foot traffic within immediate vicinity of the job site to a minimum.

2. Contaminants expected to be encountered. Review MSDS(s). Avoid contact if possible.

3. Overhead obstructions and underground utilities (Review and brief permit restrictions & hazards).

4. No Smoking signs deployed at each entry/exit point. Smoking is not permitted at any time within the work area or any

UST vehicle.

5. All electrical equipment must have adequate grounds. All power equipment used must have bonding straps available.

6. All tools and Personal Protective Equipment (PPE) shall be properly stowed when not in use.

7. All trash and other debris shall be removed from the job site daily prior to departure.

8. The location of eye wash, shower and toilet facilities.

9. Use of proper PPE when in the work area, e.g. hard hats, steel toe shoes, hand, ear and eye protection, etc.

10. Class ABC fire extinguishers shall be positioned and readied for immediate use.

11. No eating or drinking shall be permitted at the job site.

12. Site safety equipment:
124 item first aid kit Gloves (leather, rubber and latex)

Appropriate disposal outer clothing Emergency hand lights
Eye protection devices Hearing protection devices
3A; 4OBC fire extinguishers Head protection devices
Traffic cones, barricades, etc. Caution tape

13. Safety Observer

14. Specific Task(s) Scheduled for the day.

15. Emergency Medical Procedures and Route to Emergency Room.



] Uniied Services of Texas, Inc.
CoJ.r.P.trd.um Swag. Tank S.Mc.,
2110 Greenbriar Drive. Southlake, TX 76092 (817) 481-9510, FAX: (817) 488-1729

TRANSMI!AL MEMO

326249

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( ) herewith ( ) under separate cover ) via mail

FOR YOUR:

( ) approval
( x) records
( ) per your request
( ) return to our office

( ) information
( ) review and coxent
( ) signature
( ) forward to:

COPIES DATE DESCRIPTION

Facilities:

1015. 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

1425, 3000. 3001. 3190. 3359, 3360, 4111, 4127, 4136,

4141. 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216

REMARKS

COPIES TO: BY:

Chris Baker

DATE: May 30, 1996

UST JOB NO. 3294-014

RE: May Tracer Tight Monthly

Monitoring Test Results



TRACER TIGHT®
MONTHLY MONITORING TEST RESULTS 326250

Prepared for: 05/14/96
Unified Services of Texas jac.
2110 Greeithr,ar Drive
Southiake, TX 76092

Date Sampled May 1996

Job No : 96-8823.may33
Site : Carswell Air Force Base/Fac. 1015
Address : Building 1215

Fort Worth,TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 1015-1 JP-4 A 7,000 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8823.may33 326251
05/14i96 CONDENSED DATA Page 21

Location Compound Concentration(mg/L)

001,002 A 0.0000
001,002 TVIIC 0.0000

TVHC (Total Volatile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mgIL).

0.0000 = Not Detected -999999.9999 = No Sample



UJ ir Unified Services of Texas, Inc.
CoiTpI.ra P,Pci.um Staa9. Tank S.mc.s
2110 Greenbriar Drive, Southiake, TX 76092 (817) 4.81-9510, FAX: (817)4.88-1729

TRANSMI1TAL MEMO

326252

WE TRANSMIT:

( ) herewith
FOR YOUR:

( ) approval
( x) records
( ) per your request
( ) return to our office

RENA .KS

COPIES TO: BY:
Chris Baker

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

DATE: Nay 30, 1996

UST JOB NO. 3294-014

RE: May Tracer Tight Monthly

- Monitoring Test Results

) via mail

C ) information
( ) review and comment
( ) signature
( ) forward to:

( ) under separate cover

COPIES DATE DESCRIPTION

Facilities:

1015. 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

1425. '3000. 3001, 3190, 3359, 3360, 4111, 4127, 4136,

4141, 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216



TRACER TIGHT® 326253MONTHLYMONITORING TEST RESULTS

Prepared for. 05/14/96
Unified Services of Texas,Inc.
2110 Greenbriar Drive
Southiake, TX 76092

Date Sampled : May 1996

Job No 96-8791.may33
Site Carswell Air Force Base/Facility 3001
Address : Building 1215

Fort Worth,TX 76127

SYSTEM# PRODUCF TRACER SIZE STATUS RECOMMENDED ACFION

Tank 3001-1 Diesel A 10,000 Pass Continue Monitoring
Tank 3001-2 Fuel Oil A 20,000 Pass Continue Monitoring
Tank 3001-3 Fuel Oil C 20,000 Pass Tank Removel May 1996

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8791.may33

32625'±
05/14196 CONDENSED DATA Page 2

Location Compound Concentraiion(mg/L)

007,008 A 0.0000
007,008 C 0.0000
007,008 TVHC 0.0000

009,010,011,012 A 0.0000
009,010,011,012 C 0.0000
009,010,011,012 TVHC 0.0000

015 A 0.0000
015 C 0.0000
015 TVHC 0.0000

016,017,018 A 0.0000
016,017,018 C 0.0000
016,017,018 TVHC 0.0000

TVHC (Total Volatile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mg/L.

0.0000 Not l)etected -9999999999 = No Sample



LJ Ii Unified Services of Texas, Inc.
ConpMt. P..um SGd9. Twic S.,v,c.s
2110 Greenbnar Dnve, Southiake, TX 76092 (817) 481-9510, FAX: (817) 488-1729

TRANSMIThL M

32625.

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( ) herewith ( ) uader separate cover via mail

FOR YOUR:

( ) approval
( x) records
( ) per your request
( ) return to our office

( ) information
( ) review and comrne3t
( ) signature
( ) forward to:

COPIES TO: BY:

Chris Baker

DATE: May 30, 1996

cYST JOB NO. 3294-014

RE: May Tracer Tight Monthly

_Monitoring Test Results

COPIES DATE DESCRIPTION

Facilities:

J015. 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

I42', 1000. 3001, 3190. 3359. 3360, 4111, 4127, 4136,

4141. 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216

REMARKS



TRACER TIGHT®
MONTHLY MONITORING TEST RESULTS

326256

Prepared for 05f21/96
Unified Services of Texas,Inc.
2110 Greenbriar Drive
Southiake, TX 76092

Date Sampled: May 1996

Job No : 96—8793.may33
Site : Carswell Air force Base/Fac. 4111
Address : Building 1215

Fort Worth, TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 4111-1 Diesel A 500 Pass Continue Momtonng

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8793. may33

05t21196 CONDENSED DATA Page 413262S7

Localion Compound Concentraiion(ing/L)

001,002 A 0.0000

001,002 TVIIC 0.0000

003 A 0.0000

003 TVI-LC 0.0000

TVHC (Total Volatile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mg/I-.).

0.0000 Not Detected -999999.9999 = No Sample



11J) '1]' Unified Services of Texas, Inc.
Con,d.t. P.PoI.um SJca9a Tank S.mc.s
2110 Greenbnar Drive, Southiake, TX 76092 (817) 481-9510, FAX: (817) 488-1729

TRAWSMI1TAL MFJ4O

326258

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( ) herewith ( ) under separate cover ) via mail
FOR YOUR:

( ) approval
( x) records
( ) per your request
( ) return to our office

1 49S

4141.

( ) information
( ) review and coxrent
( ) signature( ) forward to:

':flflfl
4143.

'flfll -

4145.

go.

4155.

REMARKS

COPIES To: BY:

Chris Baker

DATE: May 30, 1996

UST JOB NO. 3294-014

RE: May Tracer Tight Monthly

- Monitoring Test Results

Facilities:

1fl15, 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

5 Q 360,

COPIES DATE DESCRIPTION

4111,

4171. 4205,
4127, 4136,

4210. 4215, 4216



TRACER TIGHT®
MONTHLY MONITORING TEST RESULTS 326259

Preparedfor 05t21/96
Unified Services of Texas,lnc.
2110 Greenbriar Drive
Southiake, TX 76092

Date Sampled: May 1996

Job No : 96-8794.may33
Site : Carswell Air Force BasetFac. 4127
Address : Building 1215

Fort Worth, TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 4127-1 Diesel D 500 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8794.may33

05t21i96 CONDENSED DATA Page 3

Localion Compound Concentration(mg/L) -

001,002 D 0.0000
001,002 TVHC 0.0000

TVHC (Jotal Volatile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mgIL).

0.0000 Not Detected -999999.9999 = No Sample



[1J 1T UnitIedServices of Texas, Inc.
CoirpJ.t. P.c.um S.o'a9. Trth S.rvic.s
2110 Greenbnar Diive, Soutbiake, TX 76092 (817) 481-9510, FAX: (617) 488-1729

1RANSMZTAL MEMO

326261

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( 1 herewith ( ) under separate cover ) via mail

FOR YOrJR:

( ) approval
( x) records
( I per your request
( ) return to our office

( ) information
( ) review and coent
( ) signature
( ) forward to:

REMARKS

COP IES TO: BY:
Chris Baker

DATE: May 30, 1996

UST JOB NO. 3294-014

RE: May Tracer Tight Month1y

Monitoring Test Results

COPIES DATE DESCRIPTION

Facilities:
1015, 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

L42S. 3000. 3001. 3190, 3359, 3360, 4111, 4127, 4136,

Ld41, 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216



TRACER TIGHT®
MONTHLY MONITORING TEST RESULTS 026A

Prepared for 05122)96
Unified Services of Texas,Inc.
2110 Greenbriar Drive
Southiake, TX 76092

Date Sampled May 1996

Job No : 96-8798.may33
Site Carswell Air Force Base/Fac. 4136
Address Building 1215

F'ortWorth,TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 4136-1 Diesel A 300 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8798. may33

05t22196 CONDENSED DATA Page 3 3262€
Location Compound Concentraiion(mgIL)

001,002 A 0.0000
001,002 TVHC 0.0000

003 A 0.0000
003 TVHC 0.0000

TVHC (Jotal Volalile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (rng/L).

0. 0000 = Not Detected -999999.9999 = No Saniple



[ILl] Unified Services of Texas, Inc.
Coirpl.t. P.Fd.um Sjorag. TWLk S.r'k.s
2110 Greenbriar Drive, Southiake, IX 76092 (817) 481-9510, FAX: (817) 488-1729

TRANS 4I1TAL MEMO

326264

WE TRANSMIT:

( ) herewith

FOR YOUR:

( ) approval
( x) records
( ) per your request
( ) return to our office

REMARKS

COPIES TO: BY:
Chris Baker

TO: 301st SPTC/CEV

1215 Depot Avenue

NAR 1'rrr tJnr-h .T1?R

Fort Worth, TX 76127

ATTN: Al Flolo

DATE: May 30, 1996

UST JOB NO. 3294-014

RE: May Tracer Tight Monthly

Monitoring Test Results

) via mail

( ) information
( ) review and comment
( ) signature
( ) forward to:

( ) under separate cover

COPIES DATE DESCRIPTION

Facilities:

1015. 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

1425, 3000. 3001, 3190, 3359, 3360, 4111, 4127, 4136,

4141, 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216



TRACER TIGHT® 326265
MONTHLYMONITORING TEST RESULTS

Prepared for. 05114196
Unified Services of Texas,lnc.
2110 Greenbriar Drive
Southiake, TX 76092

Date Sampled May 1996

Job No 96-8809.may33
Site : Carswell Air Force Base/Fac. 4141
Address : Building 1215

Fort Worth, TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 4141-1 Diesel D 250 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8809.may33

05114/96 CONDENSED DATA Page 17

Localion Compound Conccntralion(mg/L)

001,002 D 0.0000
001,002 TVHC 0.0000

003 D 0.0000
003 TVHC 0.0000

TVHC (fotal Volatile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mg/L).

0.0000 = Not Detected -999999.9999 = No Sample



JJ) Unified Services of Texas, Inc.
Conp.t. P.d.um Siaag. TanJ S.fvices

2110 Greenbriar DTive, Southiake, TX 76092 (817) 481-9510, FAX: (817) 488-1729

TRANSMIITAL MEMO 32626,

WE TRANSMIT:

( ) herewith

FOR YOUR:

( ) approval
( x) records
( ) per your request( ) return to our office

REMARICS

COPIES TO: BY:

Chris Baker

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: AlFiolo

DATE: May 30, 1996

IJST JOB NO. 3294-014

RE: May Tracer Tight Monthly

Monitoring Test Results

c) via mail

information
review and comment
signature
forward to:

( ) under separate cover

( )
( )( )( )

COPIES DATE DESCRIPTION-
Facilities:

1015, 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

1425, 3000. 3001. 3190, 3359, 3360, 4111, 4127, 4136,

4141. 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216



TRACER TIGHT
MONTHLY MONITORING TEST RESULTS 32626

Preparedfor. 05/14/96
Unified Services of Texas,Inc.
2110 Greenbiiar Drive
Southiake, TX 76092

Date Sampled : May 1996

Job No 96-881O.may33
Site Carswell Air Force Base/Fac. 4143
Address : Building 1215

Fort Worth,TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 4143.1 Diesel A 500 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DWIS ION



1'racer Research Job No. 96-8810. may33

05/1496 CONDENSED DATA Page 27 326269
Location Compound Concentration(mg/L

001,002 A 0.0000
001,002 TVHC 0.0000

003 A 0.0000
003 TVHC 0.0000

TVHC (Total Volatile Hydrocarbons) values reported in milligrams/liter (mgIL).
Tracer values reporteLl in milligrams/liter (mgIL).

0.0000 = Not Detected -999999.9999 = No Sample



[LIJ 1T Unified Services of Texas, Inc.
Conpl.t. P.Pd.um SSo. Tank S.rv,c.s
2110 Greenbriar Drive, Southake, TX 76092 (617) 481-9510, FAX: (817) 488-1729

TRANSMI1TAL MEMO

326270

TO: it SPTC/CEV

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( ) herewith
FOR YOUR:

( ) under separate cover ) via mail

( ) approval
( x) records
( ) per your request
( ) return to our office

( ) information
( ) review and comment
( ) signature
( ) forward to:

COPIES DATE DESCRIPTION

Facilities:

1015. 1050, 1064, 1145,_ 1156, 1157, 1170, 1420, 1423,

1425,. 3000. 3001. 3190, 3359, 3360, 4111, 4127, 4136,

4141, 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216

REMARKS

COPIES TO: BY:
Chris Baker

DATE: May 30, 1996

UST JOB NO. 3294-014

RE: May Tracer Tight Monthly

Monitoring Test Results



TRACER TIGHT®
MONThLY MONITORING TEST RESULTS 32627.

Prepared for 05/14/96
Unified Services of Texas,Inc.
2110 Greenbnar Drive
Southiake, TX 76092

Date Sampled : May 1996

Job No 96-8807.may33
Site : Carswell Air Force Base/Fac. 4145
Address Building 1215

Fort Worth,TX 76127

SYSTEM# PRODUCF TRACER SIZE STATUS RECOMMENDED ACHON

Tank 4145-1 Diesel A 500 Pass Conlinue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8807.may33

05/14196 CONDENSED DATA Page 2932627
Location Compound Coocentration(mg/L)

001,002 A 0.0000
001,002 TVHC 0.0000

003 A 0.0000
003 TVHC 0.0000

TVHC cJota Volatile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mg/L).

0.0000 = Not Detected -999999.9999 = No Sample



[]JJ cIriintfied Services of Texas, Inc.
Conp.t. P.d.um Sa'ag. Tank S.nnc4s

2110 Greenbnar Drive. Southiake, TX 76092 (817) 481-9510, FAX: (817) 488-1729

TRANSMI1TAL M

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( ) herewith ( ) under separate cover dc) r.ria mail
FOR YOrJR:

( ) approval
( x) records
( ) per your request
( ) return to our office

( ) information
) review and coent

( ) signature
( ) forward to:

COPIES TO: BY:

Chris Baker

DATE: May 30, 1996

IJST JOB NO. 3294-014

RE: May Tracer Tight Monthly

_Monitoring Test Results

COPIES DATE DESCRIPTION—

Facilities:
J015, 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

J425, 3000. 3001. 3190, 3359, 3360, 4111, 4127, 4136,

k141 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216

REMARKS



TRACER TIGHT(S)
MONTHLY MONITORING TE RESULTS 32627k

Prepared for 05114/96
Unified Services of Texasjnc.
2110 GreenhrjarDnve
Southiake, TX 76092

Date Sampled : May 1996

Job No 96-8835.may33
Site : Carswell Air Force Base/Fac. 4155
Address : Building 1215

Fort Worth, TX 76127

SYSFEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 4155-1 Diesel D 4,000 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DNIS ION



Tracer Research Job No. 96-8835. may33

05/14196 CONDENSEDDATA Page23

Location Compound Concentration(rng/L)

001,002 D 0.0000
001,002 TVIIC 0.0000

TVHC (Total Volatile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mg/L).

0.0000 = Not Detected -999999.9999 = No Sample



[Li] Unified Services of Texas, Inc.
Conp.i. P.Pc.um Staag. Tank S.rvic.s
2110 Greenbnar Dnve, Southiake, IX 76092 (817) 481-9510, FAX: (817) 488-1729

TRANSMI1TAL MEMO

3262'?.

TO: 301st SPTC/CEV

1215 Depot Avenue

NAF Fort Worth JRB

Port Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( ) herewith ( ) under separate cover ) via mail

FOR YOtIR:

( ) approval
( x) records
( ) per your request
( ) return to our office

( ) information
( ) review a.nd comment
( ) signature
( ) forward to:

COPIES DA2"E DESCRIPTION

Facilities:

1015, 1050. 1064, 1145, 1156, 1157, 1170, 1420, 1423,

I425 3000.3001, 3190, 3359, 3360, 4111, 4127, 4136,

4141, 4143, 4145, 4155, 4171, 4205, 4210, 4215, 4216

REMARKS

COPIES TO: BY:
Chris Baker

DATE: May 30, 1996

IJST JOB NO. 3294-014

RE: May Tracer Tight Monthly

Monitoring Test Results



3262
TRACER TIGHT®

MONTIILY MONITORING TEST RESULTS

Piepared for 05/21/96
Unified Services of Texasjnc.
2110 Greenbnar Drive
Southiake, TX 76092

Date Sampled : May 1996

Job No : 96-8808.may33
Site : CarswellAirForce Base/Fac. 4171
Address : Builkling 1215

Fort Worth, TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACTION

Tank 417 1-1 Diesel C 5,000 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DiVISION



Tracer Research Job No. 96-8808. may33

05121196 CONDENSED DATA Page
Localion Compound Concentralion(mg/L)

001,002 C 0.0000001,002 TVHC 0.0000

003,004,005 C 0.0000003,004,005 TVHC 0.0000

TVHC Volatile Hydrocarbons) va'ues reported in milligrams/liter(mg/L).Tracer vai.ues reported in milligrams/liter (mg/L).

0.0000 Not Detected -999999.9999 No Sample



[LJ ir Unified Services of Texas, Inc.
Conpl.t. P.d.um Staag. Tank S.,vic.s
2110 Gree)ibnar Drive, Southlake, TX 76092 (817) 481-9510. FAX: (817) 488-1729

TRANSMZTAL MEMO

32627

TO: 301st SPTC/CEV

1215 Depot Avenue

NAS Fort Worth JRB

Fort Worth, TX 76127

ATTN: Al Flolo

WE TRANSMIT:

( ) herewith ( ) under separate cover () via mail

FOR YOtJR:

( ) approval
( x) records
( ) per your request
( ) return to our office

( ) information
( ) review and comment
( ) signature
( ) forward to:

REMARKS

COPIES TO: BY: ________
Chris Baker

DATE: May 30, 1996

UST JOB NO. 3294-014

RE: Nay Tracer Tight Monthly

Monitoring Test Results

COPIES DATE DESCRIPTION

Facilities:

ApIS, 1050, 1064, 1145, 1156, 1157, 1170, 1420, 1423,

1425 3000. 3001, 3190, 3359, 3360, 4111, 4127, 4136,

4141 4143. 4145, 4155, 4171, 4205, 4210, 4215, 4216



TRACER TIGHT®
MONTHLY MONITORING TEST RESULTS 3262S

Prepared for 05114196
Unified Services of Texas,Inc.
2110 GreenhrarDiive
Southlake, TX 76092

Date Sampled : May 1996

Job No : 96-8826.may33
Site : Carswell Air force Base/Fac. 4216
Address : Building 1215

Fort Worth,TX 76127

SYSTEM# PRODUCT TRACER SIZE STATUS RECOMMENDED ACI1ON

Tank 4216-1 Diesel A 5,000 Pass Continue Monitoring

Respectfully,

TRACER RESEARCH CORPORATION

Rob Griffin
Project Manager

AFFILIATE DIVISION



Tracer Research Job No. 96-8826. may33

32628
05/14196 CONDENSED DATA Page 25

Localion Compound Coucentration(mg/L)

001,002 A 0.0000
001,002 TVHC 0.0000

003,004,005 A 0.0000
003,004,005 TVHC 0.0000

TVHC (Jotal Volalile Hydrocarbons) values reported in milligrams/liter (mg/L).
Tracer values reported in milligrams/liter (mgIL).

0.0000 = Not I)etected -999999. 9999 = No Sample



32628,.



32628"

FINAL PAGE

ADMINISTRATIVE RECORD

FINAL PAGE



326281

FINAL PAGE

ADMINISTRATIVE RECORD

FINAL PAGE


